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A b s t r a c t
Since fires can develop from endogenous smouldering combustion processes deep 
inside packed beds, especially domestic refuse beds, it is a major task in early fire 
detection to detect the indications of such combustions as early as possible. Since it is 
believed that the surface temperature distribution of the bed is affected by the heat and 
mass transfer from a source of endogenous combustion deep within the bed, the 
measurement of the surface temperature using IR-Thermography (IRT) has been 
supposed to be the most promising technique in early combustion detection.
The present work thus deals with the heat and mass transfer from endogenous sources 
of combustion in packed beds, particularly domestic refuse beds, in order to predict the 
temperature distribution inside and at the surface of these beds and thus, to allow for 
an assessment of IRT based early combustion detection systems. An 
IR-thermographically measurable surface temperature increase will only be achieved 
by sufficient heat transfer from the source of combustion. Experimental procedures and 
mathematical modelling have shown that the heat transfer by conduction and radiation 
is ineffective and therefore, no indication will be obtainable from the surface 
temperature distribution. A more satisfactory increase in the surface temperature is 
given as soon as additional heat is transferred by the diffusion of gaseous combustion 
products. As a result, the heat transfer by convection from the hot combustion gases is 
theoretically analysed, in particular the way in which the gases flow from the 
combustion to the surface of the bed. The results obtained show that the gas flow is 
initiated and maintained by buoyancy and thus the gas tends to flow vertically towards 
the surface with minimal collateral diffusion. It was also shown that heterogeneous 
polydispersed beds can be treated as homogeneous monodispersed beds as long as 
average values for the characteristic bed properties can be obtained. Based upon that, 
a mathematical continuum model was derived by which the temperature distribution 
inside and at the surface of the bed could be predicted.
The theoretically obtained results and their implications were then experimentally 
verified, confirming that heat is predominantly vertically transferred by the gaseous 
combustion products. The two final sets of experiments were undertaken in a 27 m3 
batch of a representative sample of domestic refuse and a batch of wood chips. 
Comparing the experimental results with the mathematical predictions, a certain 
deviation becomes apparent, which is attributed to the not exactly one-dimensional 
condition inside the bed and especially to the effect of condensation and re-evaporation 
of the water content of the combustion gas, which has not been included in the model. 
The temperature of hot spots at the surface, that have the size of only a few 
square-centimetres, increased to the dew point temperature of the combustion gas, i.e. 
65 °C to 85 °C, within the first hour after ignition but remained almost constant at this 
level for several hours. About 30 minutes before the combustion proceeded to the 
surface, their temperature increased rapidly but not their size. The rapid temperature 
increase was attributed to the condensation and re-evaporation ceasing because the 
entire bed had heated up to a temperature at which these effects no longer occur.
All results obtained, especially for the surface temperature development, allow for an 
assessment of IRT based early combustion detection systems. Whilst, on one hand, 
sources of endogenous combustion are principally detectable from the surface 
temperature distribution, on the other hand, the reliable detection of the very small hot 
spots requires a spatial resolution of the system, which is up to ten times higher than 
recent state-of-the-art systems can provide.
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1 Introductio n
One of the major problems of collecting domestic refuse and then storing it in a bunker 
on an incineration plant is that it is liable to become a fire hazard [1]. The combustion 
process can be initiated in many ways and once a fire has started there are two 
undesirable effects:
1. The structural damage to the plant caused by the fire and
2. the environmental damage caused by the uncontrolled combustion and the method 
by which the fire is extinguished.
Following a number of disastrous fires in the storage bunkers of domestic refuse 
incineration plants, legislation requiring the installation of automatic combustion 
detection systems was introduced in Germany in 1991 [2, 3, 4, 5]. Although there is no 
specification as to which kind of system should be used, it has been proposed that 
such systems should use IR-Thermography for the measurement of the surface 
temperature of the refuse bed. It was believed that a source of endogenous 
combustion deep within the refuse would be detectable from so-called hot spots within 
the surface temperature distribution [6], thereby providing the means for automatic 
warning of a potential fire using an appropriate alarm threshold surface temperature [6, 
7].
As yet, not all plants in Germany are equipped with such systems but of the more than 
twenty existing plants that have been, the equipment used and their installation and 
operating practices are not yet standardised. This situation has arisen because opinion 
varies as to the effectiveness of such systems and how best to apply and interpret the 
results they give [8, 9], in particular because fire events took place [10, 11, 12, 13, 14], 
even in plants that have been equipped with early combustion detection systems. 
Additionally, quantitative understanding of the effect of an endogenous combustion 
source on the surface temperature distribution of the refuse bed has, until now, not 
been investigated.
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Therefore, the objective of this thesis is to analyse the heat and mass transfer inside 
refuse beds in order to predict the temperature distribution inside and at the surface of 
these beds. The aims of this work are twofold:
• To investigate the heat and mass transfer phenomena which occur inside the body 
of refuse material from an experimental and analytic viewpoint. In this way, the 
origin and propagation of the combustion may be explained and the associated bed 
and surface temperatures of the material may be predicted.
• To develop and test on-site a method of early combustion detection, in particular 
assess the potential for using IR-thermographic techniques for surface temperature 
measurement.
Starting with a review of published material covering the origins of combustion in 
packed beds together with the heat and mass transfer processes involved, the thesis 
proceeds with a review of the various techniques which are available for the early 
detection of combustion processes. Thereafter, mathematical models for predicting the 
temperature distribution inside and at the surface of the bed are reviewed. It then 
follows a detailed account of experiments undertaken to analyse the nature of the 
start-up processes of self-ignition, the general development of endogenous combustion 
processes and the corresponding temperature distribution inside and at the surface of 
the bed. Thereafter, the thesis proceeds with a presentation of the experimentally 
obtained results. This is then followed by a critical discussion of the experimental work, 
the derivation of an appropriate mathematical model and the analytical interpretation of 
the heat and mass transfer in comparison to the experimental results. Finally, an 
opinion on state-of-the-art IR-Thermography systems for the early detection of 
combustion processes inside refuse bunkers is given and potential improvements are 
presented before conclusions are drawn and recommendations are given for further 
work.
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C h a pter  2
L ite r a tu r e  R e v ie w
2 L iterature  review
2.1 Packed bed storage and properties of domestic refuse in Germany
At present, two thirds of German domestic refuse is stored in disposal sites and the 
remaining third is thermally treated in more than 50 incineration plants with an overall 
annual capacity of more than 14 million tonnes [15]. Dust carts deliver the refuse from 
the households to the incineration plants, where the bulky parts are reduced in size 
using shears or grinders. The refuse is then stored inside a bunker, as shown in Figure 
2.1, until required for incineration.
I t S f *  irlvCs
Figure 2.1 Photograph of part of a refuse bunker with the refuse delivery at the 
bottom left.
The refuse is built up to a wall to keep the delivery clear.
Although the bunkers are designed to be a short-term storage facility only, the refuse is 
sometimes stored for several days before it is incinerated, depending on the 
combustion capacity and the magnitude of delivery. Generally, the crane operators mix 
the refuse during storage and in particular before incineration, in an attempt to achieve 
a more uniform calorific value, because of the very heterogeneous composition of 
domestic refuse.
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In order to analyse the heat and mass transfer in domestic refuse beds, the 
composition and properties of the refuse must be determined. Since the refuse varies 
even regionally, individual compositions can neither be taken into account nor will they 
be representative. Thus, average data on domestic refuse must be used. The most 
recent and comprehensive statistical data on domestic refuse in Germany is based on 
an analysis in 1993 [16], of the refuse inside the household bins at the time of 
collection. Bulky refuse was thus not taken into account.
Since 1993 the refuse composition will have undergoing changes due to the 
introduction by "Duales System Deutschland AG" (DS) of a new refuse bin for all 
recyclable material, except for glass and paper. 51.6 % of sold packages of any kind 
were collected by the DS refuse bins in 1993, which increased to 86 % in 1997 [17]. A 
third refuse bin has been regionally introduced that is to be used for organic refuse. As 
a consequence, the refuse composition has changed over the last 10 years. Since 
more comprehensive data on the refuse composition is not available and bearing in 
mind that the composition is not uniform at all, the data presented in reference [16] will 
be used for the analysis of domestic refuse. Table 2.1 lists the mass percentages of 
the principal components given by [16], and their properties taken from various 
literature, such as [18],
6
Table 2.1 Average properties of the collected domestic refuse in Germany (1993) [16,
18]
Component % by 
mass
Density
kg/m3
% by 
volume
Thermal 
conductivity 
W/(m K)
Specific 
heat capacity 
kJ/(kg K)
Paper/Cardboard 18.0 820 15 0.140 1.4
Cardboard 2.1 800
Paper and Magazines 6.4 800
Mixed paper 4.8 800
Kitchen tissues 2.5 870
Other 2.2 800
Plastics 5.9 1020 5 0.297 1.4 a>
Bulky parts 2.6 1120
Plastic bags (HDPE) 0.9 950
Foils (LDPE) 2.2 920
Polystyrene 0.1 1070
Disposable cutlery 0.1 1100
Glass 7.2 2500 2 0.810 0.84
Fabrics 2.0 340 5 0.042 0.85a)
Wood (average) 1.1 720 1 0.166 1.74
Metals 3.3 7380 1 92.182 0.26
Tins (tinplate) 1.8 7850
Tins (Aluminium) 0.1 2700
Drinks cans (tinplate) 0.7 7850
Aluminium packages 0.1 2700
Other (tinplate) 0.4 7850
Other (aluminium) 0.1 2700
Aerosol cans (tinplate) 0.1 7850
Organic refuse 27.7 1100 31 0.45 3.13 a;
Composite materials 6.2 960 5 0.269 1.25 a)
Composite paper 0.1 800
Drinks composite packages 1.0 800
Composite packages 1.3 1000
Other 3.8 1000
Inert mattera) 1.5 1500 1 2.0 0.8
Unsorted fraction <40 mm 22.3 943 D) 29 00 ro 1.92 D)
Unspecified D) 4.8 943 5 1.82 1.92
Total without any voids 100 943 C) 100 See section 
3.1.1
1.92 a)
Measured density of the 
refuse collected from the 
household bins, incl. voids 167 [16]
a) Estimated value
b) Since no specific data is available, the average values of all known components 
have been used
c) Average values calculated from the individual density values and volume fractions
d) Average values calculated from the individual specific heat capacity values and 
mass fractions
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2.2 Fire hazards from endogenously initiated smouldering combustion 
processes in domestic refuse beds
Smouldering is a slow, flameless combustion processes without the emission of light
[19], that can take place inside all areas with limited ventilation [20]. Usually, little
smoke is emitted but does contain harmful substances due to the non-stoichometric
combustion. When temperatures increase within the matter, glowing combustion takes
place, which is the combustion of solid matter without flames but with light emission
[19]. Both, smouldering and glowing combustion can lead to pyrolysis of adjacent
material. Pyrolysis is an irreversible endothermic chemical decomposition caused by
rising temperature but without oxidation. Since the chemical reactions during thermal
decomposition are very complex and oxygen availability usually cannot be excluded,
oxidative processes mostly take place, leading to so-called oxidative pyrolysis [19].
Smouldering, glowing and pyrolysis mostly occur simultaneously, which makes it
almost impossible to differentiate between these processes. Therefore, the
combination of these processes is referred to as smouldering combustion. In contrast
to flaming combustion that can be detected easily by vision, smouldering combustion is
more difficult to discover and thus always bears the risk of proceeding to an open fire
without being noticed [20]. In particular, this applies to domestic refuse beds [4, 5].
There are various sources that can initiate smouldering combustion processes in 
domestic refuse beds, e.g. small hot particles [21] or fermentation of biological material 
[22]. Refuse, stored in large quantities, is hence always liable to become a fire hazard 
from endogenously initiated smouldering combustion processes. Generally, the 
sources that initiate these combustion processes can be divided into external and 
internal sources. External sources have their origin outside the refuse bed and hence, 
they transfer heat energy into the bed. Internal sources have their origin inside the 
refuse bed without any transfer of heat energy into it. Due to the composition of the 
refuse, these sources of ignition usually cannot be entirely avoided.
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2.2.1 External sources of ignition in domestic refuse beds
External sources transfer heat into the refuse bed from the environment. Flames, 
sparks and other glowing materials as the most important external sources.
Flames, having temperatures in the range of 640 °C to 900 °C [21], transmit heat 
mostly by radiation which can be split into 20 % light and 80 % heat emission [23]. The 
transferred energy may lead to self-accelerating oxidation [24] and hence ignition of 
adjacent materials. More detailed information is given in [25, 26].
Sparks are usually produced by friction when kinetic energy is converted into heat 
energy and small particles of material become separated. Particles of low energy 
usually cool down quickly so that ignition of other solid materials can be virtually 
excluded, whereas particles of high energy are likely to react exothermically. Whilst in 
contact with atmospheric oxygen, the amount of the heat increases usually about 
1000 %. The heat of a spark is transferred by conduction (70 %) and radiation (30 %) 
[27]. The ignition of solids is only possible if the mass of the spark is sufficient or the 
enthalpy of the spark increases during oxidation. Gases and vapours can be ignited 
more easily if the energy of the spark reaches only 10 % of the necessary ignition 
energy and the spark temperature is above the gas ignition temperature [28].
Wood and cellulose are the most common examples of glowing materials. The glowing 
process can be split into three zones that differ regarding the chemical reactions [29, 
30], the temperature and heat balance, the gas exchange, the pyrolysis products and 
the dependence on the airflow. Other bed materials can be easily ignited by already 
glowing material [31, 32].
Ignition by a hot surface can be distinguished into two types, that is direct or
instantaneous ignition and ignition caused by a build-up of heat. The first is
characterised by the temperature of the hot surface being higher than the ignition
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temperature of the material subject to ignition. Heat can be transferred by conduction, 
convection or radiation and the material is set on fire instantly or with very little delay 
[33]. In contrast, ignition caused by build-up of heat is characterised by the temperature 
of the hot surface being equal to or below the ignition temperature of the adjacent 
material. Usually, the heat is transferred by conduction or, in very few cases, by 
radiation if the distance is very small [34]. Ignition is only possible if the received 
amount of energy is higher than that passed on to the environment. This might result in 
an increase of temperature, thermal processing or the acceleration of auto-oxidative 
processes within the adjacent material, possibly leading to ignition.
2.2.2 Internal sources of ignition in domestic refuse beds
Internal sources may spontaneously generate heat inside a bed of combustible matter, 
e.g. auto-oxidation processes. If a substance produces enough heat, it might ignite 
itself or adjacent material with a lower ignition temperature. Catalytic effects may 
support or accelerate these reactions [35].
Generally, two spontaneous heating processes can be distinguished, namely the 
classic spontaneous heating and the temperature controlled exothermic reaction [35]. 
The classic spontaneous heating is characterised by the process being initialised at 
ambient temperature and the internal generation of heat within the system itself. The 
most common examples are thermal effects of mesophilic and thermophilic 
ifiicro-organisms inside hay [22] and the auto-oxidation of coal stored in large piles 
[36]. In contrast to these reactions, exothermically initiated reactions require a higher 
temperature level for initiation, e.g. the exothermic combustion of wood caused by a 
hot surface that starts at 80 °C to 110 °C [37].
All spontaneous combustion processes, except special gas explosions, require a
certain time for development, referred to as the spontaneous heating phase [40]. Within
this phase, the exothermic chemical, micro-biological or biochemical processes taking
10
place initially heat up the matter above ambient temperature. In many cases, 
spontaneous heating takes place in cellulose containing substances [38]. Following 
auto-oxidative processes, the substance becomes carbonised and very reactive 
surface layers of charcoal develop that have a high specific surface area. Oxygen can 
be taken up within these areas and an autonomous exothermic reaction begins that 
might succeed to smouldering combustion [39]. Whether or not spontaneous heating 
eventually leads to ignition depends on several conditions [40]:
• The rate at which heat is generated and removed from the material being oxidised. 
This becomes more complex if the heat is removed from the oxidised material but is 
directly transferred to adjacent material. In this case, a material different than the 
oxidising material may undergo ignition, possibly accelerated by catalytic reactions.
• The ignition temperature of a fibrous combustible material, hydrocarbon or any 
gases liberated by oxidation.
• The specific surface area of the hydrocarbon exposed to an oxidiser.
• The moisture content of the atmosphere present and of the material itself..
Both, the chemical and the biological initiation of self-ignition are very complex and not 
yet fully understood. More information on the chemical processes can be found in 
reference [41, 42, 43] and detailed information on the biological processes is given for 
example in reference [22, 44, 45, 46].
2.2.3 Fire events at German refuse storage facilities
In the past, several fire events inside refuse storage bunkers resulted in such immense
impairments to the plant that the damage and the disposal of the water contaminated
refuse lead to an economic write-off of the plant [47]. In order to avoid these fires or at
least to minimise the future risks by means of early detection, the fires of the past
should be analysed in terms of initiation and propagation. The major difficulty in
analysing such fires is that official statistics concerning quantities, extents and causes
[47], are generally not available to the public. The plant authorities in Germany do not
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provide any information but try to play down the fires and their consequences because 
every fire is a potential environmental hazard. A disastrous fire inside the refuse bunker 
of the incineration plant in Darmstadt, Germany in 1995 is a good example of this.
Detailed information was not given by the authorities, even though the fire devastated 
the entire bunker and surrounding parts of the plant. The only officially released 
information about fires at domestic refuse storage facilities [10, 11, 12, 13, 14] has 
been analysed and a summary of the results will now be presented. The detailed 
analysis is given in Appendix B.1. An interview with the crane drivers of the domestic 
refuse incineration plant in Essen, Germany is presented in Appendix B.2.
Fire events have often been reported that emerged from areas of the refuse bed that 
have been accessed by the crane a very short time before the flashover took place. 
These fires can be put down to either the ignition of combustible gases and/or to 
smouldering combustion underneath the surface. Combustible gases, accumulated 
inside the heap and ignited by for example a spark from the crane grab, may have 
been solvent vapours or methane gas from fermentation processes. An already 
developed endogenous smouldering combustion might have produced combustible 
pyrolysis gases as well, which ignited on exposure on atmospheric oxygen when the 
grab picked up the refuse matter and uncovered it. The flashover might then occur due 
to the rapid temperature increase by the accelerated oxidation.
A self-ignition process inside the refuse material has been assumed to be the cause of 
another fire. The authorities confirmed that “these processes occur from time to time” 
[13].
Another fire started near one of the refuse delivery locations of a bunker [14], leading to
the conclusion that already smouldering refuse has been delivered to the bunker by a
dust cart. When such a refuse is charged into the bunker, the higher oxygen availability
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might lead to a temperature increase and flashover. Usually, the delivery locations are 
frequently accessed and therefore it can be assumed that there has not been a long­
term process of fermentation or smouldering within the refuse bed.
Generally, a fire is likely to spread rapidly once the combustion has reached the 
surface, because of the high flammability and the high net calorific value of the refuse 
of 8000 to 11000 kJ/kg [18]. Once flashover took place, black smoke will be emitted 
from the combustion area. This is due to the high carbon content of the refuse of more 
than 20% by mass [11].
From an interview of four of the crane operators of the “Mullheizkraftwerk Essen- 
Karnap” plant in Germany [48], details of which can be found in Appendix B, the 
following information was obtained:
• In all cases of flashover, refuse had just previously been picked up from the area 
where the fire had started.
• No evidence could be found of biological processes initiating a smouldering 
combustion.
• Whenever an endogenous combustion occurs, light blue smoke is emitted from the 
bed that accumulates underneath the ceiling of the bunker.
• During the cold season, risk of fire increases due to the delivery of live coals or hot 
ashes from households. There are records of cases where the refuse inside the dust 
cart was already smouldering when the cart entered the plant area.
The above information is all that is available to the public, but it is well known that there 
have been many more fire events inside refuse storage facilities in the past. Therefore, 
legislation requiring the installation of automatic combustion detection systems was 
introduced in Germany in 1991.
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2.3 The application of IR-Thermography systems in early detection of 
combustion processes
Avoiding ignition is the best way to prevent a fire but the previous sections have shown
that the ignition sources for domestic refuse are too many to be entirely avoided.
Consequently, the extent of a fire must be minimised by means of the early detection of
combustion processes inside the refuse matter before flashover occurs. It has been
suggested that automatic combustion detection systems can achieve the desired time
between detection and flashover, the so-called advance warning time, of at least 10
minutes which it has been estimated will be required [49]. During this time counter
measures can be implemented to extinguish the combustion [50]. Therefore, early
combustion detection systems have been demanded for [2, 28, 49] that work
independent of staff and ambient conditions. Such systems are based on the detection
of different effects of combustion and can be split into five main types:
1. Smoke detection systems
2. Carbon monoxide gas detection systems
3. Heat detection systems
4. Flame detection systems
5. IR-Thermography systems
For a packed bed the size of a refuse bunker, smoke detectors will not operate properly 
since there are too many influences such as airborne particles and the rarefaction of 
the smoke inside the large bunker space. The same applies to carbon monoxide 
detectors. Additionally, there might occur false alerts due to the natural production of 
carbon monoxide gas by biochemical reactions. The utilisation of heat detection 
systems is inappropriate as well because the increase in air temperature caused by a 
smouldering combustion is too low and hence not detectable. Flame detectors do not 
have any advantage because when a flame appears, flashover has already taken place 
and thus there is no advance warning time.
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Since all other combustion detection systems would not successfully work, the 
application of IR-Thermography (IRT) is the only promising technique, which can 
provide long distance, non-contact measurements of surface temperatures. The 
measurement of the surface temperature of a refuse bed has been suggested because 
it was believed that a source of endogenous combustion deep within the bed would be 
detectable from so-called hot spots within the surface temperature distribution.
Thereby, IRT systems would provide the means for automatic warning of a potential 
fire using an appropriate alarm threshold surface temperature. Braun and W eidener  
[7] and Braun et al . [8] suggested an alarm threshold temperature of 70 °C because 
this is the lowest possible threshold that would be reached by biological activity inside 
the bed, such as fermentation. The more than twenty IRT systems employed on refuse 
incineration plants in Germany commonly employ this surface temperature alarm 
threshold. Nevertheless, the equipment used and their installation and operating 
practices are not yet standardised. This situation has arisen because opinion varies as 
to the effectiveness of such systems and how best to apply and interpret the results 
they give [4-9, 47-49, 51].
The application of IRT is characterised by the possibility of non-contact surface
temperature measurements [52]. A general restriction is that measurements should not
be impaired by extinction, i.e. absorption and scattering, of thermal radiation within the
intermediate medium, which usually is air in most technical applications. This would
reduce the temperature displayed by the IRT system below the actual temperature of
the measured object. H20, C 02, smoke, mist and dust are the main absorbing and
scattering components. Their appearance is random and thus the IRT systems cannot
be calibrated to compensate for their presence. However, in the wavelength ranges
2 to 5 pm and 7 to 14 pm, the so-called atmospheric windows, the absorption is least,
especially at the longer wavelength. This has been proved by extensive experiments
conducted by Braun and W eidener [9]. In addition to reduced extinction, the
wavelength range between 7 to 14 pm is favourable for a second reason: For the
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purpose of early combustion detection, the temperature range from 0 to 100 °C is most 
important [4-9]. The wavelength of maximum thermal radiation of black or grey bodies 
within this temperature range is 10.62 pm at 0 °C and 7.77 pm at 100 °C, respectively. 
This can be obtained from Planck 's radiation law [53]. Considering the above, IRT 
systems should preferably work in the longer wavelength range.
Another limitation of IRT is the spatial resolution of the system [54]. The spatial 
resolution defines the smallest resolvable isothermal area from a given distance, the so 
called instantaneous field-of-view (IFOV). When utilised in early combustion detection, 
IRT systems must provide a very high spatial resolution, and thus a small IFOV to 
detect changes in temperature of very small surface areas. The successful detection of 
an isothermal area of 5 cm x 10 cm at 70 °C has been initially suggested as the 
criterion for refuse bunker IRT applications [4, 5]. This isothermal area had to be 
detected from the worst case distance inside a refuse bunker, which can be up to 40 m. 
The most recent IRT systems employ a 320 x 240 pixels micro-bolometer chip and 
40° x 30° lenses and thus have, in theory, an IFOV of 0.25 cm x 0.25 cm from a 
distance of 1 m. From 40 m, the theoretical IFOV then is 9 cm x 9 cm. Braun and 
W eidener  [9] did extensive experiments from which they concluded that even the best 
contemporary systems provide an IFOV of not less than 30 cm x 30 cm in a practical 
application from a distance of 40 m.
Another important restriction is the often not known emissivity s of the object. The 
emissivity is the ratio of the thermal radiation of a non-black body to a black body within 
the same wavelength range and thus a correction must be applied to the IRT system to 
obtain an accurate computation of the actual temperature of the object from the 
received thermal radiation, e is a property of a material and depends on its chemical 
composition, surface structure and temperature. The literature also mentions a 
dependence on the direction of view [53] but this effect is minimal if the angle between
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the direction of viewing and the normal of the surface being measured is less than 45° 
[9]. The determination of an appropriate emissivity value will be complex in refuse 
bunker applications due to the large variety of materials involved. Experiments by 
Braun and W eidener  [7] have shown that omnipresent dust inside a refuse bunker 
quickly covers the stored material with a thin layer. A layer thickness of only 0.25 mm 
produces an almost uniform emissivity > 0.95 [7]. Due to the dust layer, the ambient 
radiation, such as from sunlight or lamps, is not reflected at the surface and thus does 
not influence the measurement of the natural thermal radiation of the body.
IRT systems are claimed to offer an additional and unique feature, that of monitoring 
during fire fighting [3], i.e. the visualisation of the fire and its location through heavy 
smoke and mist. However, this can only be achieved by IRT systems working in the 
longer wavelength range [7, 8, 9].
The scanning of the entire surface of the refuse bed should be fast enough to allow 
detection of a hot spot as early as possible. It should not take longer than 2 minutes [4] 
but not all recent systems can comply with this and some systems need up to 4 
minutes [5]. More information can be found in [4-9, 50, 54, 55].
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2.4 Mathematical modelling of heat transfer inside heterogeneous packed 
beds, in particular domestic refuse beds
Bearing in mind that IRT is unable to penetrate the refuse, endogenous combustion
processes can only be successfully detected when hot spots appear within the surface
temperature distribution of the bed. These hot spots will appear only if there is sufficient
heat transfer from the source of combustion to the surface. This particular form of heat
transfer has as yet neither been theoretically analysed nor mathematically modelled.
Heat can be transferred by two basic mechanisms: By contact or radiation. Heat 
transfer by contact can occur by conduction or convection. Conduction takes place 
between two bodies having contact and being at rest relative to each other. Convection 
takes places when the bodies are in relative motion. Both processes transfer heat on a 
molecular basis and can be described by Fourier ’s law of contact heat transfer
wherein q represents the heat flux density, $ the temperature, X the thermal 
conductivity and y denotes the space co-ordinate.
Heat transfer by radiation, as defined by the Stefan-Boltzmann law [56], can be
described by the energy flux density E  that is emitted by every body whose 
temperature is above absolute zero in the form of
wherein s is the emissivity value of the emitting surface, a  is the Stefan-Boltzmann 
constant and T denotes the absolute temperature of the emitting surface.
2.4.1 Model types
The models, proposed in the literature and introduced in the following sections, can be 
split into two groups: viz. cell models and continuum models. The attempt to simulate a 
bed using a cell model is characterised by a combination of simpler systems, which
contact area
(2 .1)
E = £ cjT a (2 .2)
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represent the heat transfer behaviour of the bed, whereas a continuum model regards 
the entire bed or a part of it as a continuous medium, giving differentiable temperature 
and composition functions of space co-ordinates. These functions can be determined 
from balances and kinetic equations for heat and mass transfer that can be derived 
from Fo urier 's and F ick's laws, containing transport coefficients, i.e. effective thermal 
conductivity and dispersion coefficients. Usually, homogeneous cell models are 
adopted unless large differences in temperature between the fluid and the particles or 
transient conditions occur. The primary parameters to describe the heat transfer 
characteristics inside packed beds are the void fraction and the thermal conductivity of 
the bed material and the fluid, respectively [57]. In addition to the primary parameters, 
there are secondary parameters, introduced by T sotsas and Martin  [58). The 
so-called effective thermal conductivity of a packed bed is then given by the influences 
of the primary and the secondary parameters. More detailed information is given in 
reference [59, 60, 61].
T sotsas and Martin [58] reviewed 50 different models for predicting the thermal 
conductivity of packed beds permeated by a gaseous phase. No conclusions could be 
drawn as to the “best model”, since within the range of experimental accuracy, different 
models were shown to produce very similar results in individual applications [57]. The 
development of an appropriate model thus cannot be completed until it has been 
investigated to what extent the individual heat transfer mechanisms conduction, 
convection and radiation contribute to the overall heat transfer inside domestic refuse 
beds. Generally, models can be divided into three categories:
Type I models are based on the exact determination of the temperature field. The
temperature field derived by these models is calculated analytically [62] or numerically
[63] by solving the Lapla c e  equation for heat transfer in and around the particles. The
first analytical solution has been given by Maxw ell [62] in 1873. This solution is only
suitable for dilute suspensions and emulsions because it presupposes that the particles
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do not mutually interfere. To do away with the assumption of infinite dilution, a 
geometrically arranged structure must be assumed. This leads to extremely 
complicated analytical calculations. W akao e t a l . [64, 65] calculated the thermal 
conductivity of different beds using this model. Nevertheless, calculations of this nature 
are very time-consuming and are not very suitable for practical use. More information 
can be found in reference [66, 67, 68, 69].
Type II models use a completely different approach by substituting the bed properties 
using connections of thermal resistances. The simplest schemes for the substitution 
consist of two basic means of connection, that is the series circuit and the parallel 
circuit. By analogy to electrical resistances and for given thermal conductivities of the 
gas and the solid XG and As, respectively and void fraction y/t the series circuit has the 
highest and the parallel circuit has the lowest thermal resistance. A theoretical 
determination of the extent to which series or parallel circuits occur in an existing 
packed bed is hardly possible. More information can be found in reference [70, 71, 72, 
73].
Type III models are based on the assumption that a unit cell represents the entire bed. 
This approach to determine the thermal conductivity might result in less consumptive 
calculations as it represents a compromise between the realistic but complicated Type I 
models and the simple but rather inaccurate Type II models. Either parallel heat flux 
streamlines (Type Ilia) or parallel isotherms (Type lllb) are assumed for simplification, 
although both assumptions do not apply exactly, except for the trivial case of equal 
thermal conductivities for the gaseous phase XG and the solid particles Xs. Xs, XG and if/ 
[58] are the so-called primary parameters to describe the thermal conductivity of a 
packed bed XBed• Good agreement between model predictions and measured 
conductivities must be achieved and thus, every predictive model should correctly 
describe a series of limiting cases concerning the primary parameters involved [74]:
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oII> => A,Bed = -^S
2 . v|/ =  1 => A,eed = -^G
3. A,s — => A,Bed = Xs = Xq
4. Xq —> oo => ^Bed ->  00
5. A<s —^ go => ^Bed ->  oo
6 . Xq - >  0 A-Bed —^  0
7. Xs ->  0 => ^BedAG = Sfled/S
Relations No. 1 to No. 4 are axiomatic. Relation No. 5 presupposes resistanceless 
contact between particles, while relation No. 6 is based on non-contacting particles. 
Relation No. 7 states that the ratio of the thermal conductivity of a bed of non- 
conductive particles to that of the fluid is equal to the ratio of the diffusion coefficient for 
the bed SBed and that for the free space S. The quotient SBed/8  has been measured by 
C urrie  [75] for packed beds, including polydispersed beds and angular particles. More 
information can be found in reference [76, 77, 78, 79],
2.4.2 Heat transfer characteristics of packed beds
All heat transfer models commonly employ the void fraction of the bed and the thermal 
conductivity of the bed material as the main parameter characterising the packed beds.
2.4.2.1 Void fraction
The ratio of the interstitial volume Vt to the bulk volume VB of a porous medium is called 
the void fraction ^and is defined by [57]
V = TT- - (2.3)
VB
Inside most packed beds, the interstitial volumes are filled with gaseous fluids, i.e.
either filled with air or, in the case of combustion, filled with a mixture of air and
gaseous combustion products. Since, the density of the gas is far less than the density
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of the solid particles, the void fraction can readily be calculated from the bulk density 
and the densities of the gas and solid involved. From Eqn. (2.3) and with 
V,= VB- V S 
it follows that
VB -V S „ Vsy/ = — -------  = 1 - — , (2.4)VB Vb
wherein
/?79 , ,. mR m R + mnVs = —  and VB = —— = —$------ .
Ps P b P b
Since mG can be neglected compared to ms,
trieVB =
P b
can be assumed and hence the void fraction is given by
y  =  1 - P b
Ps
(2.5)
From Eqn. (2.5), the void fraction of a monodispersed packed bed can be calculated 
with high accuracy if the values of the corresponding densities and the particles 
dimensions are known. For polydispersed beds, the volume-based average density p s
must be used, which can be obtained from the individual densities pt and mass 
percentages §  of all components of the bed by
Ps =
. V 1Z—M Pi
giving an average value y/ for the void fraction of
Ps
(2 .6)
The exact determination of the local void fraction of a polydispersed heterogeneous 
packed bed is very complex because it cannot be measured and thus, only an average
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void fraction value can be obtained. In addition to the local natural fluctuation of the 
void fraction inside the bed, the void fraction near the boundary wall of a bed may be 
different from the void fraction distant from the walls [80]. Fluctuations of the void 
fraction only appear close to boundary walls, which disturb the arrangement of the 
particles. They can be neglected when the distance from the wall is more than 5d, 
where d  is the particle diameter, see Figure 2.2 and large variation in particle 
dimensions occur,
i . o  
0.8 
0.6
v
0. 4j
0.2 
o0 1 2 3 4 5
y/d
Figure 2.2 Local void fraction of packed beds consisting of equally sized, smooth
spheres (diameter d) versus distance y  from the boundary of the bed [80]
In contrast to the situation inside a homogenous monodispersed bed, heterogeneous 
polydispersed refuse matter is more likely to fill up the voids because of the wide range 
of particle sizes. Nevertheless, the local void fraction varies throughout the entire bed 
due to the varying particle dimensions. When employed in mathematical models, the 
average void fraction, which can be obtained from Eqn. (2.6), is commonly assumed to 
be constant and independent of location, since local variations in void fraction cannot 
be determined and hence cannot be adequately quantified.
2.4.2.2 Thermal conductivity
Krischer  [81] proposed a Type II model representing the thermal conductivity of a 
packed bed by parallel and series connections of the thermal conductivities of the 
materials involved. By analogy to an electric circuit, it uses the combination of both, 
series and parallel circuits, introducing a structural parameter 'a' that gives the relative
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proportion of series to parallel connections, see Figure 2.3. This parameter 'a' has 
been determined experimentally and a value of 0.20 is recommended for packed beds 
[81]. For ‘a = V a combination of maximal resistance is obtained and a respective 
scheme for minimal resistance is hence obtained for ‘a = O’.
1-a
Figure 2.3 Krischer  [81] plate model for the determination of the thermal conductivity 
of dispersed fluid-solid systems.
The structural parameter a gives the relative proportion of series to parallel 
connections and can be used in order to distinguish between systems 
having the same void fraction but different arrangements of particles, 
a) series connection; b) parallel connection, c) combination of both
The equation for the thermal conductivity of a series connection can be written as
r  V
kseries _
4
y/ + (2.7)
wherein k i and k2 are the thermal conductivities of the individual materials involved.
Although this model has been developed to describe the thermodynamic behaviour of a 
porous bed [81] it is still applicable if the fluid inside the bed is substituted by a solid. 
The void fraction y/can be substituted by the volumetric content £of all individual solids 
and the model can be extended to a number of n solids if all individual volumetric 
contents %n and individual thermal conductivities kn are known. For two solids, Eqn.
(2.7) can be written as
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k series
-1
h ,
. V
which when extended to n solids gives
7 - I  Y ^ L  ^series \ «
/'=1
(2 .8)
The thermal conductivity of the analogous parallel connections can be written as
n
^parallel ~ • (2-9)
/=1
Introducing the structural parameter 'a' required for the combination of both 
connections results in the equation:
(
'combination
a 1 -  a +
-1
2 2 ^  /Lseries parallel J
(2 .10)
Eqn. (2.10) does not give the thermal conductivity of a packed bed but the thermal 
conductivity of the bed material because the void fraction has been assumed to be 
zero.
2.4.3 Heat transfer in packed beds where the fluid flow arises from endogenous 
combustion processes
In addition to heat transfer by conduction and radiation that develops when only a heat
source is present inside the bed, when the production of combustion gases occur,
forced convection must also be considered. Whenever a combustion zone develops
inside a packed bed of any shape, hot combustion gases arise and two-dimensional or
three-dimensional flow fields develop as a result of changes in channel cross-sections,
blockages, etc. [82]. These flow fields affect the temperature distribution inside and at
the surface of the bed [4, 5, 83, 84]. Thus, the temperature and the mass flow rate of
the gas, the void fraction of the bed and the thermal conductivity of the gas and the
solid, may have an influence on the heat and mass transfer.
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Several experiments to observe the heat transfer by combustion gases inside refuse 
beds and the corresponding development of the surface temperature distribution have 
been undertaken by Euteneuer  [85]. The combustion gas was substituted by warm air 
at 50 °C - 70 °C that had been blown into the bed through a nozzle at a certain depth. 
These experiments presupposed that the flow of the combustion gases was initiated 
and maintained by an excess pressure around the combustion area. However, every 
exothermic combustion process also requires oxygen. Inside a packed bed, this 
oxygen can only get to the combustion zone if fresh air is sucked into this area, similar 
to a chimney fire. Therefore, the fluid flow must be induced and maintained by 
buoyancy and an excess pressure cannot occur around the combustion as it would 
obstruct the flow of air towards the combustion. In Euteneuer 's experiments, the air 
was blown into the bed, i.e. the flow was induced by the pressure difference between 
the pressure at the air nozzle and the ambient air pressure, and thus the induction of 
heat and mass transfer by buoyancy has been entirely disregarded. Furthermore, the 
air was not warm enough for sufficient buoyancy to arise. The result of these 
experiments was a quite homogeneous warming of a large surface area that could be 
expected by a fluid flow initiated by an artificial pressure difference. In contrast to that, 
minimal collateral gas diffusion could be expected from a buoyancy induced fluid flow 
as it is assumed to occur inside a refuse bed subjected to an endogenous combustion.
Another way in which the surface temperature distribution is affected by the
combustions gases flowing through channels to the surface of a refuse bed has been
proposed in reference [6], and is illustrated in Figure 2.4. This model is again based on
the assumption of flow induced by a pressure increase inside the bed. Whenever
gases are produced inside cavities with small exits, the pressure inside the cavity is
supposed to increase, thus initiating gas flow in any possible direction and
consequently transferring heat in any direction. The individual areas of local surface
warming spread over an area that is much larger than the combustion zone itself.
Hence, it would become difficult to draw any conclusions from these hot spots at the
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surface on the actual location of the combustion inside the bed. Again the restraining 
effect on the combustion itself by a pressure increase has been disregarded. Despite 
the oxygen flow governed by the partial pressure difference, a pressure increase will 
obstruct the flow of necessary oxygen towards the combustion.
Areas of local surface warming
Heap o f refuse
Potential 
^  heat transfer 
\  channels >
Source of endogenous combustion
Figure 2.4 Assumed heat transfer by hot combustion gases flowing through a refuse 
bed [6].
It is suggested that the areas of local surface warming spread over a large 
surface area and thus conclusions cannot be drawn from the surface 
temperature distribution on the source of endogenous combustion.
Both, the experimental approach and the theoretical considerations disregard the fact 
that natural flow of a hot gaseous fluid is always induced by buoyancy that occurs due 
to the density of the hot combustion gas being lower than the density of the ambient 
air.
At this point, it must be assumed that the buoyancy force induces and maintains a 
vertical gas flow through the voids towards the surface of the bed, similar to the 
buoyancy induced draught flow inside a stack. Buoyancy depends on the density 
difference and the effective height of the stack and according to A r c him edes ' theory, 
the buoyancy induced draught pressure difference is given by
&P =  i P a m b - P e ) 9  H , (2.11)
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wherein pamb is the density of the ambient air, pG is the density of the gas, g is the 
gravitational acceleration and H  is the effective height of the stack, i.e. the vertical 
distance between the gas source and the surface of the bed.
Methods for calculating the heat transfer by hot gases are presented in reference [57] 
but these are mainly used for the calculations of drying processes and are based on 
steady-state conditions with uniform gas flow through the entire bed that is initiated by 
a pressure difference between inlet and outlet of the gas. Hence, their applicability for 
gas flow predictions from small sources of combustion inside particulate beds is 
questionable because there will be transient conditions and the gas source is part of 
the bed. Therefore, information on the initiation of combustion processes and the 
corresponding heat transfer must be obtained from experimental procedures.
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C h a pter  3
Ex p e r im e n ta l  P r o c e d u r e s
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3 Exper im en ta l  pro cedures
The heat transfer from endogenous smouldering combustion processes deep within a 
packed bed is believed to influence the surface temperature of the bed in a way that 
the combustion is detectable by IRT from local hot spots. A major aim of this work was 
the investigation of the temperature development inside and at the surface of such 
packed beds. The foregoing literature review has shown that virtually no information is 
available about the initiation and propagation of endogenous combustion processes in 
domestic refuse beds. Therefore, information on the initiation of combustion processes 
and the corresponding heat transfer had to be obtained from experimental procedures.
Because these experimental procedures had to deal with endogenous combustion 
processes, the usage of domestic refuse for laboratory experiments was problematic 
for two reasons: On the one hand, when large quantities are used, the combustion 
could get out of control and release harmful fumes and on the other hand, when 
smaller quantities are used, representative results might not be obtainable. Thus, a 
substitute for the refuse, a test material, had to be found, which was less hazardous but 
still allowed for representative results using small quantities.
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3.1 Selection of a substitute bed material
The void fraction, the density and the thermal conductivity of the bed material have 
been shown to influence heat transfer characteristics of the bed and thus, the test 
material had to provide similarities in terms of these properties. Hence, these 
properties must be determined for domestic refuse.
3.1.1 Heat transfer characteristics of domestic refuse
The average density of domestic refuse without void fraction is 943 kg/m3, which can 
be obtained from Table 2.1. A void fraction value of 0.82 was obtained by applying 
Eqn. (2.6), using the density value of the refuse without void fraction and the measured 
density of the uncompressed refuse inside the household refuse bins of 167 kg/m3 [16]. 
Since the refuse usually becomes compressed during transport and storage, the void 
fraction of 0.82 can be taken as the highest practical value. In an actual storage 
situation this value can only be obtained at the surface of the bed and the void fraction 
will decrease with increasing depth of the bed. For the refuse a void fraction range of 
0.55 to 0.82 was assumed.
To determine the thermal conductivity of domestic refuse, the previously introduced 
Krischer  plate model was used. With the corresponding values from Table 2.1 and 
applying Eqns. (2.8), (2.9) and (2.10), it follows that
'parallel
and hence, with the structural parameter a = 0.2 [81].
2 _  ^combination
'parallel J
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This is the thermal conductivity of the bed material without any voids and presupposing 
resistanceless conduction and can thus be taken as the highest possible value. The 
following example calculation shows that there is very little heat transfer by conduction: 
A source of combustion as constant heat source is assumed at $Hs = 800 °C >n a depth 
of H = 2 m. From there, with an infinite heat transfer coefficient, heat is transferred into 
the bed at the surface of which is no heat transfer. The time required for the surface 
temperature to increase from $amb = 20 °C to threshold temperature of 0 = 70 °C can 
be obtained from [76, 86]
& - & H St = H 2 -cD- p (  (  o o ^I n C - l n
K&amb ~ & H S  JJX- fJ2
Values for C and pi are given in reference [86]. With cp = 1.92 kJ/(kg K), p = 943 kg/m3, 
given in Table 2.1, and X = 0.55 W/(m K), the required time is 456 hours!
3.1.2 Heat transfer characteristics o f the wood shavings
Wood shavings have been used as a refuse substitute in this work. Using wood 
shavings, only a homogeneous monodispersed bed could be produced. Nevertheless, 
this provides a good substitute because the characteristics of a homogeneous 
monodispersed bed of wood shavings are similar to the characteristics of the 
heterogeneous polydispersed bed of domestic refuse. A comparison of both bed 
materials can be seen from Table 3.1.
Table 3.1 Comparison of the heat transfer characteristics of domestic refuse with 
_________ wood shavings ____________________________________________
Characteristic of the bed Domestic refuse Wood shavings
Density without voids 943 kg/m3 approx. 700 kg/m31)
Void fraction 0 .55-0 .82 0.58, 0.71, 0.81 2)
Thermal conductivity3) 0.55 W/(m K) 0.18 W/(m K)
1) Average density value of the shavings mixture containing beech, oak, spruce and 
pine.
2) The void fractions indicated were achieved by sieving the shavings to different size 
fractions, namely smaller than 0.5 mm, 0.5 -  1.0 mm and 1.0 -  2.0 mm giving void 
fractions of 0.58, 0.71 and 0.81, respectively.
3) Thermal conductivity of the material without voids and contact resistances
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3.2 Temperature profiles in a shavings bed undergoing self-ignition -  
Experiment 1
The objective of the first set of experiments was the measurement of the temperature 
distribution inside a heap of wood shavings undergoing self-ignition. A core of 
shavings, soaked in linseed oil and covered by non-soaked shavings, was used to 
achieve an endogenous combustion process, initiated by auto-oxidative self-heating of 
the soaked shavings.
The first step was to determine the conditions under which self-ignition of shavings 
soaked in linseed oil would occur. Six different mixtures of shavings and linseed oil, 
summarised in Table 3.2, were tested. As shown in Figure 3.1, 50 g of each of the 
individual mixtures were embedded in oil free 2.0 -  8.0 mm shavings contained in a 
22 cm x 22 cm x 10 cm steel box. This particle size was supposed to allow for both, a 
sufficient build up of heat and a sufficient availability of oxygen necessary for the 
oxidation process.
Table 3.2 Details of the test mixtures used to determine the conditions under which 
self-ignition of shavings soaked in linseed oil will occur
Test Particle size 
mm
Mass ratio: 
linseed oil/shavings
1 1.0-2.0 30 g / 50 g
2 1.0-2.0 50 g /50 g
3 1.0-2.0 80 g /50 g
4 0 . 5 - 1 30 g /50 g
5 0 . 5 - 1 50 g /50 g
6 0 . 5 - 1 80 g /50 g
After the oil soaked shavings had been embedded in the box of coarse shavings, the 
system was left without any further disturbance. The temperatures in the centre and at 
the top surface of the oil-soaked shavings were measured and recorded continuously 
using thermocouples. Thermocoax TKA 10/25/DIN stainless steel sheath type K 
thermocouples were used, connected via a Philips PM9877K/2 thermocouple lineariser
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with automatic cold junction compensation to a Philips PM 8252A two line chart 
recorder.
50 g of shavings Steel box filled with 1 kg
0.5 -1 .0  mm (vy = 0.58) or 1.0 - 2.0 mm (y  = 0.71) of non-soaked shavings
soaked with
30 g, 50 g or 80 g of linseed oil
1.0 - 8.0 mm
Chart recorder
Thermocouple
lineariser
o
Type K 
thermocouples
□ 220 mm
Figure 3.1 Cross sectional schematic diagram of the experiment to determine the
conditions under which self-ignition of linseed oil soaked shavings occurs
The only mixture that successfully lead to self-ignition consisted of 80 grams of linseed 
oil mixed with 50 g of the 0.5 -  1.0 mm shavings. All other mixtures only exhibited self­
heating. The detailed results of these experiments can be found in section 4.1 of this 
thesis.
The experiments proceeded to the measurement of the temperature distribution inside 
and at the surface of a heap of shavings undergoing self-ignition. 800 g of shavings 
with a particle size of 1.0 - 2.0 mm were placed in a hemispherical heap over a mixture 
of 80 g of linseed oil with 50 g shavings with a particle size of 0.5 to 1.0 mm, as shown 
in Figure 3.2. The entire heap was constructed on a 25 cm x 25 cm steel sheet that 
could withstand the high temperatures. The heap was than left undisturbed to allow 
heating and self-ignition to occur.
All temperatures inside the heap were measured using five Thermocoax TKA
10/15/DIN stainless steel sheath type K thermocouples. This type of thermocouple
allowed for precise temperature measurements to be made along the vertical radial
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axis of the heap, as shown in Figure 3.2 and Figure 3.3. The first thermocouple was 
placed at the top surface of the soaked core, 45 mm from the bottom of the heap, and 
the other thermocouples were placed equidistant at 15 mm intervals. They were 
connected to a Hewlett Packard HP 34970A data logger and PC-System with HP 
BenchLink data logger software.
Heap:
800 g of non-soaked shavings 
1.0 to 2.0 mm (jj  = 0.81)
Core:
50 g of shavings 
0.5 to 1.0 mm (i\i = 0.71) 
soaked with 
80 g of linseed oil
IR-Thermography system
PC system with 
data storage
Data logger with 
signal processor
Type K 
thermocouples
25 cm x 25 cm steel sheet
Figure 3.2 Cross-sectional schematic diagram of the experiment on the measurement 
of the temperature distribution inside and at the surface of a heap of 
shavings undergoing self-ignition initiated by the linseed oil-soaked heap 
core
Figure 3.3 Photographs of the actual apparatus shown diagrammatically in Figure 3.2.
On the left, the thermocouple placement can be seen and on the right, the 
IRT system can be seen.
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In order to minimise their effect on the thermal processes taking place, the 
thermocouples were placed horizontally into the heap so that the temperature sensitive 
tips were located parallel to the expected isotherms. In this way, the temperature 
gradient tending to conduct heat away from the core of the heap was insignificantly 
small. The thermocouples used were of a type that, even if a temperature gradient had 
occurred, they would have conducted very little heat due to the low thermal conductivity 
of the stainless steel sheath of 15 W/(m K) and its small diameter of 1 mm.
The thermal radiation emitted from the surface of the heap was monitored by an AVIO 
Compact Thermo TVS 220 IR-Thermography System from a distance of 1.5 m. The 
accuracy of the temperature displayed by the IRT system depended on the exact value 
of the emissivity of the wood shavings surface. A value of 0.95 could be obtained from 
reference [8].
Following successful self-ignition, the combustion progressed up to the surface of the 
heap where finally flashover took place. The results obtained will be presented in detail 
in section 4.1.
During this experiment, smoke emission from the heap was observed after ignition had 
been achieved, thus clearly showing that there was production of combustion gases. 
The fact that combustion product gases occurred suggest that the heat transfer inside 
the bed might be affected by convection. The next experimental step was thus to focus 
on a qualitative comparison of the heat transfer inside a shavings heap containing an 
endogenous heat source with and without the production of combustion gases.
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3.3 Temperature profiles in a shavings bed subjected to an electrical heat 
source -  Experiment 2
An electric heating element, 0  30 mm, height 10 mm (see appendix for further detail)
was placed at the bottom of a heap of shavings, having a diameter of 20 cm. This is
illustrated in Figure 3.4. The three different particle sizes, and hence porosities, as
explained in section 3.1 were used to achieve comparability to domestic refuse beds.
For each bed of shavings, a set of three experiments was carried out. During the first
two, the heater was set at 100 °C and 250 °C, respectively. Both temperatures were
too low for combustion to take place. For the third experiment, the temperature was set
at 350 °C to achieve endogenous smouldering combustion. The heater always
achieved the desired temperatures within 10 minutes.
Twenty thermocouples were arranged in a 10 mm grid inside the heap as shown in 
Figure 3.4. Presupposing an axis-symmetric temperature field, this arrangement 
allowed for the determination of a three-dimensional temperature profile within the 
heap. The distance between the heating element and the first thermocouple was 
20 mm.
IR-Thermography system
PC system with 
data storageShavings heap:< 0.5 mm (ij/ = 0.58)
0.5 -1 .0  mm (vy = 0.71) 
1 .0 -2 .0  mm (m/ = 0.81)
Data logger with 
signal processor
20 Type K 
thermocouples in 
a 10 mm grid
CM
o
Pt100 resistance 
thermometerHeater
Adjustable 
DC source
Figure 3.4 Cross-sectional schematic diagram of the experimental set-up for the
determination of the temperature distribution inside and at the surface of a 
homogeneous packed bed and the corresponding heat transfer caused by 
an endogenous heat source
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The surface temperature was measured using the same IRT System employed in 
section 3.2, from a distance of 1.5 m. All temperatures were recorded every 30 
seconds using the data logger/PC-system. The experiments were repeated four times 
and since the measured results did not significantly fluctuate, random deviation could 
be assumed to be very small. The results will be presented in section 4.2.
During this set of experiments, a large difference between the temperature distribution 
with and without endogenous combustion process was noted. The next experimental 
step was thus to examine the extent of the difference in heat transfer and the resulting 
surface temperature.
38
3.4 Comparison o f the heat transfer by conduction with that by convection -  
Experiment 3
The basic idea of this experiment was to compare the heat transfer in a bed from a 
localised heat source emitting hot combustion gases with that produced when only a 
heat source was present. For the gas emitting heat source, a smouldering combustion 
of wood shavings was used. In order to only combust a pre-defined amount of 
shavings, fine glasswool was used to simulate the packed bed. The high void fraction 
of 0.98 of the glasswool permitted nearly undisturbed fluid flow with regard to both, air 
and combustion gases. Glasswool has a low thermal conductivity but high speed of 
response to a change in temperature.
The heater was insulated, except for its upper surface, by embedding it in a layer of 
Rockwool®, as shown in Figure 3.5. For the first stage of the experiment, the upper 
surface of the heater was covered with 6.3 g of beech wood shavings. This was 
covered by a layer of fine glasswool, 80 mm deep immediately above the heater. The 
heater achieved a temperature of approximately 450 °C within 5 minutes of being 
switched on, producing rapid ignition of the shavings. As soon as smoke was 
emanating from the bed, the heater was switched off. The temperature of the shavings 
was measured using only one thermocouple directly under the top surface of the 
shavings as shown in Figure 3.5. The variation of temperature versus time of both the 
heater and the shavings was recorded by the data logger/PC-system. The upper 
surface temperature of a representative 2 cm x 2 cm area of the glasswool surface was 
measured by the IRT System used in the previous work from a distance of 2 metres. 
The entire procedure was then repeated with a glasswool layer of 160 mm thickness 
above the heater.
The second stage of the experiment was carried out as above but without combusting 
shavings and with the heater as the sole heat source. Again fine glasswool layers of 
80 mm and 160 mm thickness, respectively were used as the covering material. In
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order to have the upper surface of the heater in the same position as the upper surface 
of the shavings during the previous experiment, additional Rockwool® was placed 
underneath the heater.
These experiments allowed a direct assessment to be made of the influence of the 
gaseous combustion products on the surface temperature distribution of the bed. All 
results will be presented in section 4.3.
IR-Thermography system
Glasswool layer 
vj/« 0.98
Min. radial thickness:
80 mm and 160 mm
6.3 g of shavings'^
30 mm Rockwool® layer
Heater Pt100 resistance 
thermometer
Type K 
thermocouple
Adjustable 
DC source
PC system with 
data storage
Data logger with 
signal conditioner
Figure 3.5 Cross-sectional schematic diagram of the experiment set-up to compare 
the influence of exclusive heat transfer or a combination of heat and mass 
transfer on the surface temperature distribution of a hemispherical shaped, 
homogenous “packed” bed of fine glasswool (\j/» 0.98)
The IR-Thermograms of the glasswool surface showed that the hottest areas were 
always to be found almost vertically above the heat source. This suggested a buoyancy 
induced fluid flow of the hot gases. The determination of to what extent buoyancy takes 
place in a bed of domestic refuse is the objective of the next experiment that was 
conducted.
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3.5 The flow  o f hot combustion gases through a small-scale domestic refuse 
bed -  Experiment 4
The objective of this experiment was to simulate the natural flow of combustion gases 
through a small-scale domestic refuse bed in order to further confirm the assumption of 
a buoyancy induced gas flow. Since the handling of hot gases always bears the risk of 
igniting the bed of combustible matter, the hot gas had to be substituted by a gas 
having a comparable flow behaviour with regard to buoyancy.
According to A rchim edes ' law, the buoyancy induced draught pressure difference is 
given by A p = (p amb -  p G) g  h.  This shows that any gas whose density is lower that 
the density of the ambient air can be used to simulate hot combustion gases in terms of 
buoyancy induced mass flow. Since the exact composition of the combustion gases 
arising from smouldering refuse was not known, the combustion gas was treated, in a 
first approach, as air that enters the bed at 450 °C and leaves the bed at 20 °C, which 
gives a mean temperature between inlet and outlet of 235 °C. The density of air at 
ambient pressure and 235 °C is 0.69 kg/m3 [57]. This is the density an appropriate 
substitute would be required to have, preferably at ambient temperature and thus 
ammonia gas was considered as a possible substitute having a density of 0.71 kg/m3 at 
ambient pressure and 20 °C [57].
In order to observe the ammonia gas when exiting the bed, Backscatter Absorption 
Gas Imaging (BAGI) was used. The system used was an IR-Laser based LIS GasVue 
MG-30 Laser Imaging System (see appendix for further information) operating with a 
C 02-Laser that emitted radiation at 25 individual wavelengths in the range from 
9.25 pm to 10.83 pm. The radiation was backscattered from a reflecting background 
and then received by an IRT system. Laser emission and reception of the 
backscattered radiation ran through he same optics, and thus the laser always pointed 
at the location from which the IRT system received the radiation. The functional 
principle of this gas visualisation system (GVS) is represented in Figure 3.6. In the
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case where there is an absorbing gas plume, the laser radiation is impaired and the 
gas plume could be seen as a darker area on the IRT screen. Different gases absorb 
radiation at different wavelengths and since the laser wavelength could be triggered in 
the range from 9.25 pm to 10.83 pm a total of 77 gases could be visualised. One of 
the gases that can be visualised by the GVS is ammonia (NH3) gas. Experiments have 
shown that even a very small mass flow of only 2 kg/year can be visualised.
Reflecting background
IR-Laser based gas 
visualisation system
Triggered I R-laser radiation
IR-Laser based gas 
visualisation system
Gas plume, absorbing IR radiation 
at triggered wavelength
Figure 3.6 Functional principle of the IR-Laser based gas visualisation system
A wire frame box with a wooden bottom plate, as shown in Figure 3.7 and Figure 3.8, 
was built to hold domestic refuse and thus simulate a refuse bed. The refuse used for 
this experiment was collected from the refuse bins of Fachhochschule Gelsenkirchen 
thus providing for a mixture of compounds that might also be found in household refuse 
bins. The dimensions of the bed were 0.6 m x 0.8 m with a variable height H  to 
simulate depth variations. The refuse matter could be manually compressed to 
simulate density variations. At the centre of the bottom plate a 50 mm diameter hole 
was drilled as the inlet for the ammonia gas. The ammonia gas was supplied from a 
bottle of 32% NH3-H20 solution through a hose into the bottom of the bed. The flow of 
the ammonia gas was not controlled and the content of water vapour in the ammonia
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gas could be neglected because ammonia at 20 °C vaporises at a pressure below
8.5 • 105 Pa [87] and water vaporises at a pressure below 2.3 • 103 Pa.
0.8 m
Wireframe box
Open bottle with 
NH3-H2O 
solution (32%)
< - dQ -
Hose for 
NH3-gas
IR-Laser based gas 
visualisation system
Refuse bed, variable 
height H 
Hmax 0.75 m 
Vmax 0.36 m3
Figure 3.7 Schematic diagram for the simulation of the flow of hot combustion gases 
through a domestic refuse bed with variable height H.
The hot combustion gases are substituted by NH3-gas.
Figure 3.8 Photograph of the experimental set-up.
In the foreground, the GVS can be seen.
All sides of the bed were scanned with the GVS to ensure that there was no hidden exit 
of the NH3-gas. The experimental conditions are summarised in Table 3.3 and the 
results will be presented in section 4.4.
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Table 3.3 Properties for the simulation of the fluid flow behaviour of hot combustion
gases through a domestic refuse bed
Refuse height Refuse volume Refuse density
Step 1 0.25 m 0.12 m3 79 kg/m31)
Step 2 0.50 m 0.24 m3 79 kg/m31)
Step 3 0.75 m 0.36 m3 79 kg/m311
Step 4 0.35 m 0.17 m3 169 kg/m3 21
Ambient temperature $amb, NH3-gas temperature
20 °C
Calculated mass flow rate of the NH3-gas rhNHz 7.6 kg/year3)
Calculated volume flow rate of the NH3-gas VNH 12 m3/year4)
1) Measured value of uncompressed refuse.
2) Measured value of compressed refuse. This density value corresponds to the average 
density of the German domestic refuse inside the household refuse bins [16].
3) This value was obtained by weighing the bottle with the NH3-H20  solution before and after 
the experiment.
4) Volume flow rate at ambient pressure and temperature. Calculated from the measured mass 
flow rate.
This experiment demonstrated that the substitute for the hot combustion gases tended 
to flow vertically upwards in small-scale domestic refuse beds. The next experiment 
was to extend this work to a large-scale domestic refuse bed. Whether or not the 
similarity to the buoyancy induced stack flow applies to an actual situation inside a 
refuse bed could now be evaluated by proceeding with the experiment.
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3.6 Large-scale experiment conducted in a 27 m3 batch o f domestic refuse -  
Experiment 5
As will be discussed later, the following assumptions, made within the previous chapter 
were confirmed by the foregoing experiments:
• Conduction did not significantly contribute to the heat transfer.
• Convection by the combustion gases was the only relevant heat transfer 
mechanism.
• The mass transfer of the combustion gases took place as a buoyancy forced vertical 
plug-flow.
The aim was now to show that the assumptions could be applied just as well to a 
large-scale batch of domestic refuse. Therefore, the temperature development inside 
and at the surface of a domestic refuse bed subjected to an endogenous combustion at 
the bottom was measured. In order to achieve most authentic conditions, average 
refuse in terms that described in section 2.1, was used for this experiment.
The refuse was provided by the authorities of the domestic refuse incineration plant 
“RZR Herten”, Germany. A 2 m x 2.3 m x 6.5 m container, as shown in Figure 3.9 and 
Figure 3.10 was used to store the refuse during the experiment. The container depth of 
2 m allowed for an artificial smouldering combustion at a realistic depth.
At the centre of the container bottom, a hole of approximately 20 cm x 20 cm had been 
cut. The hole was covered by a metal sheet containing approximately 225 small holes 
(0  6 mm) as shown in Figure 3.12. Through these holes, the necessary ignition could 
be applied to the bed by using a standard propane gas ring burner with a maximum 
heat output of 20 kW. The burner was turned off immediately after ignition was 
achieved. Figure 3.9 presents a photograph and Figure 3.10 a sketch of the entire 
set-up.
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Figure 3.9 Set-up of the refuse experiment
Contact thermometer
/ /* / / /
27 m3 —
refuse —
batch —
12,330 kg E E
\  . = /
Propane gas burner, 
for ignition only
7
Long-wave IR-Thermography system 
Short-wave IR-Thermography system
Type K thermocouples
Figure 3.10 Schematic diagram of the refuse experiment
Data logger with 
signal conditioner
PC system with 
data storage
i X ] -------------------Propane
Temperature measurement inside the refuse bed was achieved by twenty Thermocoax 
2ABI30/4000/TI/D/2AB35/6m stainless steel sheath type K thermocouples supported 
by a stainless steel beam (see appendix for further detail). A detail of a thermocouple 
and the fixture to the beam is shown in Figure 3.11. The beam was welded to the
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container bottom, as shown in Figure 3.12. The temperature sensitive tips of the 
thermocouples were vertically aligned above the perforated ignition plate. Thus, the 
temperature distribution inside the bed was measured one-dimensionally in the 
direction in which the combustion was expected to proceed, i.e. vertically upwards.
100
1x45*
^ 7 7 7 y 7 .7 7 7 7  
r7 7 /7"77'-777"X
Thermocoax
2ABI30/4000/TI/D/2AB35/6m 
Typ K Thermocouple
Figure 3.11 Detail of a thermocouple and its fixture to the stainless steel beam
To keep the risk of thermal damage to a minimum, the stainless steel sheath of these 
thermocouples had a length of 400 cm. In order to safeguard against mechanical 
damage, thermocouples with a diameter of 4 mm were used which were additionally 
protected by placing them inside a stainless steel tube. Only the temperature sensitive 
tip was not covered. All thermocouples were connected to the data logger/PC-system.
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Figure 3.12 Photographs of the perforated plate at the container bottom and the 
stainless steel beam, supporting the 20 thermocouples, welded to the 
container bottom
The refuse batch was prepared from a mix of several deliveries of the day so as to 
avoid any accumulation of a single type of material. According to the authorities of the 
plant that provided the refuse [51], the refuse had an average net calorific value of 
11 MJ/kg and a water content of approximately 15 %. Using a mobile crane, 12,330 kg 
of refuse were loaded into the container, as presented by the sequence in Figure 3.13. 
Due to the presence of the thermocouple beam, the void fraction distribution may have 
been affected in this area. In order to keep this effect to a minimum, the refuse was 
carefully arranged around the beam and between the thermocouples, see Figure 3.13.
“TrT
Figure 3.13 Filling of the refuse container
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After the container has been filled to a depth of 2.05 m, it was transported from the 
refuse delivery locations to where the experiment was to take place. Due to the 
transport, the refuse became compressed and the height of the bed decreased from 
2.05 m to 1.85 m, representing in a volume decrease of approximately 3 m3. The refuse 
batch then had a calculated overall density inside the container of approximately 
446 kg/m3. Following section 2.4 and Table 2.1, the calculated void fraction value then 
\s\\) = 0.53, which corresponds to the lowest void fraction value of the shavings used 
during the previous experiments.
During this experiment, two different IRT systems were used. In addition to the IRT 
system described in section 3.2, measuring in the short-wave range from 3 pm to 
5.4 pm, another IRT system, measuring in the long-wave range from 7.5 pm to 13 pm 
was also used. Both systems were placed on top of a scaffolding next to the refuse 
container, resulting in a measuring distance of 5 m, as shown in Figure 3.9. Whether or 
not the temperature measurement of this specific surface spot is accurate depends on 
the emissivity of the measured particle. A compromise had to be found due to the large 
variety of materials involved. Comparative measurements using an Ahlborn THERM 
2285-2 contact thermometer have shown that a representative emissivity of 0.95 could 
be used.
At the beginning of the experiment, the bed was ignited via the perforated bottom plate 
using a propane gas burner that supplied a 7.5 kW flame. The burner was turned off 
immediately after ignition of the refuse, which took about three minutes, when light blue 
smoke exited the surface of the bed. After that, the entire system was left to itself and 
the combustion proceeded. The holes in the perforated plate where not covered after 
ignition, creating a natural chimney effect that will be discussed later. The temperatures 
inside and at the surface of the bed were recorded every two minutes. After 72 
minutes, the experiment had to be aborted due to heavy smoke emission, see Figure
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3.14, when combustion had proceeded to within approximately 140 cm of the surface 
of the bed. The results will be presented in section 4.5.
Figure 3.14 Heavy smoke and mist emission from the refuse surface after 70 
minutes. The experiment had to be aborted two minutes later.
Since during this experiment the combustion could not proceed up to the surface, a set 
of three additional experiments were conducted in beds of wood chips that could be 
combusted until flashover occurred, without the problem of harmful smoke being 
generated.
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3.7 Intermediate-scale experiments using wood chips -  Experiment 6
The objective of this final set of experiments was to observe the temperature 
distribution inside and at the surface of a packed bed, from the beginning of the 
smouldering combustion to the flashover at the surface at the end. In order to produce 
a combustion but without generating harmful smoke, wood chips were used to 
substitute for the refuse. The wood chips were stored inside a barrel during the 
combustion process instead of the larger refuse container but the general set-up 
corresponds to that of the previous experiment, as can be seen in Figure 3.15 and 
Figure 3.16.
Figure 3.15 Set-up of the wood chips experiments
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Propane gas burner,- 
for ignition only -C Propane
Type K thermocouplesContact thermometer
Data logger with 
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data storage
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0.22 m3 
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Figure 3.16 Schematic diagram of the wood chips experiments
The barrel was filled with <100 mm particles of sieved wood chips. Such a bed had 
nearly the same void fraction (n/ = 0.64), particle density (p » 700 kg/m3) and water 
content (w = 0.15) as domestic refuse and could thus be used as a substitute in terms 
of heat transfer parameters. To minimise the influence on the void fraction distribution 
of the thermocouple beam, the wood chips were carefully arranged around the beam 
and between the thermocouples.
At the centre of the bottom of the 0.22 m3 (0  58 cm x 85 cm) barrel, 25 0  4 mm holes 
were drilled in a 15 cm x 15 cm area. Through these holes, the necessary ignition 
energy could be transferred to the bed of wood chips by the propane gas burner placed 
underneath the barrel. The ignition phase with the gas burner required approximately 
10 minutes. After that, the self-propagating endogenous smouldering combustion could 
proceed towards the surface. For the temperature measurements inside the bed, the 
thermocouple beam from the previous experiment was used. The temperature 
sensitive tips of the thermocouples were again placed vertically above the holes in the
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bottom of the barrel. The thermocouple beam was attached to the barrel. Thus, the 
temperature distribution inside the bed was measured one-dimensionally in the 
direction in which the combustion was expected to proceed, i.e. vertically upwards. All 
bed temperatures were recorded every 2 minutes by the data logger/PC-System.
Since during the previous experiment, the long-wave IRT system proved to achieve 
more accurate measurements during the phase of smoke and mist emission at the 
surface of the bed, only the long-wave IRT system was used for the measurements of 
the surface temperature. The measuring distance was 1.2 m. Comparative 
measurements with a contact thermometer showed an emissivity of 0.95.
Flashover took place at the surface of the bed 390 to 417 minutes after first ignition had 
been achieved. In contrast to the refuse experiment, where the flashover could not be 
achieved, this set of experiments allowed for the observation of the surface 
temperature distribution and the flashover. The results of these experiments will be 
described in section 4.6.
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C h a pter  4
Ex p e r im e n ta l  R esu lts
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4 Exper im en ta l  Results
The experiments are detailed in the same sequence as in the previous chapter.
4.1 Temperature profiles in a shavings bed undergoing self-ignition -  
Experiment 1
The objective of the first set of experiments was to determine the conditions under 
which self-ignition of shavings soaked in linseed oil -  as an example for an 
endogenous combustion - would occur. The results of the six individual experiments, 
as previously explained in section 3.2, are summarised in Table 4.1.
Table 4.1 Results of the experiments to determine the conditions under which self­
ignition of shavings soaked in linseed oil occurs
Test Particle size 
mm
Mass ratio:
linseed
oil/shavings
Time after 
maximum 
temperature was 
achieved
Maximum temperature of the 
oil soaked nest
in the middle at the top 
surface
1 1.0-2.0 30 g /50  g 255 minutes 105 °C 155 °C
2 1.0-2.0 50 g /50  g 225 minutes 110 °C 162 °C
3 1.0-2.0 80 g /50  g 375 minutes 140 °C 190 °C
4 0 .5 -1 30 g / 50 g 228 minutes 110 °C 170 °C
5 0 .5 -1 50 g /50  g 228 minutes 130 °C 195 °C
6 0 .5 -1 80 g / 50 g 555 minutes 380 °C 11 280 °C ’>
1) for test 6, data acquisition was stopped due to combustion
During tests 1 to 5, only self-heating was observed. These tests were characterised by 
start-up times of 150 to 200 minutes, followed by an exponential temperature increase 
as auto-oxidation developed inside the linseed oil soaked nest of shavings. The 
maximum temperatures achieved during these tests were in the range from 150 to 
200 °C and thus insufficient for ignition. As an example, the temperature development 
in time of test 2 is presented in Figure 4.1. Because insufficient production of heat had 
occurred, the temperature rise was too small for ignition to occur. This can be put down 
to either a lack of oxidator (linseed oil) or a lack of oxidant (atmospheric oxygen). For 
tests 1 to 3 this can be explained by the specific surface area of the 1.0 to 2.0 mm
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shavings being too low . During the tests 4 and 5, the specific surface area had been 
increased by using shavings of 0.5 to 1.0 mm, but the amount of linseed oil of max. 
50 g did not seem to be sufficient.
200 i •upper nest surface 
-centre of the nest150 -
100  -
50 -
Time / h
Figure 4.1 Temperature curves of a self-ignition process of 50 g linseed oil mixed with 
50 g shavings with a particle size of 1.0 - 2.0 mm, test 2.
The mixture is covered with shavings of 1.0 - 8.0 mm particle size.
For test 6, during which ignition was achieved, the smaller shavings had been mixed 
with 80 g of linseed oil. In this case, both oxidant and oxidator were present in sufficient 
proportions for an appropriate production of heat that led to ignition of the shavings, as 
shown in Figure 4.2. This mixture of 80 g of linseed oil with 50 g of 0.5 to 1 mm size 
wood shavings was used as an endogenous ignition source in a bed of 1000 g of 1.0 to
2.0 mm wood shavings as described in section 3.2.
400 i • upper nest surface 
- centre of the nest300 -
200 -
100 •
Time /  h
Figure 4.2 Temperature curves of a self-ignition process of 80 g linseed oil mixed with 
50 g shavings with a particle size of 0.5 -1 .0  mm.
The mixture is covered with shavings of 1.0 - 8.0 mm particle size.
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The variation of temperature with time at various positions inside the heap of shavings 
undergoing self-ignition, as illustrated in Figure 3.2, is presented in Figure 4.3. The 
ignition temperature of 350 °C was reached after 360 minutes at the top of the linseed 
oil soaked core. At this time, the temperature difference between the top of the linseed 
oil soaked core at 45 mm and the surface of the entire heap at 120 mm reached its 
maximum value of 200 K. This suggests that up to this point, heat transfer was 
principally by conduction but to a very low extent. After ignition had been achieved, the 
surface temperature increased more rapidly and the temperature differences between 
that position and the top of the core became less. This showed that the thermal 
resistance had decreased, which can only be explained by convection, i.e. more 
effective heat transfer, resulting from the combustion gases. After 390 minutes the 
entire heap underwent smouldering combustion and the core temperature, where the 
material had been almost totally combusted away, fell below the surface temperature.
Surface level
500 ■
450 ■
390 min
400 ■ 370 min
350 360 min
p 300 •
2
2  250 • oQ.
£  20 0 -
350 min
340 min 
 -------- 330 min150 ■
300 min
100 270 min
240 min 
0 min
45 60 75 90 105 120
Radius r /m m
Figure 4.3 Measured temperature distribution with time along the radial axis r at the
surface and inside the hemispherical shaped heap of shavings illustrated in 
Figure 3.2 and Figure 3.3 with endogenous self-ignition inside the core of 
the heap
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The hemispherical shape of the heap would be expected to exhibit a quite uniform 
temperature field inside and at the surface as long as conduction and radiation 
accounted for the heat transfer. At the surface, where the temperature distribution was 
measured using the IRT system, such a uniform distribution was observed as long as 
combustion did not take place. Since the temperatures inside the heap have been 
measured only vertically along the vertical radial axis, no direct conclusions on the 
internal temperature distribution could be made. When combustion arose, the 
maximum surface temperature always occurred vertically above the oil soaked core 
where the exiting combustion gases became apparent due to the associated light 
smoke. This situation suggested that, at least inside almost homogeneous packed 
beds, the combustion gases tend to flow directly upwards and indicates a buoyancy 
forced gas flow.
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4.2 Temperature profiles in a shavings bed subjected to an electrical heat 
source -  Experiment 2
The results of Experiment 1 described in section 4.1 suggested that inside packed
beds heat is more effectively transferred by convection, at least when combustion
occurs. In order to qualitatively confirm this suggestion, this second set of experiments
was conducted. Heaps of shavings with different void fractions were subjected to
heating by an electrical heat source, as described in section 3.3. The temperature of
the heat source was set in different experiments to individual temperatures of
approximately 100 °C and 250 °C so as not to exceed the ignition temperature of the
shavings, and to 350 °C when combustion was achieved. The experimental results are
summarised in Table 4.2.
Table 4.2 The surface temperature of heaps of wood shavings subjected to an 
internal heat source at the bottom
Void fraction of 
the shavings
Particle size 
mm
Heat source 
temperature
Maximum surface 
temperature
0.58 <0.5 100 °C 23.6 °C
0.58 <0.5 258 °C 30.8 °C
0.58 <0.5 350 °C Combustion
0.71 0 .5 -1 105 °C 23.5 °C
0.71 0 .5 -1 251 °C 29.6 °C
0.71 0 .5 -1 350 °C Combustion
0.81 1 - 2 104 °C 23.3 °C
0.81 1 - 2 253 °C 28.3 °C
0.81 1 -2 350 °C Combustion
Figure 4.4 shows the development of the surface temperatures of the heaps versus
time. At a heat source temperature of $Hs = 100 °C, the surface temperature
distribution was uniform and had the same values for all void fractions. At a heat
source temperature of &Hs = 250 °C, the surface temperature was uniform as well, but
increased with decreasing void fraction. This suggested that below ignition
temperature, the heat was exclusively transferred by conduction, which became more
effective with decreasing void fraction. At a heat source temperature of $Hs = 350 °C
the shavings ignited after 30 minutes. During the first 30 minutes, the surface
temperature development suggested heat transfer by conduction. After 30 minutes, the
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surface temperature distribution behaved in a different way with small areas of higher 
surface temperatures apparent. This can be attributed to a small degree to the growing 
combustion area with time, but more importantly to the convection produced by the 
combustion gases produced. This effect increases with increasing void fraction.
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Figure 4.4 Measured maximum surface temperatures versus time of a hemispherical 
shaped shavings bed of different porosities iy. The bed covers an internal 
electrical heat source at different temperatures $Hs- 
The heat source temperature is constant after a start-up time of 10 minutes.
The results suggest that a low void fraction is favourable for heat transfer by 
conduction, whereas a better heat transfer by convection can be achieved with a higher 
void fraction. Conduction hardly has any influence on the surface temperature 
distribution but convection does in a considerable way. The same must consequently 
apply to the temperature distribution inside the bed. An example of the temperature 
variation throughout the bed is presented in Figure 4.5 for a heat source temperature 
of $hs = 200 °C. Here, steady state conditions have been achieved after 240 minutes of 
heating. The determined isotherms ran almost equidistant to the heat source, showing 
that heat transfer was due to conduction.
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Isotherms Grid of
thermocouples
Shavings heap
0 .5 -1 .0  mm (iy = 0.71) All temperature values in °C
Electric heater
Figure 4.5 Measured temperature distribution inside a hemispherical heap of shavings 
(0.5 -1 .0  mm, = 0.71) subjected to an internal heat source (202 °C) at 
the bottom under steady state conditions after 240 minutes
At a heat source temperature of $Hs = 350 °C, when combustion occurred, a different 
situation was observed. Figure 4.6 shows the situation 25 minutes after ignition. The 
isotherms do not run equidistant to the heat source. Their more elliptical form suggests 
that there is convection by combustion gases, which transfer heat vertically through the 
heap towards its surface.
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Figure 4.6 Measured temperature distribution inside a hemispherical heap of shavings 
(0.5 -1 .0  mm, vy = 0.71) subjected to an endogenous combustion at the 
bottom approximately 25 minutes after ignition was achieved
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4.3 Comparison o f the heat transfer by conduction w ith that by convection -  
Experiment 3
All experimental results so far indicated that the gaseous combustion products 
augmented the heat transfer inside packed beds very effectively. To further confirm 
this, another experiment was conducted. The heat transfer from a heat source emitting 
hot combustion gases -  for which smouldering wood shavings were used -  was 
compared to that of a electrically heated source not emitting hot gases. Both of these 
localised heat sources were covered by fine glasswool that simulated the packed bed 
without participating in the combustion.
Figure 4.7 shows the variation with time of the temperature of the heat source and the 
surface temperature of the covering layer of 8 cm of glasswool. With only electrical 
heating, the measured temperature within a 2 cm x 2 cm surface area vertical above 
the heat source increased up to an average value of 72 °C and a maximum value of 
79 °C.
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Figure 4.7 Measured temperature distribution with time for a representative surface
area ( 2 x 2  cm2) of an 8 cm thick layer of fine glasswool (vp = 0.98) covering 
a heat source which is either an electric heater or smouldering shavings
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When heating was produced by the combustion of wood shavings, the surface 
temperature increased more rapidly and reached an average value of 94 °C and a 
maximum value of 102 °C. Since the development of the heat source temperature was 
the same for both experiments, the more rapid temperature response and the higher 
temperatures can only be explained by convective heat transfer. After 10 minutes, most 
of the shavings had burnt away and the production of combustion gases ceased. The 
temperatures then dropped to the steady-state temperature level of the experiment 
without shavings. The indicated temperature difference of 2 K may be attributed to 
residues of the shavings remaining on the heating element as an insulating layer.
The experiment was repeated using a 16 cm glasswool layer. The results are shown in 
Figure 4.8. Again, when shaving were combusted, the speed of response was 
increased by the contribution of convection of the combustion gas to the overall heat
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Figure 4.8 Measured temperature distribution with time for a representative surface 
area ( 2 x 2  cm2) of an 16 cm thick layer of fine glasswool (i|/ = 0.98) 
covering a heat source which is either an electric heater or smouldering 
shavings
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transfer under otherwise similar conditions. Compared to the previous experiment, the 
speed of response and the surface temperatures were lower. This must be attributed to 
the doubled thickness of the glasswool layer. However, the overall result corresponds 
to that of the previous experiment with the thinner layer of glasswool.
IR-Thermograms of the glasswool surface were also obtained. Figure 4.9 shows a 
corresponding temperature distribution at the surface of the 8 cm glasswool layer with 
the electrical heater as heat source at 450 °C, 10 minutes after it had been switched 
on. A uniform temperature distribution can be seen. A different situation can be seen in 
Figure 4.10 which is the IR-Thermogram when smouldering shavings were used as the 
heat source. The IR-Thermogram had again been taken 10 minutes after the beginning 
of the experiment, when the heater had already been switched off. The shavings had 
been ignited by then and had reached the above mentioned temperature of 450 °C.
The observed surface temperature was higher and the temperature distribution was 
less uniform compared with the experiment using only an electrical heat source. The 
clearly distinguishable hot spot at 101.2 °C in Figure 4.10 appeared vertically above the 
smouldering shavings. This was due to the hot combustion gases, which produced a 
yellow discoloured area where they exited the glasswool layer.
With regard to the temperature distribution of the glasswool layer surface, the same 
results were obtained from the experiments using the 16 cm glasswool layer.
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Figure 4.9 IR-Thermogram of the surface of a hemispherical shaped glasswool layer 
(r = 8 cm) with electric heater at 450 °C
127.7
112.6
Ml
Figure 4.10 IR-Thermogram of the surface of a hemispherical shaped glasswool 
layer (r = 8 cm) with smouldering shavings at 450 °C
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4.4 The flow  o f hot combustion gases through a small-scale domestic refuse 
bed -  Experiment 4
The results of Experiments 2 and 3, described in section 4.2 and 4.3, suggest that the 
surface temperature of a packed bed in which there is an embedded combustion 
source will not be significantly influenced by conduction, but much more by buoyancy 
induced convection from the hot combustion gases. To further confirm this belief, the 
fourth experiment was carried out in a small-scale domestic refuse bed with ammonia 
gas as the substitute for the gaseous combustion products.
The experimental results take the form of images, presented in Figures 4.11 to 4.14, 
obtained from the IR-Laser based gas visualisation system (GVS) described in section 
3.5. In all experiments the ammonia gas exited the bed directly vertical above the gas 
inlet, irrespectively of depth or density of the individual beds, as given in Table 3.3. The 
GVS used was very sensitive and able to detect very small mass flow rates down to 
only 2 kg/year. It was thus able to confirm that no gas exited the bed other than 
vertically above the inlet and thus collateral gas diffusion was negligible.
25 cm
NH3-gas plume 
exiting the bed
NH3-gas inlet
Figure 4.11 Visualisation of NH3-gas exiting a loosely filled (p = 79 kg/m3) domestic 
refuse bed of 25 cm depth.
The gas plume can be seen against the light background as it exits the 
bed directly above the gas inlet.
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Figure 4.12 Visualisation of NH3-gas exiting a loosely filled (p = 79 kg/m3) domestic 
refuse bed of 50 cm depth
K NH3-gas plume 
exiting the bed
Figure 4.13 Visualisation of NH3-gas exiting a loosely filled (p = 79 kg/m3) domestic 
refuse bed of 75 cm depth
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NH3-gas inlet
Figure 4.14 Visualisation of NH3-gas exiting a compressed (p = 169 kg/m3) domestic 
refuse bed of 35 cm thickness
The results of these experiments further support the belief that the flow of a hot gas 
through a heterogeneous packed bed is induced and maintained by buoyancy, in clear 
contrast to the assertions made in the literature, see section 2.4.3. This flow behaviour 
can be compared to the up draught through a chimney stack and validates the initial 
assumption of the fluid flow made in section 3.5.
The experimentally observed minimal collateral gas diffusion can be explained as 
follows:
The pressure difference Ap, that is imposed by buoyancy, induces a mass flow. 
Analogous to Ohms law, the mass flow rate is proportional to Ap and the reciprocal flow 
resistance Rc inside the individual flow channel.
m o c —
Rc
If all possible flow channels have equal cross-sectional area, their flow resistances are 
linearly proportional to their length Lc. With a constant pressure difference Ap, the mass 
flow rate through the individual channels then decreases hyperbolically with increasing 
length of the channels.
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If hot combustion gases instead of ammonia had been rising through the refuse bed, it 
must be supposed that the temperature increase over a certain surface area would be 
proportional to the mass flow rate density of the gas within this area. An increasing 
channel length would thus not only entail a lower mass flow rate but the hot gases 
would be cooled down more whilst flowing through the longer channel. The potential 
surface warming would thus in practice decrease even more than hyperbolically with 
increasing channel length. Hence, no significant hot spots would occur at the surface 
when the gas flows further aside from the ideal vertical way. A possible mass flow rate 
distribution at the surface of a packed bed is presented in Figure 4.15
Mass flow rate of the 
combustion gas at the 
surface of the bed
Gas flow channel with 
equal cross-sections but 
different lengths inside 
the packed bed
■
Source of 
endogenous combustion
Figure 4.15 Mass flow rate and temperature distribution at the surface of a packed 
bed subjected to an endogenous smouldering combustion depending on 
the flow of the combustion gas
It must be concluded from this experiment that if a hot spot is detected at the surface of 
a packed bed, the corresponding source of endogenous combustion must be almost 
vertically underneath.
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4.5 Large-scale experiment conducted in a 27 m3 batch o f domestic refuse -  
Experiment 5
All previous experiments had been, for good reason, on a small scale. To finally verify 
the previous observations, two experiments were conducted on a large-scale basis. 
Firstly, a bed of domestic refuse inside a 30 m3 container was observed, see section
3.6. Figure 4.16 presents measured temperatures versus time inside the bed of refuse.
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Figure 4.16 Temperature distribution, measured by thermocouples, in time vertically 
above the self-preserving endogenous smouldering combustion at the 
bottom of the 27 m3 domestic refuse bed
The refuse temperatures decreased rapidly up to 60 cm from the locally limited 
combustion source at the bottom of the bed. In the rest of the bed up to the surface, the 
temperature gradient is low, especially, in the layer between 65 cm and 105 cm at 
around 200 °C and in the layer between 135 cm and 185 cm at around 70 to 100 °C. 
Naturally, the curves do not run smooth because the bed was very heterogeneous and 
the thermocouples were not equally exposed to the flowing combustion gas. With
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increasing time, a higher temperature plateau and progress growth of the fire pocket 
was observed.
During the experiment, mist was emitted from the bed surface. This indicated 
condensation of the water vapour content of the combustion product gases. This would 
be expected to influence the temperature distribution in the upper layers of the bed and 
consequently the surface temperature distribution. The surface alarm temperature 
threshold of 70 °C was reached after 60 minutes.
In addition to the temperatures inside the bed, the surface temperature distribution was 
measured. A series of IR-Thermograms, showing the development of the surface 
temperature distribution with time, is presented in Figure 4.17. This clearly shows that 
the increase in surface temperature was locally limited to the area vertically above the 
combustion source. The collateral diffusion of the combustion product gases was so 
small that hot spots outside this area did not occur. The hot spot temperature was in 
the range of 65 °C to 85 °C from 40 to 70 minutes after first ignition. The fact that the 
temperature was in this range for such a long time also indicates the condensation of 
water vapour.
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Figure 4.17a IR-Thermogram, spectral range 7.5 to 13 pm, of the refuse surface, 
emissivity 0.95, 20 minutes after ignition
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Figure 4.17b IR-Thermogram of the refuse surface 30 minutes after ignition
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10,0-c
Figure 4.17c IR-Thermogram of the refuse surface 40 minutes after ignition
Figure 4.17d IR-Thermogram of the refuse surface 50 minutes after ignition
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85.0'C
10,0‘ C
Figure 4.17e IR-Thermogram of the refuse surface 60 minutes after ignition
100.0’ C v  10
10,0*C
Figure 4.18 IR-Thermogram, spectral range 7.5 pm to 13 pm, of the refuse surface, 
emissivity 0.95, 72 minutes after ignition, showing a single, very small 
hot spot at 104.6 °C
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After 72 minutes, the experiment had to be aborted due to massive smoke emission. 
The last IR-Thermogram is presented in Figure 4.18. The surface temperature profile 
along the broken line indicates a primary hot spot, positioned vertically above the 
combustion source. Two additional peaks - locally very limited - can be observed that 
have lower maximum temperatures but equal high temperature gradients of more than 
10 K/m away from them. This minor deviation from the ideal vertical gas flow is 
probably due to the heterogeneous nature of the bed. The highest mass flow rate 
through the channel apertures must have occurred at the primary hot spot with a lower 
mass flow through the collateral channels, as explained in the previous section. This 
again shows the strong influence of the length of the gas flow channels on the surface 
temperature increase.
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4.6 Intermediate-scale experiments using wood chips -  Experiment 6
Since the previous experiment could not be conducted until flashover occurred, a final 
experiment had to be conducted in a bed of wood chips that could be combusted 
without generating harmful smoke. The experiment was conducted three times under 
identical conditions, producing similar results, which further supported the results 
obtained in the refuse experiment. The results of the three experiments are presented 
in Figure 4.19 to Figure 4.21. The parameter, indicated on the curves, is the time after 
first ignition has been achieved.
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Figure 4.19 Temperature distribution vertically above the self-propagating
endogenous smouldering combustion source at the bottom of a 0.22 m3 
bed of wood particles.
The parameter indicates the time after first ignition.
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Figure 4.21 Temperature distribution vertically above the self-propagating
endogenous smouldering combustion source at the bottom of a 0.22 m3 
bed of wood particles
The temperature curves in Figure 4.19 to Figure 4.21 are smoother than those
obtained from the refuse experiment and the plateau around 65 °C to 85 °C is even
more prominent than from the results obtained in the refuse experiment. As the plateau
is below 100 °C, it is believed that the plateau is due to the condensation of water
vapour contained in the gaseous combustion products. The combustion products
contain water which exits the gaseous state at devoted temperatures, depending on
the partial pressure of the water vapour. As the combustion products cool below 85 °C
the water component condenses, releasing heat of condensation. This is believed to
have the effect of arresting the fall in temperature and producing a plateau in the
temperature profile, which can in particular be observed on the 180 minutes curves in
Figures 4.19 to 4.21. At this time the thermal effects of condensation produced a
temperature level of 85 °C in the lower layers of the beds. In Figure 4.19 in the layer
between 30 cm and 70 cm and in Figures 4.20 and 4.21 in the layers between 30 cm
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and 55 cm. Within all these layers the bed temperature gradually changes in the range 
of what is believed to be the dew point temperature. Once the major part of the water 
vapour has condensed in the lower parts of the bed, the water vapour content and 
simultaneously the dew point temperature decreases and the temperature of the 
remaining gases and hence that of the solid can continue to fall as the surface is 
approached. The calculation and discussion of the dew point temperature will be done 
in detail in section 5.3.
As the combustion front propagates towards the surface, condensed moisture will 
re-vaporise, requiring heat of evaporation. The condensation zone is consequently 
moved progressively closer to the surface and with it the temperature plateau. This 
phenomenon thus has an important effect on the surface temperature of the bed and 
the attainment of the critical temperature of 70 °C for the IRT systems.
After 240 to 260 minutes, the condensation zones had reached the surface and there 
allowed the temperature to rise high enough for the IRT alarm temperature to be 
exceeded. The lower limit of the condensation zone also shifts towards the surface due 
to the re-evaporation inside the bottom layers of the bed. Not all the water vapour 
condensed inside the bed and the remaining vapour tended to condense on exiting the 
bed, leaving traces of mist -  a further indicator of an endogenous combustion process 
below the surface of the bed. The condensing water vapour and a partly soaked wood 
chip at the surface of the bed is presented in Figure 4.22, showing that these effects at 
the surface are very localised.
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Figure 4.22 Partly soaked particle and mist emission from the surface of the bed of 
wood chips
After 344 to 371 minutes, all points within the bed above the combustion source were 
above 100 °C and hence water only existed in the vapour phase. The restraining 
effects on the development of the temperature profile, caused by phase-changes 
involving water, were thus removed beyond this point in time. Heat transfer thus took 
place without phase-changes as though only a permanent gas was present. It could 
also be observed that beyond this point in time the mist emission ceased at the surface 
of the bed. The surface temperature then increased rapidly and after 390 to 417 
minutes flashover took place, which had not been achieved during the refuse 
experiment.
As the combustion burnt away the wood chips in the bottom part of the beds, the wood 
chips levels inside the barrel decreased with time. In order to keep all eight 
thermocouples covered, wood chips were filled into the barrel during the conduction of 
the first experiment. Unfortunately, this resulted in IR-Thermograms that were not 
representative because the additional wood chips, repetitively added to the surface of 
the bed, had ambient temperature and did thus cover the warm bed surface with a 
cooler layer. During the second and third experiment, wood chips were not added and 
thus the surface level of the bed decreased in time. This can be observed from the
series of IR-Thermograms from the second and third experiment presented in Figure 
4.23 and Figure 4.24, respectively, together with the development of the temperature 
distribution at the surface of the beds.
5Q.0*C50
L  20 
20.0'C
Figure 4.23a IR-Thermogram, spectral range 7.5 jim to 13 |im, of the wood particle 
surface, emissivity 0.95, 120 minutes after ignition at the bottom.
This series of IR-Thermogram was taken during the second experiment.
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Figure 4.23b IR-Thermogram of the wood particle surface 180 minutes after ignition
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Figure 4.23c IR-Thermogram of the wood particle surface 240 minutes after ignition
Figure 4.23d IR-Thermogram of the wood particle surface 300 minutes after ignition
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Figure 4.23e IR-Thermogram of the wood particle surface 360 minutes after ignition
Figure 4.23f IR-Thermogram of the wood particle surface 390 minutes after ignition. 
This was the moment when the flashover took place.
A series of IR-Thermograms of the third experiment is presented in Figure 4.24. The 
same time steps have been used as for the previous series.
Figure 4.24a IR-Thermogram, spectral range 7.5 pm to 13 pm, of the wood particle 
surface, emissivity 0.95, 120 minutes after ignition at the bottom.
This series of IR-Thermogram was taken during the third experiment.
Figure 4.24b IR-Thermogram of the wood particle surface 180 minutes after ignition
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Figure 4.24c IR-Thermogram of the wood particle surface 240 minutes after ignition
15.0'C
Figure 4.24d IR-Thermogram of the wood particle surface 300 minutes after ignition
Figure 4.24e IR-Thermogram of the wood particle surface 360 minutes after ignition
Both series of IR-Thermograms, presented in Figure 4.23 and Figure 4.24, suggest that 
the surface temperature distribution of both beds is affected 120 minutes after ignition 
at the bottom of the bed was achieved. It can also be observed that the outer radial 
zones of the bed are affected by heat transfer as well. This is due to the distortion of 
the void fraction distribution near to the boundaries of the beds, as explained in section
2.4.2.1.
Nevertheless, the developments of the surface temperature distributions were not 
uniform and the highest temperatures could always be observed vertically above the 
combustion source, suggesting that the main heat transfer took place by buoyancy 
forced convection of the gaseous combustion products.
The series of IR-Thermograms also show that there was a restraining effect by
condensation and re-evaporation on the development of the surface temperatures
which becomes apparent from Figure 4.25 as well, which shows the measured
maximum surface temperature of the wood particles bed versus time of the third
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experiment. A similar result was also obtained from the second experiment. From 200 
minutes to 355 minutes after ignition, the phase-changes kept the surface temperature 
within the range of 65 °C to 85 °C and thus in the range of the 70 °C IRT alarm 
threshold. 55 minutes before flashover, the zone of water condensation/evaporation 
had moved through the bed and from this time on, the surface temperature increased 
rapidly until flashover took place.
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Figure 4.25 Maximum measured surface temperature of the bed versus time.
Condensation and re-evaporation keep the surface temperature in the 
range of 65 °C to 85 °C from 200 to 355 minutes. Beyond the point the 
bed becomes dried, the temperature increases rapidly and the flashover 
occurs at 410 minutes.
The rapid temperature increase at the surface as the point of flashover approached can 
be seen in the series of IR-Thermograms taken during the last ten minutes of the third 
experiment, presented in Figure 4.26. The size of the hot spot does not appear to 
significantly increase until the flashover took place.
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Figure 4.26a IR-Thermogram, spectral range 7.5 jim to 13 pm, of the wood particle 
surface, emissivity 0.95, 400 minutes after ignition at the bottom.
This series of IR-Thermograms was taken during the third experiment.
Figure 4.26b IR-Thermogram of the wood particle surface 405 minutes after ignition
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Figure 4.26c IR-Thermogram of the wood particle surface 410 minutes after ignition. 
At this time the fiashover at the surface has already taken place.
Figure 4.27 presents an IR-Thermogram of the third experiment, taken 390 minutes 
after ignition, i.e. 20 minutes before fiashover. From this, a 0.5 cm2 hot spot at 186.5 °C 
is evident directly above the smouldering combustion. The indicated temperature 
profile exhibits that the hot spot is very small with steep temperature gradients away 
from it. It also indicates that the temperature level of the surface has already exceeded 
ambient temperature and was in a range of 45 °C to 75 °C where no hot spots 
appeared. The secondary peaks on the temperature profile suggest minimal collateral 
gas diffusion. The very small primary hot spot and its appearance vertically above the 
endogenous source of combustion further support the results obtained from the refuse 
experiment. A similar result could also be obtained from the hot spot in the 
IR-Thermogram presented in Figure 4.23e which was taken 30 minutes before 
fiashover.
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Figure 4.27 IR-Thermogram, spectral range 7.5 pm to 13 pm, of the wood particles 
surface, emissivity 0.95, 390 minutes after ignition.
The thermogram shows a single, very small hot spot and the 
temperature profile along the dotted line shows surface temperature 
gradients of more than 10 K/cm.
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5 D iscussion
5.1 Experimental procedures
Two main problems had to be overcome in designing the experimental procedures:
1. The primary sets of laboratory experiments had to be chosen not to be conducted in 
domestic refuse beds for safety reasons, hence either
a) the refuse had to be substituted by wooden particles when the experiments 
involved combustion or
b) the combustion product gases had to be substituted when refuse was used as 
the bed material.
2. When the large bed of refuse and the smaller beds of wood particles were 
combusted, the correct measurement of the temperature distribution inside and at 
the surface of these beds was problematic.
5.1.1 The substitution of domestic refuse and combustion gases
The results obtained from Experiment 2, sections 3.3 and 4.2, suggested that heat 
transfer in packed beds subjected to only an endogenous heat source is much less 
effective compared to the heat transfer in such beds involving an endogenous source 
of combustion. Along with the higher temperatures that occur when combustion is 
involved, the main contribution to the more effective heat transfer must be attributed to 
convection arising from combustion product gases.
In Experiment 4, described in section 3.5, the buoyancy driven flow of hot gaseous
combustion products through a bed consisting of domestic refuse was investigated.
Since the buoyancy induced pressure difference of a gaseous component rising
through a packed bed only depends on density differences and not on temperatures,
the experiment was conducted using ammonia gas at ambient temperature as a
substitute for the hot combustion product gases. In a first approach the combustion gas
was treated as air that enters the bed at 450 °C and leaves the bed at 20 °C. The
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density value of air at the arithmetic mean temperature of 235 °C was 0.69 kg/m3 [57] 
and the ammonia gas had a density of 0.71 kg/m3 [57] at ambient temperature.
In order to validate the use of ammonia gas as a substitute for combustion product 
gases, the individual buoyancy induced draught pressure differences Ap must be 
determined. Applying A rchim edes ' law, Ap = (p amb -  p Huid) g  H , the ratio of the
buoyancy induced draught pressure differences of two different fluids can be obtained.
Comparing hot air with ammonia gas at ambient temperature, flowing under otherwise
identical conditions, i.e. equal densities of the ambient air p amb, and equal height H,
the ratio is given by
APnh2 _  (P a m b  ~  P nh3)
^ P a ir  ( Pam b ~  P a ir  )
Employing pamb = 1.188 kg/m3, p NHz = 0.71 kg/m3 and pair = 0.69 kg/m3, the ratio of the 
buoyancy induced draught pressure differences of ammonia gas and hot air is 0.94.
The buoyancy induced draught pressure differences of ammonia gas was 6% lower 
than that of the combustion gas/air. During an actual combustion process, the 
combustion gas would thus even more tend to flow vertically upwards than the 
ammonia gas during the experiment. In addition, the combustion gas will exit the bed 
with increasing temperature as time goes by, which is clearly shown by the results of 
the wood chips experiment as described in section 4.6. Thus, Ap will increase with time 
for combustion in a refuse bed, whereas Ap of the ammonia gas during the experiment 
was constant. By this, the use of ammonia gas as a substitute for the hot combustion 
product gases could be justified because, if the buoyancy effects occurred using 
ammonia gas, they certainly occur with hot combustion gases.
In order to compare the mass flow rates of ammonia gas and combustion gas/air when
flowing through a packed bed under similar conditions, the buoyancy induced draught
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pressure difference must be further investigated. The buoyancy is entirely used to 
overcome all pressure losses during the flow, which can initially be derived from the 
first law of thermodynamics for the steady-state flow of a fluid through an open system 
between condition 1 and condition 2:
Therein q12 is the heat transfer into or away from the system, wt12 is the technical work 
applied to or leaving the system, h is the mass specific enthalpy, C the fluid velocity 
and z the geodetic height.
Combining the first and second law of thermodynamics, changes in mass specific 
entropy s can be related to the heat energy and the dissipation energy j. The following 
equation applies to a process for a one-component system in which a fluid flow is 
assumed to take place between condition 1 and condition 2.
2 2
(5.1)
(5.2)
Inserting (5.1) in (5.2) gives
(5.3)
and after integration
1 1 /  \w«2 = ------- (P2 -P i)+«(C f - C f j+ g ( z 2 -z ,)+ y 12P Fin iri F-PFIuid
(5.4)
Assuming wt12 = 0, Eqn. (5.4) can be written in the form of the Bernoulli equation with 
friction losses
Figure 5.1 shows a fluid flow between the conditions "0" and "amb", representing a 
buoyancy induced fluid flow through a packed bed based on the assumption that the 
fluid flows through a virtual stack inside the packed bed.
amb out amb
Particulate bed Particulate bed
Virtual stack v, 
inside the bed; 
Cross sectional, 
area A stack
Assumptions:
Co -  Camb ~ 0 
PFIuid COnst.
Pamb COnst.
Astack COnst.
Cjn Cout const.
&Fluid ~  « 9 a m b  — COnst.
Figure 5.1 Assumed buoyancy induced fluid flow through a particulate bed, starting at 
"0" and ending at "amb".
The gas is assumed to flow with constant properties through a virtual stack 
inside the particulate bed.
Based on Figure 5.1, Eqn. (5.5) from "0" to "amb" gives 
+ ^ C 02 + gz0 = -  + ic | m6 + gzmb + j 0_smb.
PFIuid PFIuid *■
(5.6)
The pressure at z = 0 is given by
Po —  Pamb Pam b 9  ^ (5.7)
and consideration of the above assumptions, (5.7) can be written as
Pamb , Pam b u  _  Pamb . ~  i_i  ,  ; +  g n    + g h  + y0_
PFIuid PFIuid PFIuid
amb
i p  amb PFIuid ) 9  H  PFIuid Jo- amb (5.8)
The first term of Eqn. (5.8) is the buoyancy induced pressure difference and the second 
term represents the pressure losses due to friction between condition "0" and "amb".
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Thus, the entire pressure difference is used to overcome the friction losses, which is 
valid for all buoyancy induced stack flows. The friction losses can also be described in 
the form of
wherein C x.y is the average fluid flow velocity between the individual conditions "x" and 
"y" on the way of the fluid from “0” to “amb”. ^denotes the velocity independent friction 
loss parameter.
Assuming that the flow starts at "0" with C0 = 0 and ends at "amb" with Camb = 0 and 
further assumption of linear fluid acceleration from "0" to "in" and from "out" to "amb", it 
follows that
Co-in = 2 (Co + Cin ) = —Cin ,
analogously
—  1 1 1
Cout-amb ~  7^(C out C amb )  — ~ ^ C QUi — — C jn
and finally
(5.9)
Combining (5.8) and (5.9) gives
(5.10)
The mass flow rate then can be derived using
C (5.11)
and
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that gives
™ in =
i p  amb PFIuid ) 9  ^
PFIuid f V  , a.—/ '2 I 4 Q~'n 'n~ou* 4 out~amb
PFIuid ^stack (5.12)
This shows that the mass flow rate through a stack is entirely controlled by buoyancy 
and friction losses. Using Eqn. (5.12), the ratio of the mass flow rates of the 
combustion gas/air and ammonia gas can be obtained. When flowing under otherwise 
equal conditions, the mass flow ratio of the ammonia gas and the combustion gas is 
given by
mh1nh3 _
( Pam b P n h ,  )
P n h ,
P n h ,
m ln i p  amb P a i r )
P a ir
P a ir
Employing pamb =1.188 kg/m3, p m,5 = 0.71 kg/m3 and pair = 0.69 kg/m3, the ratio of the
mass flow rates of ammonia gas and combustion gas/air is 0.99. The ratios of both, the 
buoyancy induced draught pressure difference and the mass flow rates of ammonia 
gas and combustion gas are close to a value of 1, showing that during Experiment 4 
the ammonia gas could be assumed to behave like the combustion product gases.
To use wood particles to substitute domestic refuse was initially suggested in section
3.1, where it was shown that the main characteristics, i.e. void fraction, particle density 
and thermal conductivity, of beds of refuse correspond to that of beds of wood chips. 
The results obtained from Experiments 5 and 6, as presented in sections 4.5 and 4.6, 
show qualitatively good agreement. Although the speed in which the temperature 
distribution of the bed is affected by the combustion product gases during Experiment 5 
differs from that of Experiment 6, there is still good agreement of the way in which the 
temperature distribution is affected. In particular, the temperature of the source of 
combustion and thus the initial temperature of the combustion product gases 
corresponded at a level of approximately 810 °C during the refuse experiment and
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approximately 800 °C during the wood chips experiment. The differences that occurred 
during the development of the bed temperatures below 200 °C can, as explained in 
sections 4.5 and 4.6, be attributed to the less varying particle size distribution in the 
wood chips experiment. All in all, the results of Experiments 5 and 6 suggested that the 
substitution of the refuse by wood particles was appropriate.
5.1.2 Temperature measurements
In Experiments 5 and 6 a number of problems had to be overcome in order to ensure 
the validity of the temperature measurements made. Concerns about the experimental 
conditions and design were
a) the influence of the thermocouple support beam on the void fraction distribution 
inside the beds of refuse and wood chips,
b) the conduction of heat along the thermocouples,
c) the emissivity value of the bed surface and
d) the ignition of the bed material by the propane gas burner.
A regular void fraction distribution was achieved by careful arrangement of the refuse 
and the wood chips around the thermocouple support beam and between the 
thermocouples. That this effort has been successful and the major part of the 
combustion gas had thus flowed through the bed and not along the beam can be seen 
from the location of the hot spot indicated on Figure 4.18. This appears not directly at 
the beam which would have occurred if the flow of gases had been affected by its 
presence, but instead a few centimetres to one side, vertically above the combustion 
source. Convection along the beam could thus be excluded.
Conduction along the beam was minimised by constructing it using stainless steel,
having a relatively low thermal conductivity and a cross-sectional area of only 116 mm2.
Figure 4.17e shows that the indicated beam temperature of 47 °C was far below the
hot spot temperature and even below the IRT surface alarm threshold temperature of
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70 °C. Even if the beam had been heated to a higher temperature, the influence on the 
measurement of the bed temperatures by heat transfer from the beam to the bed would 
have been very small due to the very low thermal conductivity of the refuse and the 
sensitive tips of the thermocouples being 10 cm away from the beam.
Ignition by the propane gas burner through the holes in the bottom of both the refuse 
container and the wood chips barrel took place very rapidly. This might not correspond 
to the initiation of a real combustion process, see section 2.2, but was still appropriate 
because there is no “standard” endogenous combustion inside a refuse bed [49]. The 
holes in the container and barrel bottom certainly allowed a better air-flow towards the 
combustion zone but only at the very beginning of each experiment. Within a few 
minutes the combustion residues obstructed the holes and consequently the additional 
air-flow. As far as the refuse experiment is concerned, the oxygen availability could 
hence be regarded as similar to that inside a refuse bed in a bunker. There, the 
combustion will not take place at the bottom of the bed but anywhere in a depth of up 
to three metres, allowing for a comparable oxygen availability from the remaining bed 
below and the surrounding volume.
The major concern regarding temperature measurement was that the influence of the
measuring device should be as little as possible. Using IRT systems for surface
temperature measurements, influences can be obviously excluded. A different situation
arose when temperature measurement had to be done inside the body of refuse using
contact thermometers. To minimise any influence, the thermocouples were aligned
parallel to the expected isotherms. In addition, thermocouples with a stainless steel
sheath were used that had a small diameter and a low thermal conductivity and thus
conducted very little heat away from the measuring location. The smaller the diameter
of a contact thermometer, the more precise and localised the temperature
measurement, which is usually advantageous. During Experiment 5, a very localised
measurement was disadvantageous because not all thermocouples have been equally
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exposed to the combustion gas. An exactly equal exposure of the thermocouples to the 
combustion gases can only be achieved by a one-dimensional flow-field of the 
combustion gases and thus by a one-dimensional temperature field. Obviously, a 
one-dimensional temperature field could not be achieved because of the 
heterogeneous composition and the not consistent particle sizes of the refuse. The 
results obtained from Experiment 5 are shown in Figure 4.16. It would have been 
advantageous to use multiple horizontal grids of thermocouples but such an 
arrangement was practically impossible to apply due to the massive distortion of the 
void fraction distribution inside the refuse bed which would have resulted.
The measurement of the surface temperature distribution was another problem, since a 
representative emissivity had to be determined for the bed. This could only be done 
during the experiment. As long as the refuse matter was in thermal equilibrium with the 
ambient conditions above the bed, the IRT system would always display temperatures 
near ambient, no matter what emissivity value was used. The previously assumed 
value of 0.95 could not be confirmed until parts of the surface had been heated up by 
the combustion gas but it was then found that the assumption of 0.95 was to a large 
degree representative.
Most of the above mentioned problems did not occur during the final experiments 
conducted in the beds of wood chips -  Experiment 6, sections 3.7 and 4.6. On the one 
hand this was due to the monodispersed composition of the bed and hence its constant 
emissivity and on the other hand this was due to the more regular particle size 
distribution. The latter allowed for flow fields, which could be described as 
one-dimensional. This is well demonstrated by the results of Experiment 6, shown in 
Figure 4.19 to 4.21.
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5.2 Mathematical modelling of heat transfer inside heterogeneous packed beds
It was a major aim of the present work to mathematically model the heat and mass 
transfer inside packed beds to extend the experimentally obtained results to a more 
general level. The fact that the temperature inside and at the surface of the bed 
remained in the range of what was assumed to be the water vapour dew point 
temperature, i.e. 65 °C to 85 °C, for a long time was an important observation from the 
experimental results. The temperature development at the surface of the bed, as 
presented in Figure 4.25, shows that the surface temperature alarm threshold of IRT 
systems of 70 °C, as proposed by Braun and W eidener  [7, 9], was a very suitable 
choice, although Braun and W eidener had no knowledge about the thermal effects of 
condensation an re-evaporation on the temperature distribution inside the refuse bed. It 
could also be observed from the results of experiments 5 and 6 that, once the surface 
temperature started to significantly increase, a level of 70 °C is reached within less 
than an hour. Bed surface temperatures of more than 70 °C can hence be believed to 
be an early sign of an endogenous combustion detectable by IRT systems. Such a 
surface temperature is high enough for the alarm being raised and occur early enough 
before fiashover for counter measures to be implemented.
A presupposition for the realisation of an effective early combustion detection system is 
that very small hot spots, in the temperature range of 65 °C to 85 °C can be detected. 
This imposes the highest technical requirements on IRT systems to be fulfilled, as will 
be discussed in detail later. The questions to be addressed are: How does the 
temperature distribution develop within the bed leading up to the formation of early hot 
spots and what advance warning time can be achieved? Since the employment of the 
phase-changes in the model calculation would on one hand not provide essentially new 
results but would on the other hand make the model much more complex, the time 
after the zone of phase-changes involving water has left the bed will be the object of 
the following investigation.
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5.2.1 Simplifying assumptions
To avoid the mathematical model becoming too complex, the following simplifying 
assumptions were initially made:
1. The bed was assumed to be homogeneous and monodispersed, consisting of 
equally sized spheres in a cubical arrangement [60].
2. The density and specific heat capacity of the particles was assumed to be constant 
and independent of location. The same applies to the void fraction.
3. The properties of the gaseous phase were assumed to be constant, no phase- 
changes occur and the flow of hot combustion gases took place as a result of 
buoyancy induced vertical flow.
4. Both fluid flow and heat transfer were assumed to be one-dimensional [59], which 
means there is neither fluid flow or a temperature gradient perpendicular to the 
vertical direction.
5. The fluid flow velocity was assumed to be uniformly distributed over the cross- 
section considered and did not vary in the vertical direction. This implies that a plug- 
flow flow can be assumed.
As far as the water, being a component of the combustion gas, is concerned, the 
effects of condensation and subsequent re-evaporation are not relevant. The gas can 
be taken to behave as a permanent gas not undergoing any phase-changes since 
overall, such a gas transfers the same amount of heat to the bed and reaches the 
same final state. Such a permanent gas has therefore been taken as the basis for the 
mathematical model and the thermal effects of condensation and re-evaporation have 
not been included.
The consequences of the above simplifying assumptions can be ultimately evaluated 
from the comparison of the theoretical predictions and the experimental results. 
Nevertheless, some variation of the characteristic properties of the bed and the fluid
must be allowed. By that, the model can be applied to a wider range of beds.
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5.2.2 Derivation o f the mathematical model
For the derivation of the model, an energy balance has been undertaken for an 
arbitrary volume element of the bed with an average void fraction y/, as presented in 
Figure 5.2.
mGcpGTG(x + dx)
Figure 5.2 Volume element of a gas filled packed bed, void fraction y/.
The gas enters the element with a heat energy of mG cp TG(x ) and leaves
the element with a heat energy of mG cpG TG(x + dx) .
Fluid fills the voids, lydxdydz, and the particles fill the remaining space,
(1 -y/)dxdydz. Fluid flows in the x-direction through the element. Since the fluid inlet 
temperature, TG, is higher than the temperature of the solid particles, Ts, heat transfers 
to the particles inside the element during the time of contact, dt. Consequently, the 
particles are heated up, which can be described by
V - V ) p s cp^  = clAs(Tg - T s) ,  (5.13)
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wherein ps is the average density of the solid particles and a  is the heat transfer 
coefficient between the gas and the solid. As denotes the specific surface area of the 
solid per unit volume and cPs the specific heat capacity of the solid.
Since a part of the heat energy of the gas is transferred to the solid, the gas is 
consequently cooled down. This can be expressed by
wherein pG is the density, mG is the mass flow rate and cPe the specific heat capacity 
of the gas. A is the constant cross-sectional area of the element. The change in 
temperature of the fluid inside the element with time is thus given by -  y/pGcPa
and a A s (j~G - T s ) denotes the heat transfer to the particles.
The constant mass flow rate density of the gas equals y/ p GCG. If ^and  pG areAy/
constant, the gas flow velocity CG is constant as well. If the following parameters are 
defined [88]: k = aAs , u = (J\ - y / ) p scPs and w = y/pGcPa , Eqn. (5.15) and (5.16) then
give the system of partial differential equations for the particle and fluid temperatures, 
respectively:
u ~ « ( T G - ts )
W(dTr.—  + CG— -G dx  j = k(ts - tg )
(5.15)
(5.16)
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Following solution by variable transformation and substitution [88, 89], described in 
Appendix C, an approximate solution for the gaseous fluid phase temperature, TG(x,t), 
and the solid particulate phase temperature, Ts{x,t), is given by
0-2 , _  ..2
2 e 0.17)
0 — —^r+a-V2
(4  v f
W )  = TSa +(TGc - T s a )lJ —  |  6 -  d a . (5.18)
J27r(2v) o J g
Therein, TSq is the initial solid temperature and TGq is the constant gas inlet
temperature. The individual properties of the gaseous fluid phase and of the solid 
particulate phase, as given in Eqns. (5.17) and (5.18), as well as the location and time
are contained within the parameters v =   x and
V G ¥  P g  C Pr,
p  = (X (vg t — x ) . a  denotes the integration variable.vG Q-v)Ps cp.
Eqns. (5.17) and (5.18) describe a model for the fluid and solid temperatures, both in 
time and location. For t -» co, the second term on the right hand side of Eqn. (5.17) 
becomes 0. This means that TG(x,co) = TGq . From Eqn. (5.18) it can be seen, that for
f - » oo, Ts converges to TGq and consequently it follows that TG(x,oo) = Ts(x,co) = TGq
Figure 5.3 displays a qualitative representation of the solution to the approximated 
model equations for the solid particle temperature distribution of a packed bed. It can 
be seen that the particle temperatures increase vertically along the bed with increasing 
time. The advance warning time, identified in section 2.3, during which time remedial 
action can be taken to avoid a full scale fire, is represented by the time difference
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between the surface temperature alarm threshold being first exceeded and the point of 
fiashover when the ignition temperature is reached at the surface.
Surface
levelCombustion gas temperature Advance warning time Af
•oa>X i•oa>aCT3CL<DJZ
t + At
TimeQ)
'toca)=Jto
Ignition
temperature
mCLE0)Q)O'■E(0CL Surface 
temperature 
alarm threshold
Initial bed 
temperatureVertical distance along the packed bed
Figure 5.3 Qualitative solution of the model equation (5.18) for the particle 
temperatures inside a packed bed
5.2.3 The sensitivity of the model towards parameter variations
To what extent a variation of the individual model parameters will affect the solution of 
Eqns (5.17) and (5.18) must be analysed. The parameters to be considered within the 
model calculations are given by the variables
a -A *= Va-x with a =
Cg ' V '  P g ’ cpa
and
fi = ylb-(CG - t - x )  with b =  a  As
Cq ’ (1 ~ ¥ ) '  Ps ' Cps
This shows that, ignoring x and f, any change of an individual parameter can be put 
down to a change of either a, b or Cg-
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Any change of a  or As affects both, a and b to the same magnitude. During transient 
conditions, any in-/decrease of these, in-/decreases the heat transfer from the gas to 
the solid. This changes the steepness of the temperature curves while their point of 
inflection stays constant.
An in-/decrease of p G or c Pg affects the variable a only and results in an in-/decreasing
heat transfer from gas to solid. A changing value of ^  will also influence a only, since b 
is independent of void fraction if As is related to the particle diameter by
As = 6 ———  [57]. The heat transfer from gas to solid in-/decreases with de-/increasing
ds
void fraction. In contrast, an in-/decrease of ps or cPs affects b only, resulting in a 
de-/increasing temperature rise of the solid.
Consideration of the influence of the individual parameters on the model prediction 
shows that the assumption of the combustion gas having the same properties as air 
without water vapour was appropriate. Water vapour within the combustion products 
would lower the average density of the gas, raising the value for a. However, 
simultaneously, the water vapour raises the specific heat of the combustion gas and 
hence lowers a. Therefore, the effects of water vapour within the combustion gas 
counteract each other in terms of heat transfer.
The gas velocity CG has a twofold effect: Firstly by affecting the value of b itself and 
secondly by affecting the product b(CG t - x). An in-/decreased gas velocity 
de-/increases the heat transfer to the particles.
Since all parameter changes could be put down to changes of a, b and CG , the 
parameter study took only changes of these variables into account. The effects of the 
variations of the parameters are presented in Figure 5.4, which shows an arbitrary
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example of the solution for the particle temperatures after a time of 9,000 seconds. The 
properties of air and wood were chosen for the gas and solid properties, respectively. 
They are:
TGq = 1073 K, TSo = 293 K, as = 210 m2/m3 (ds = 0.01 m), a = 10 W/(m2 K), y  = 0.65
|800°C iRnn°rCps = 1.6 kJ/(kg K), ps = 700 kg/m3, C p J ^  = 1.08 kJ/(kg K), pG|'“ c = 0.52 kg/m3, 
CG -  0.10 m/s, t = 9000 s, x = 0 to 2 m.
Hence, the following basic values for the parameters a and b can be obtained: 
a = 39.33 m"1, b = 0.05 m'1. A magnitude of ±25 % was chosen for the variation and the 
individual parameter values are listed in Table 5.1.
Table 5.1 Parameter variation for the mathematica
Parameter
variation
basic
a,
+25 %
b
-25 %
a
+25 % -25 %
b
+25 % -25 %
Cc 
+25 % -25 %
Parameter
a in m'1 39.32 49.16 29.49 49.16 29.49 39.33 39.33 31.46 52.43
b in rrf1 0.05 0.068 0.041 0.05 0.05 0.068 0.041 0.043 0.071
CG in m/s 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.125 0.075
model
Figure 5.4 shows that, as long as a  or As are modified, the resulting variation in 
temperature distribution is quite low, even with parameter modifications of ±25 %. In 
contrast, the model is much more sensitive towards a variation of any other physical 
properties of the gas or the solids or the gas flow velocity CG. For these reasons, the 
individual properties of the gas and particles must be carefully measured or estimated. 
Only in doing so, a realistic comparison of the experimentally obtained results with that 
of the mathematical modelling can be achieved.
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Figure 5.4 Particle temperatures inside the bed after an assumed combustion duration 
of 9000 seconds with presupposed and varied (±25 %) parameters a, b and 
CG.
For individual parameter variations see Table 5.1 above.
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5.3 Comparison o f the model prediction against the experimentally obtained 
data
During combustion inside the refuse and wood chips beds, transient heat transfer 
conditions occur. The combustion gas has a higher temperature than the solid 
particles. Although the particles at a particular level of the bed do not have equal 
temperatures due to their varying sizes, shapes and materials, it can nevertheless be 
assumed that no large temperature differences occur between gas and particles. If only 
a short period of time is considered, the conditions may then be regarded as quasi 
steady-state. The contact thermometers used for the temperature measurement 
represent solid particles and act as such in terms of heat transfer. The measured 
temperatures will thus be regarded as particle temperatures and the test of the model 
against the data will therefore focus on the particle temperatures only.
All values of the physical parameters employed in the modelling of the heat transfer 
inside the refuse and wood chips beds are listed in Table 5.2.
Table 5.2 Parameters for the mathematical modelling of the heat transfer inside beds
of domestic refuse and wood chips
Parameter Domestic refuse Wood chips
Average particle diametera) 0.01 m 0.005 m
Heat transfer coefficientb) 10 W/(m2 K) 10 W/(m2 K)
Specific surface areac) 282 m2/m3 432 m2/m3
Gas flow velocityd) 0.37 m/s 0.26 m/s
Average void fractione) 0.53 0.64
Gas densityf) 0.52 kg/m3 0.52 kg/m3
Specific heat capacity of the gasf) 1.08 kJ/(kg K) 1.08 kJ/(kg K)
Particle density9) 943 kg/m3 700 kg/m3
Specific heat capacity of the particles9) 1.92 kJ/(kg K) 1.76 kJ/(kg K)
a) Equally sized spherical particles were assumed [90].
b) Assumed value.
c) Calculated from As = 6 ———  [90]
ds
d) Calculated from Eqn. (5.11) with friction loss parameters obtainable from reference 
[90].
e) Measured value.
0 Density and specific heat capacity value of air at the arithmetic mean temperature 
((20 + 800) °C)/2 = 410 °C.
9) Taken from Table 2.1 for the refuse and from reference [91] for the wood chips.
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The gas velocity is proportional to the quotient of buoyancy induced pressure 
difference and friction losses. It was previously assumed that the gas properties are 
constant. Thus Ap  is constant and consequently Ap depends only on the height H  of 
the bed. It then follows that
During an actual combustion process, the fire pocket progresses towards the surface. 
Thus H  decreases but simultaneously, the friction losses decrease by the same factor. 
The resulting gas velocity is thus constant unless H  -» 0 .  By this, the initial assumption 
of a constant gas velocity is verified.
A comparison of the mathematical prediction with the experimentally achieved results 
of the refuse experiment is presented in Figure 5.5. It shows that basically there is
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Figure 5.5 Temperature distribution vertically above an endogenous smouldering 
combustion, initiated at the bottom of the 27 m3 domestic refuse bed.
Bold curves: measured particle temperatures along the thermocouples row 
Dotted curves: calculated particle temperatures
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good agreement between the measured temperature curves and the results predicted 
by the model. At higher temperatures the curves agree, but less so at lower 
temperatures, especially, in the layer between 65 cm and 105 cm at around 200 °C and 
in the layer between 135 cm and 185 cm at around 70 °C to 100 °C. In these zones, 
the measured temperatures are clearly higher than the model predicts. This must in 
part be attributed to the one-dimensional conditions assumed in the model, compared 
with the real situation inside a heterogeneous refuse bed which will be non one­
dimensional, together with the effect of condensation of the water content of the 
combustion product gases in the cooler part of the bed.
The non one-dimensional conditions that occur inside the heterogeneous refuse matter 
can result in different gas-flow channels inside the bed, depending on how far the 
combustion has proceeded within the bed. Especially, when bulkier refuse particles 
obstruct a certain channel, this channel might become available for gas-flow after the 
obstructing particles have been burnt. Thus, the thermocouples were not equally 
exposed to the flow of the combustion gas. This can in particular be observed from the 
20 minutes and 40 minutes curves that even indicate an increase in temperature 
between 55 cm to 65 cm and 85 cm to 95 cm, which is impossible without any 
additional heat source.
Even allowing for the non one-dimensional conditions, the heat of condensation of
water seems to clearly influence the development of the temperature profile in Figure
5.5. This can be observed on the 20 minutes and 40 minutes curves in the layer from
85 cm upwards and on the 60 minutes and 70 minutes curves in the layer from 125 cm
upwards to the surface of the bed. In these layers, all curves show a restrain in
temperature decrease at a temperature level between 70 °C and 100 °C. This can only
be attributed to condensation of the water vapour, arising from the oxidation of
hydrogen within the refuse compounds and from the evaporation of the free moisture in
the refuse at higher temperatures inside the bed. On condensing, the water vapour
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released heat in proportion to the condensation enthalpy, thereby producing a local 
heating effect at almost constant temperature in the upper layers of the bed. This has 
not been accounted for in the theoretical model. The condensation enthalpy is given by 
the difference between the gross and the net calorific value of the refuse. Deriving 
these values from an average elementary analysis of domestic refuse, see Table 5.3 
[11], the difference is 1050 kJ/kg, which is 13 % of the net calorific value. This 
additional 13 % of heat was released within the cooler part of the bed and, due to the 
large local heat transfer coefficients during condensation of more than 1,000 W/(m2 K) 
[92], arrested the temperature drop throughout the bed in the range of the saturation 
dew point temperature of the water vapour.
Table 5.3 Elementary analysis and calorific values of domestic refuse and wood chips 
. ^ ^  ,Domestic refuse 
mass fraction
Wood chips 
mass fraction
Carbon c 0.22 0.38
Oxygen 0 0.08 0.32
Hydrogen h 0.02 0.05
Nitrogen n 0.008 0.001
Ash a 0.35 0.003
Water w 0.25 0.25
Sulphur s 0.001 0.001
Net calorific valuea) 8,060 kJ/kg 13,500 kJ/kg
Gross calorific value b) 9,110 kJ/kg 15,200 kJ/kg
a) Calculated from: NCV = 33.9-c + 121.4(h-— ) + 10.5 -s-2.44-w [93]8
b) Calculated from: GCV = NCV + (8.94 • h + w) r , with r being the mass specific
evaporation enthalpy of water at 25 °C of 2442 kJ/kg [93]
If the experiment had been allowed to progress, the temperature profile throughout the 
bed would eventually be sufficiently high that no liquid water would remain. Heat 
transfer would therefore be between the solid refuse and what was effectively a 
permanent gas, which is the basis for the theoretical model. The results for the model 
and experiment should thus converge under these conditions at a surface temperature 
level above the dew point temperature. The results from the theoretical model, 
indicated on Figure 5.5, suggest that this condition would have occurred after about
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200 minutes and that ignition and fiashover at the surface would have occurred after 
about 251 minutes.
In terms of early combustion detection and possible implementation of counter 
measures, the effect of the condensation is advantageous, since not only does it 
influence the temperature distribution inside the bed but also the temperature 
distribution at the surface. The results of the experiment suggest that it would be 
advantageous to choose a surface temperature alarm threshold in the range of the dew 
point temperature. In doing so, the advance warning time could be maximised 
compared to the predictions of the model based on a permanent gas. From Figure 5.5 
it is evident that the advance warning time predicted by the model would be 
(251 -  200) minutes = 51 minutes, whereas for the real system with combustion 
product gases containing moisture it was (251 -  60) minutes =191 minutes.
Assessment of the water content and thus the saturation dew point temperature can be 
drawn from the maximum theoretical combustion temperature and the excess air value 
for combustion. Whether and to what extent air excess occurs can be determined if the 
maximum theoretical adiabatic combustion temperature is known. This can be obtained 
from a balance formula used in combustion theory [93], see Appendix D.
For the refuse, a theoretical adiabatic combustion temperature of 1760 °C can be
obtained assuming stoichometric combustion. Since such a high value has not been
measured during the experiment, super-stoichometric combustion must have taken
place. Using the measured combustion temperature of 810 °C instead of the theoretical
adiabatic combustion temperature, an excess air value of 2.8 is obtained, see
Appendix D. This value suggests that almost two thirds of the heat energy from the
combustion process is used to heat up excess air and shows that even in places with
limited ventilation super-stoichometric combustion can take place. From the excess air
value, conclusions on the water content of the combustion gas and hence on the dew
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point temperature can be drawn and an initial dew point temperature of 41 °C can be 
theoretically obtained, although this is lower than that indicated by the results of the 
experiment. What the experimental results suggest, i.e. the dew point temperature 
range of 65 °C to 85 °C, is that the dew point increases with time. This can be 
attributed to the effect of re-evaporation of the condensate within the lower parts of the 
bed with proceeding combustion. As a result of this, the water vapour content of the 
combustion gas increased with time and simultaneously the dew point reached the 
level indicated on Figure 5.5.
The range of applicability of the theoretical model was more extensively tested by 
comparison with the results obtained from the wood chips experiments that were 
undertaken until flashover occurred. The comparison of the measured temperatures 
with the model predictions are presented in Figure 5.6. The lines plotted for 
experimentally
Surface 
temperature 
alarm threshold 
70 *C
Initial bed 
temperature
Vertical distance from the bottom of the bed of wood chips / cm
Figure 5.6 Vertical temperature distribution above an endogenous smouldering 
combustion, initiated at the bottom of a 0.22 m3 barrel filled with wood 
particles.
Bold curves: measured particle temperatures along the thermocouples row 
Dotted curves: calculated particle temperatures
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obtained data tend to be much smoother with no deviation especially at a temperature 
level above 100 °C, compared with those obtained for the refuse experiment in Figure
5.5. This is probably due to the more consistent particle size within the bed of wood 
chips, allowing more vertical flow and hence a more one-dimensional temperature field. 
However, the thermal effects of condensation and re-evaporation were even more 
distinct. The 120 minutes curve shows that the temperature inside the bed was 
restrained to a level of 85 °C, from 28 cm to 35 cm from the bottom of the bed, and 
then above this the temperature dropped further, very slowly, until the surface was 
reached. This 85 °C plateau is even more distinct on the 180 minutes curve. The 
temperature dropped with a high gradient from more than 700 °C to 85 °C within the 
bottom 30 cm of the bed. From there on, it stayed constant up to 60 cm before it slowly 
decreased to 50 °C at the surface. The condensing water vapour has released heat in 
the layer at 85 °C from 30 cm up to the surface during the first 180 minutes. As 
combustion progresses and the temperature in the upper layers rise, the condensate 
re-evaporates, requiring latent heat of evaporation to do so, thus providing a restraining 
effect on temperature rise in these layers. This can, for example, be seen on the 248 
minute curve. At that time, the layer below 40 cm had a temperature of more than 
100 °C, showing that all water must have returned to the vapour phase by 
re-evaporation, whereas the influence of condensation on the temperature 
development is still obvious from 45 cm up to the surface.
These phase changes involving water clearly have a great influence on the
development of the temperature profile in Figure 5.6 in the layer between the fire
pocket and the surface, as the zones of re-evaporation and condensation move
through and finally out of the bed. In the upper layers of the bed the temperature
increased faster than predicted due to the liberation of heat of condensation at
temperatures below the dew point. At higher temperatures, in the layers immediately
above the fire pocket, evaporation of water with the associated requirement for latent
heat of evaporation, would be expected to have a restraining effect on temperature
117
rise. Thus, the temperature within this zone of condensation/evaporation gradually 
changed in the range of the dew point at about 85 °C, and was present at this level for 
a long time.
In the same way as for the refuse experiment, the theoretical adiabatic combustion 
temperature of the wood chips was calculated as 2073 °C and again an excess air 
value of 3 was obtained. Theoretically, the initial dew point temperature is 40 °C but in 
practice, this value increased rapidly to 85 °C. The relative moisture content of the 
combustion gas exiting the bed was measured 360 minutes after ignition. A value of 
100 % relative moisture at 85 °C was obtained.
The rapidly increasing dew point temperature can be observed from Figure 5.7, 
representing the results obtained from a small scale conducted in a cylindrical bed 
(0  20 cm, height 20 cm) of wood shavings. This experiment was additionally conducted 
to confirm the theoretically obtained results for the initial dew point temperature and
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Figure 5.7 Initial dew point temperature and rapid increase of the dew point 
temperature with time.
The increase of the dew point temperature is indicated by the dotted line.
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its assumed rapid increase with time. Although 20 thermocouples, vertically arranged in 
distances of 10 mm, and a cylindrical bed was used, the experimental design and 
conduction corresponded to the experiments described in section 3.3. The wood 
shavings had a size of 2 mm to 8 mm and a measured moisture content of 25%.
The experimental results, indicated in Figure 5.7, suggest that condensation started at 
a dew point temperature of approximately 40 °C after 4 minutes and reached the final 
dew point temperature level of approximately 80 °C after 30 minutes. This confirms 
both the theoretically obtained initial dew point temperature and its assumed rapid 
increase due to the accumulation of re-evaporated moisture in the combustion gases.
The theoretical model appears to be deficient close to the fire pocket, by predicting 
temperatures higher than the measured temperatures. This may be attributed to the 
following: The model predictions are based on a constant gas temperature of 800 °C 
from the very start of the calculation. In contrast, under experimental combustion 
conditions, about 300 minutes was needed for the fire pocket to fully develop and reach 
800 °C. With increasing time, the difference between the model and experimental 
measurement decreased. After 358 minutes, the lowest bed temperature had 
exceeded the dew point temperature of 85 °C and the calculated time for a surface 
temperature of 85 °C was 365 minutes. This shows, that at least the calculation of the 
surface temperatures above the dew point temperature will be close to the measured 
temperatures. When the temperatures in the bed are predominately above 100 °C and 
all the water has returned to the vapour phase, good agreement exists between the 
theoretical model and experimental observation. This is demonstrated in Figure 5.6 by 
the good agreement between the measured and theoretically predicted value of the 
flashover time. It should be noted that the combustion gas is effectively a permanent 
gas at flashover and also that the previously mentioned deviation of the actual gas inlet 
temperature from the temperature used for the modelling decreases with time. This
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verifies the applicability of the differential equations in the time period in which 
phase-changes no longer occur.
The thermal effects of water condensing mean that the surface temperature of the bed 
reaches an alarm threshold temperature which is detectable by IR Thermography far 
earlier than would be the case with a permanent gas mixture alone. The advance 
warning time for the presence of combustion in the wood chips experiment, using a 
threshold warning temperature of 70 °C, was (405 -  248) minutes = 157 minutes. 
Whereas in the absence of water vapour with the combustion products composed only 
of permanent gases, it would in theory have been only (405 -  340) minutes = 65 
minutes.
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5.4 Applicability of IR-Thermography systems to the early detection of 
combustion processes inside domestic refuse beds
Previous theoretical investigations, introduced in section 2.3, suggested that current
IRT systems would not be capable of detecting the effects of endogenous combustion
processes at the surface of domestic refuse beds early enough for the implementation
of counter measures. The analysis of the experimental results from this investigation
have confirmed this.
5.4.1 Required spatial resolution the early detection of a combustion process
Braun and W eidener  [7] have proposed the use of an IRT system with a spatial 
resolution that is able to resolve an isothermal surface area of 30 cm x 30 cm at 70 °C 
from the worst case distance inside a refuse bunker, which can be more than 40 
metres. This has been widely supported by others [4, 5, 47, 49]. Systematic 
assessments as to whether this can be achieved by IRT systems already installed has 
not been carried out.
The proposed alarm temperature threshold of 70 °C seems to be suitable. This value is 
higher than the temperature reached by microbiological activity inside the bed and thus 
false alerts can be avoided and it is at the lower end of the dew point temperature 
range of the combustion gas, i.e. 65 °C to 85 °C. The results of the experiments 
suggest that a source of endogenous combustion deep within the bed would, 
theoretically, be detectable at least one hour before the combustion proceeds to the 
surface where flashover takes place. This time should be sufficiently long for the 
implementation of counter measures.
As far as the spatial resolution is concerned, a resolution of 30 cm x 30 cm is far too 
low. Obviously, the spatial resolution has to be improved. This was shown by both the 
refuse and the wood chips experiment, during which hot spots with a size of not more 
than 2 cm2 appeared. Most IRT systems use a 320 x 240 pixel micro-bolometer
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detector chip and lenses in a range of 16° x 12° to 40° x 30°. Using 40° x 30° lenses 
from a measuring distance of 40 m, the maximum measurable area, the so-called field 
of view (FOV), is 29.1 m x 21.4 m and the smallest theoretically resolvable area, the 
instantaneous field of view (IFOV), is 9.1 cm x 9.1 cm - both perpendicular to the 
direction of view of the IR-Camera. The I FOV represents the surface area from which 
all thermal radiation is received by a single IR-detector on the detector chip of the 
IR-camera. That even the theoretical IFOV of 9.1 cm x 9.1 cm is not sufficient can be 
shown by the example IR-Thermogram presented in Figure 5.8 from the refuse 
experiment that exhibits a clearly defined hot spot of 2 cm2 and 104.6 °C.
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Figure 5.8 IR-Thermogram of the refuse bed surface after 72 minutes of combustion at 
the bottom of the bed
For the theoretical IFOV of 9.1 cm x 9.1 cm, including the hot spot of 104.6 °C, from a 
measuring distance of 40 m, the IRT system would have displayed a temperature of 
62.7 °C because the IRT system would not only have received the IR-radiation emitted 
from the hot spot but would also have received the radiation of all other particles within 
the IFOV. Since the remaining particles have a much lower temperature than the hot
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spot and since the IRT system integrally calculates the temperature over the entire 
IFOV, the displayed temperature would be much lower than that of the hot spot. Taking 
the proposed IFOV of 30 cm x 30 cm as a basis, the integrated average temperature 
would be only 37.2 °C. The same conclusion, that a spatial resolution of a few 
square-centimetres is necessary, is supported by the wood chips experiments, Figure 
5.9.
Smallest practically resolvable 
area from a distance of 40 m: 
/900 cm2 
/  IR-Thermographically
measured average temperature:
Figure 5.9 IR-Thermogram of the wood chips surface after 390 minutes of 
combustion at the bottom of the bed
The earliest hot spots at the surface of a packed bed have a temperature of up to 85 °C
and a size of only a few square-centimetres and steep surface temperature gradients
away from them of more than 10 K/cm. Hence, the IFOV should be in a range of not
more 1.0 cm x 1.0 cm and must still be achieved from a measuring distance of 40 m.
To theoretically achieve this, an IRT system with a 320 x 240 pixel detector chip must
use lenses of 4.6° x 3.4°, a much narrower angular resolution than current standard
lenses. This value is only theoretical and implies that the surface area to be measured
is perpendicular to the viewing direction of the IR-Camera, which may not be the case.
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If the viewing direction is not perpendicular, the measured area increases. 
Compensation for that can partly be achieved by choosing an even smaller viewing 
angle of 4° x 3°, for instance. With such a decreased viewing angle, to only a tenth of 
the currently suggested value, the FOV from a 40 m distance consequently decreases 
to 2.9 m x 2.1 m and the IFOV decreases to 0.9 cm x 0.9 cm. The effect of such a 
decreased IFOV on the IRT measurements is represented in Figure 5.10 that shows 
that the IFOV must be much smaller than the measured object to ensure that no 
thermal radiation of anything other than the measured object is received by a single 
IR-detector of the IR-Camera. As soon as radiation from a cooler object is received, the 
temperature displayed by the IRT system would be too low due to the integral 
measurement of the temperature within the entire IFOV.
Incorrect
measurement
Correct
measurement
Instantaneous field of view
Object to measure Object to measure
Figure 5.10 Required spatial resolution (IFOV) for the correct measurement of 
objects of a specific size
For an effective early combustion detection, it has been demanded that the IRT system 
should scan the entire surface within less than two minutes. In currently applied 
systems, the surface is divided into segments, which are subsequently tracked and 
scanned. To do this, the IR camera is mounted onto a swivel arm on one of the long 
bunker walls, as shown in Figure 5.11, and tracks the segments in a repetitive order.
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8 to 14 segments are commonly used, depending on the size of the bunker. The 
system has thus about 8 to 15 seconds time to monitor a segment and measure the 
surface temperature distribution. If the required spatial resolution is increased by a 
factor often, the number of segments consequently increases by the same magnitude 
and the time to track and measure decreases to 0.8 to 1.5 seconds. The swivel arm of 
the IR-Camera must run with shorter steps or even better continuously. Faster 
scanning can easily be realised because available IR-Thermography systems use 
detector chips that have a short response time, allowing for real-time measurements 
with 50 frames per second.
What is left to be implemented is a computing device that is able to cope with the data 
within the required short time and -  even more important -  telephoto lenses with 
viewing angles smaller than 4° x 3°.
Figure 5.11 IR-Camera installations inside a refuse bunker.
Another problem arises due to the irregular nature of the refuse bunker surface, when 
there is a pile of refuse, behind which a hot spot can be hidden to the view of the 
IR-camera, as shown in Figure 5.12. This problem can be solved if an IRT system 
uses three cameras in a triangular arrangement. This increases the cost of the system
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because three cameras must be installed, two of them at the bunker corners, i.e. with 
long measuring distances.
IR camera Hidden hot spot
combustion.Refuse bed V s
Figure 5.12 Hot spot hidden behind a pile of refuse
5.4.2 importance of the spectral band fo r IR thermographic temperature 
measurement
Braun and W eidener  [7] have undertaken relevant laboratory experiments on the 
extinction, i.e. the absorption and scattering, of IR-Radiation by mist and smoke within 
the intervening medium. One result of these experiments, was that extinction is greater 
for short-wave IRT system than for long-wave IRT systems. This observation was 
supported by the large-scale refuse experiment in this investigation, during which both 
types of systems were used in conjunction with a surface contact thermometer. At 
surface temperatures up to 105 °C, the long-wave system achieved an accuracy of 2 K, 
even during the phase of mist emission, confirmed by comparative measurements 
using a contact thermometer. The displayed temperature values of the short-wave 
system were 10 K too low, due to the extinction of IR-Radiation by the intervening 
medium.
5.4.3 Can IRT systems be applied to early detection o f combustion?
It has been shown that, due to the thermal effects of water condensing, the 
temperature of a hot spot at the surface of the bed reaches an alarm threshold 
temperature of 70 °C at least one hour before flashover takes place. Hot spots occur 
from the emission of hot combustion gas through channel apertures at the surface of
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the bed. They have a size of only a few square-centimetres and their detection can as 
yet be achieved only in theory. In reality, the spatial resolution of currently available IRT 
systems is not sufficient, as was shown in Figure 5.8 to 5.10. The results obtained from 
Experiments 5 and 6 showed that, once a hot spot exceeded the dew point 
temperature, i.e. condensation has ceased, its temperature increased more rapidly with 
a simultaneous minor increase in its surface area. Due to the increasing temperature of 
the hot spot, the surface temperature displayed by an IRT system would also increase, 
even if the IFOV is larger than the hot spot. If the hot spot is not detected and the 
corresponding combustion is allowed to progress, the temperature of the hot spot will 
reach such a high level that the integral temperature of the IFOV will eventually exceed 
the surface temperature alarm threshold. However, the advance warning time might 
then become too short for the successful implementation of counter measures.
Smoke and mist, emitted from the channel apertures, is an additional problem, 
especially if there is so much present in the intervening medium that even long-wave 
IRT systems are influenced in their measurements. Traces of mist only occur as long 
as the bed temperature is in the range of the dew point and, although no actual 
technique for detection has been proposed, this detection might offer potential for early 
combustion detection. At higher temperature, i.e. when the condensation and 
re-evaporation zone has left the bed, the mist vanishes. The experiments showed that 
this applies to the smoke emission as well. The restriction imposed by extinction is then 
no longer present, but only just a very short time before flashover takes place. During 
the experiments this time was about five minutes, which are comparable with that 
observed during a real combustion in a refuse bunker fire [49].
Early detection of combustion necessitates the use of a long-wave IRT system to
minimise the effects of absorption, but these systems must by extensively improved in
terms of spatial resolution. This can either be achieved by IR chips using a much
greater number of detectors or by the employment of telephoto lenses with a very
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narrow viewing angle or zoom lenses. All of these will entail an increase in installation 
and maintenance cost, which will be additionally increased by the requirement of the 
installation of at least three IR cameras instead of one. Without these improvements, 
the early detection of a hot spot cannot be achieved.
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6 C o nclusio ns  and  Reco m m endatio ns  fo r  Further  W ork
For the early detection of endogenous combustion processes inside packed beds of 
refuse, the measurement of the surface temperature distribution by IRT was proposed 
and a surface temperature that exceeds an alarm threshold of 70 °C was suggested to 
be a reliable indicator. The objective of this work was to investigate the conditions 
under which heat transfer takes place that leads to such a surface temperature 
increase. Experimentally verified results of theoretical investigations have shown that 
heat is predominantly transferred by the combustion gases, i.e. by convection. 
Conduction and radiation do not effectively contribute. The mass flow of the 
combustion gas is induced by buoyancy and takes place vertically through the bed. As 
the combustion gas contains water vapour, this condenses when penetrating the cooler 
layers of the bed. The enthalpy difference caused by the phase-change influences the 
temperature development between the fire pocked and the surface of the bed. The 
condensation process is followed by the re-evaporation of the condensed moisture, 
requiring evaporation enthalpy of equivalent value to the previously released 
condensation enthalpy, as the fire pocket progresses towards the surface. Both 
phase-changes thus arrest the bed temperature at nearly constant values in the above 
defined range and in a region that is extending towards the surface of the bed. This 
process has a twofold effect at the surface:
1. Hot spots of less than 5 cm2 and a temperature of 65 °C to 85 °C appear at the 
channel apertures where the combustion gas is emitted.
2. Condensing water vapour becomes visible at the channel apertures.
About one hour before flashover at the surface, condensation and re-evaporation 
cease and evolution of mist disappears. Thereafter, the temperatures of the hot spots 
increase rapidly but their increase in surface area is minimal. A few minutes before 
flashover, the typical situation observed during the experiments was that a hot spot of 
less than 10 cm2 appeared at a temperature of more than 300 °C.
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The task of fire prevention using IRT is the detection of the initial hot spots from very 
long distances using the systems which are usually installed inside the bunker. For this, 
the spatial resolution must be very high -  ten times higher than that of the systems that 
are available at the moment. During the refuse experiment, a hot spot temperature of 
104.6 °C was measured from a distance of five metres. If this hot spot had been 
measured from a typical distance of 40 m, the IRT system would have displayed a 
temperature of only 37.2 °C, which is far below the alarm threshold of 70 °C. During the 
wood chips experiment, a hot spot of 320 °C was measured just before flashover 
occurred. The integrally measured temperature from a distance of 40 m would have 
been 103.4 °C. Such a temperature would have raised the alarm, but there would not 
have been sufficient time left for the implementation of counter measures. The 
experiments have hence shown that, using the available spatial resolution, very small 
hot spots cannot be detected early enough and certainly not early enough for effective 
counter measures to be implemented.
The experimentally obtained results were used to verify a mathematical model,
developed to describe the temperature development inside and at the surface of gas
permeated beds. A gas that did not undergo phase-changes was assumed for the
model predictions and thus the thermal effects of condensation and re-evaporation
were not taken into account. These effects have been indubitably observed during the
experiments and their implementation in the theoretical model would have made the
model too complex rather than offering additional results. The model proved to be
successful in predicting the temperature development inside the bed and, in particular,
the development of the hot spots after the zone of phase-changes has left the bed. The
model predicted that, once the phase-changes came to an end, it takes about one hour
for the surface temperature to increase to ignition temperature. If the hot spots are not
detected during the phase of condensation and re-evaporation it is, in theory, still
possible to detect them early enough while their temperature increases further. The
detection of a hot spot whilst its temperature increases further might be easier due to
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the higher temperatures of the hot spots. Nevertheless, the experiments have shown 
that the size of the hot spots did not increase significantly. This emphasises the need 
fo ra  high spatial resolution of the IRT system employed.
The model can also be applied to other packed beds because it allows for and 
adaptation of other bed and gas properties. Future applications can then focus on 
different beds of combustible material, such as cereal silos, plastics storages or large 
piles of wood.
A further recommendation of work in the field of fire prevention using IRT, is to 
significantly improve the spatial resolution. The experiments and also the modelling 
have shown that the final development from a hot spot to an open fire at the surface 
takes place within a few minutes. In order to detect such a hot spot early enough and 
supposing that its detection a few minutes before flashover will still leave sufficient time 
for counter measures, an IR-Thermogram of the entire surface should be obtained 
within less than two minutes. Due to the above mentioned improvement in spatial 
resolution, the field of view will decrease. To still obtain a surface scan within two 
minutes, this must be compensated by a rapid scanning speed. From the ergonomic 
point of view, the localisation of a hot spot is very difficult and can finally only be 
achieved by the IRT system displaying the co-ordinates of a detected hot spot in 
relation to the surface of the bed. Without that, it would be impossible to implement 
counter measures to the proper location.
During the experiments, the emission of smoke and, in particular, mist was observed 
for the duration of phase-changes - afterwards these emissions gradually disappeared. 
Although no specific technique for the detection of these emissions can be suggested, 
they could be used as a means of early detection of combustion processes.
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A S tandard  eq uipm ent  and  custom  built apparatus
A.1 Standard Equipment
All information concerning standard equipment was provided by the individual 
manufacturers of the equipment.
Thermocouples
Table A.1 Specifications of the thermocouples
Manufacturer Thermocoax
Model TKA 10/15/DIN TKA 10/25/DIN 2ABI30/4000/TI/D/2AB35/6m
Type Type K NiCr-Ni with stainless steel sheath
Diameter 1 mm 1 mm 4 mm
Length of 
sensitive tip
10 mm 10 mm 10 mm
Response time with 
conduction max. 70 ms max. 70 ms max. 150 ms
convection max. 3 s max. 3 s max. 5 s
Measurement range -200 °C to 1300 °C
Accuracy 
< 333 °C ± 2.5 K
> 333 °C ± 0.75 %
Length of sheath 15 cm 25 cm 400 cm
Platinum resistance thermometer
Table A.2 Specifications of the Platinum resistance thermometer
Manufacturer Heraeus
Model PMW-EOK 100 Ohm
Type Pt 100 precision resistance thermometer
Diameter 2 mm
Length of sensitive tip 5 mm
Measurement range 0 °C to 850 °C
Accuracy: at 0 °C ± 0.010 K
at 100 °C ± 0.050 K
at 420 °C ± 0.100 K
144
Hewlett Packard HP 34970A Data Acquisition/Switch Unit
Table A.3 Specifications of the Hewlett Packard HP 34970A
Channels 3 x 2 0
Accuracy Type K thermocouples, range -100 °C to 600 °C: 
±1.0 K
100 Q, 1 mA current:
±0.0030 % f.d.r. + 0. 0035 % f.s.r.
max. single-channel scan speed 57 measurements per second, 6 Vz digits
max. multi-channel scan speed 60 channels per second, 6 Vz digits
Thermocouple measurements internal IST-90-software compensation, 
fixed or external compensation optional
Resistance measurements 4-or 2-wire resistor selectable, 
internal power supply;
offset-compensation for 100 Q, 1 kQ, 10 kQ range
Scan frequency 1 s - 30 min, increments of 0.1 s
An Intel® x86-based Laptop Computer-System with Hewlett Packard HP BenchLink 
Data Logger software was used for the automatic acquisition of the data acquired by 
the Hewlett Packard HP 34970A Data Acquisition/Switch Unit.
Philips PM 9877K/2 Thermocouple Lineariser
Table A.4 Specifications of the Philips PM 9877K/2 Thermocouple Lineariser
Linearisation according to IPTS 68
Output voltage 1 mV/°C
Measuring range -50-+1200 °C
Overall accuracy at reference conditions ±1 °C ±0.25% of reading
Additional error over rated temperature 
range (cold junction error + temperature 
drift
±0.05 °C ±0.02% of reading per °C 
deviation from Tref
Reference conditions ambient temperature: +21 -  25 °C 
relative humidity 45 -  75%
Philips PM 8262A Two Line Standard Compact Chart Recorder
Table A.5 Specifications of the Philips PM 8262A Two Line Standard Compact Chart 
Recorder
Input ranges 1-2-5-10-20-50-100-200-500 mV 
1-2-5-10-20-50 V
Measurement accuracy of the individual 
spans excluding dead band and non- 
linearity
1x-range: ± 0.40 % of f.s.d. 
2x-range: ± 0.35 % of f.s.d. 
5x-range: ± 0.25 % of f.s.d
Non-linearity ±0 .20% of f.s.d
Dead band <0.20% of f.s.d
Step response time < 0.6 s from 5 % to 95 % f.s.d.
chart transport speeds (forward direction) 10-20-30-60-120-300 mm/min or mm/h
chart transport accuracy (forward direction) ±1.5 mm per 20 m chart
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IR-Thermography System AVIO Compact Thermo TVS 220
Nippon Avionics AVIO 705 MK2 short-wave IR- Camera Unit 
Thermal Video System Processing Unit
Instantaneous FOV
0 .1 m
Camera 0 .7S mm — i
Z~Z3$
\
db
0.2m 10m
Distance ^
Processor Camera Relation between FOV and distance
Table A.6 Specifications of the AVIO Compact Thermo TVS 220
Field of view (FOV) 10° vertical, 15° horizontal
Measuring distance min. 200 mm
Frames per second 30
Detector Multi-Element Detector; Indium- Antimonit
Wavelength range 3 - 5.4 pm
Detector cooling medium Argon-gas or optional Nitrogen-gas
Resolution 256 lines x 200 pixel
Temperature range -40 °C to 2000 °C (absolute) 
-35 °C to 1600 °C (calibrated)
Minimum temperature difference 0.1 K
Sensitivity 0.01 K
Measurement accuracy ± 0.4 %
Temperature measurement Multi-Point measurements simultaneously at up 
to 5 points and area measurement of a custom 
specified image area
Emissivity correction range 0.1 to 1.0 in increments of 0.01
Saveable thermograms up to 40 per 1.44 MB floppy disk
Additional information - 2x hardware zoom
- RS-232c interface for PC connection
- GPIB interface
- Remote control
- CCD Video Camera module with video overlay
- Mitsubishi CP 700 Video Printer
- Sony PVM-14M4E Colour Video Monitor
- Commodore Amiga 1081 Video Monitor
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IR-Thermography System Flir ThermaCam PM 595
Table A.7 Specifications of the Flir ThermaCam PM 595
Field of view (FOV) 24° vertical, 18° horizontal
Measuring distance min. 500 mm
Frames per second 50
Detector Focal Plane Array (FPA), uncooled microbolometer
Wavelength range 7.5 -13  urn
Resolution 320 lines x 240 pixel
Temperature range -40 °C to 500 °C
optional up to 1500 °C or 2000 °C
Measurement accuracy 2 K, ± 2 %
Thermal sensitivity 0.1 K at 30 °C
Temperature measurement Multi-Point measurements simultaneously at up to 3 
points
Emissivity correction range 0.1 to 1.0 in increments of 0.01
Image Storage High-capacity PC-Card, ATA compatible
Additional information - 4x electronic zoom
- interface for PC connection
Fluke 52 K/J Thermometer
Table A.8 Specification of the Fluke 52 K/J Thermometer
Temperature measurement range Type K: -200 °C to 1370 °C 
Type J: -200 °C to 760 °C
Sensitivity 0.1 K
Accuracy for absolute temperature 
measurement (at ambient 
temperature 18 °C - 28 °C)
Type K: ± (0.1 % f. d. r. +0.7 K) 
Type J: ±(0.1 % f. d. r. +0.8 K)
Accuracy for difference temperature 
measurement (at ambient 
temperature 18 °C - 28 °C)
Type K: +(0.1 % f. d. r. +1.0 K) 
Type J: ±(0.1 % f. d. r . +1.2 K)
Response time 1.0 s (one thermocouple connected) 
1.3 s (two thermocouples connected)
Thermocoax Heating element
Table A.9 Specifications of the Thermocoax heating element
Electric resistance of the hot part 4.45 n
Length of the hot part 270 mm
Maximum voltage 18 V
Maximum power consumption 72.8 W
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LIS GasVue MG-30 Laser Imaging System
The GasVue MG-30 Laser Imaging System, produced by Laser Imaging Systems, is a 
gas imaging system based on the Backscatter Absorption Gas Imaging (BAGI) 
technology, operating with a C 02-Laser that emitted radiation at 25 individual 
wavelengths in the range from 9.25 pm to 10.83 pm. The radiation was backscattered 
from a reflecting background and then received by an IRT system. Laser emission and 
reception of the backscattered radiation ran through he same optics, and thus the laser 
always pointed at the location from which the IRT system received the radiation. The 
functional principle of this gas visualisation system (GVS) is represented in Figure A.1. 
In the case where there is an absorbing gas plume, the laser radiation is impaired and 
the gas plume could be seen as a darker area on the IRT screen. Different gases 
absorb radiation at different wavelengths and since the laser wavelength could be 
triggered in the range from 9.25 pm to 10.83 pm a total of 77 gases that could be 
visualised. NH3-gas had to be visualised during the experimental procedures and thus, 
the sensitivity of the system had to be experimentally determined and a value of 
approximately 2 kg/year at laboratory conditions has been obtained. The GVS works in 
real-time mode, thus providing the possibility to detect and visualise gases online.
Reflecting background
GasVue MG-30
Triggered IR-laser radiation
GasVue MG-30
Gas plume, absorbing IR radiation
Figure A.1 Functional principle of the GasVue gas visualisation system
Propane Gas Burner
Standard propane gas ring burner with a maximum heat output of 20 kW.
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A.2 Custom Built Apparatus
Electric heater powered by a built-in Thermocoax heating element
A small, electric heater was built for the small scale experiments using wood shavings. 
It consisted of a cylindrical shaped body with a diameter of 30 mm and a height of 
10 mm. Its top consisted of a 5 mm thick copper plate and the bottom was made of 
5 mm thick stainless steel. Between the two plates, the helical Thermocoax heating 
element was placed in such a way that the "hot" part was in between cylinders and the 
"cool" parts were outside. Thus, when current was applied to the heater, only the metal 
plates were heated up. Most of the heat was transferred through the copper top, having 
a higher thermal conductivity than the stainless steel bottom. To control the 
temperature, a Heraeus Pt 100 precision resistance thermometer was placed in a hole 
inside the copper top, as shown in Figure A.2. Figure A.3 presents a photograph of 
the heater.
Heraeus PMW-EOK 100 Ohm, Pt 100 precision resistance thermometer
0  30 mm
Copper top
o
Stainless steel 
bottom
Thermocoax heating element
Figure A.2 Cross-sectional schematic of the electrical heater
The electrical heating was tested with a maximum voltage of 14 V, resulting in a power 
consumption of 44 W. In air, a surface temperature of 698 °C was measured.
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Pt100 thermometer
"Cool" parts of the heating element 
"Hot" part of the heating element 
Copper top plate
Figure A.3 Photograph of the electric heating element with removed bottom plate.
The helical "hot" part of the heating element can be seen.
Stainless steel beam with thermocouples
For the experiments using the large scale bed of municipal refuse and the intermediate 
scale beds of wood chips, a method had to be developed for the temperature 
measurement in the vertical direction, in which the combustion was assumed to 
proceed towards the surface of the bed. The main difficulty was to achieve fixed 
positions for the thermocouples within the bed and to not disturb the natural distribution 
of the void fraction inside the bed. A 30 x 30 x 2 mm stainless steel beam with a length 
of 2.5 m has been used to support the 20 Thermocoax 2ABI30/4000/TI/D/2AB35/6m 
thermocouples, as shown in Figure A.4. The thermocouples were equidistantly 
arranged, all at 10 cm intervals, beginning at 15 cm from the bottom. All thermocouples 
entered the beam from the top and did therefore not disturb the refuse and wood chips 
bed. Figure A.5 shows the detail of how the fixed positions of the individual 
thermocouples was achieved. The temperature sensitive part of the thermocouples 
was 10 cm away from the beam and protected against mechanical damage by 
stainless steel cover tubes. During Experiment 5, the beam could be welded to the 
bottom of the container before the refuse was filled in. During Experiment 6, the beam 
was attached to the barrel using screws.
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Thermocouple sheaths 
entering the beam from the 
top
Figure A.4 Photograph and sketch of the thermocouple support beam.
At the top of the 2500 mm long beam, the thermocouple sheaths can be 
seen.
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30x30x2
1x45'
: y /  z^ zz :/ v /  /'
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/ --------  Thermocoax
2ABI30/4000/TI/D/2AB35/6m 
Typ K Thermocouple
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Figure A.5 Detail sketch and photography of the thermocouple support beam.
The thermocouples run through the protecting stainless steel pipe into the 
30 x 30 x 2 mm beam.
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B R e p o r t s  o n  f ir e s  a t  G e r m a n  r e f u s e  s t o r a g e  f a c il it ie s
B.1 Fires at German refuse storage facilities
Refuse bunker fire at the municipal refuse incinerator Bamberg
Description
On Friday, 7th July 1995 at 2:20 p.m., a fire emerged from inside the refuse in the 
storage bunker of the municipal refuse incineration plant in Bamberg, Germany [11].
Eye witnesses stated that two successive explosions had taken place before the 
immediately extensive fire started. The crane operator reported that the explosions 
took place instantly after refuse has been picked up for charging to the incineration line.
Despite the immediate fire fighting by the plant staff and the call for the public fire 
brigade the fire could not be controlled within two hours. The major problem was the 
intense smoke emission hindering effective fighting of the fire that was already spread 
over the entire surface. Additionally, the hydraulic systems of the delivery gates 
became damaged and hence not all gates could be opened for fire fighting. The closed 
gates had to be cut open with oxyacetylene torches and then had to be dismantled. 
From the open gates hydraulic oil ran onto the floor hindering the fire fighters.
Extinguishing foam has been used to fight the fire but it did not cover the surface but 
whirled up and flew away. After the visible fire was under control and extinguished, 
many smouldering fires and fire pockets became visible that partly went back to flaming 
combustion. Therefore, the fire brigade decided to flood the 3,000 m3 bunker. For that, 
approximately 4,000 m3 water from a near-by river was necessary. Apparently, the 
flooding was limited to the height of the street level and thus the bunker could not be 
filled up to the refuse surface level, leaving several fire pockets. Fire-watching staff 
were employed and finally, after two days the fire was completely extinguished.
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Due to the plant being out of order, the district heating, usually powered by the plant, 
had to run on auxiliary oil-firing. The completely soaked refuse had to be sent to landfill 
sites and the plant was down for more than four weeks. The damage was 
approximately £ 1,500,000 [11].
Analysis
At least one explosion took place at the location where the crane has picked up refuse 
for charging. Generally, explosions can be caused by:
- The ignition of combustible gases that may have accumulated inside the bed. The 
combustible gases may have been solvent vapours, methane gas from fermentation 
processes or pyrolysis gases from an endogenous smouldering combustion.
- A smouldering combustion underneath the surface. When the grab picked up the 
refuse matter this smouldering combustion might have been become exposed to 
more atmospheric oxygen and the temperature increased rapidly.
Refuse is highly inflammable and has a high net calorific value of about 8000 to 
11000 kJ/kg [11]. Thus, the combustion spread quickly over the entire surface. The 
intense black smoke level was due to the high carbon content of the refuse of more 
than 20% by mass [11].
Refuse bunker fire at the municipal refuse incinerator Bielefeld
Description [13]
On Wednesday, 20th December 2000, at approximately 03:00 the crane operator 
noticed white smoke inside the refuse bunker, having a maximum capacity of 10,000 
tons and being loaded with approximately 3,000 tons of municipal refuse. The installed 
IR-Thermography system, using a surface temperature alarm threshold of 70 °C, gave 
alert and displayed a surface temperature of 115 °C. Three to four minutes later [49], a 
fire developed near the delivery locations of bulky refuse.
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Since the plant’s fire fighters were not able to extinguish the fire, the public and private 
fire brigade was called for at 03:35. When the 70 firemen arrived, the bunker was 
entirely filled with smoke, that extremely impaired the fire fighting. Therefore, the 
smoke and exhaust ventilation systems of the bunker were opened a few times during 
the early morning, letting the smoke exit the bunker. Since the combustion, already 
spread out over a surface area of 30 m2, could not be extinguished from the outside, 
the burning refuse was picked up with the crane grab under the command of the fire 
brigade, that used two mobile IRT systems to localise the smouldering combustions.
The extinguishing water had already damaged the crushing machines for the bulky 
refuse and almost destroyed the electrical installations for the cranes. Hence, 
additional water was used only when further flaming combustion appeared. The 
smouldering refuse was charged to the incineration. After approximately 20 hours, the 
fire and all remaining smouldering combustions had been extinguished. The damage 
was £ 110,000.
Analysis
The exact cause of the combustion is not known but the plant authorities assume a 
self-ignition process inside the refuse material, since “these processes occur from time 
to time” [13). A comparable fire took place once before in 1988. Since it is not known 
whether or not crushed bulky refuse entered the affected area, two ways of initiation 
must be taken into account, i.e. self-ignition and ignition by hot material entering the 
bed from the crushers and being buried underneath other refuse material.
Why the IR-Thermography system gave an alert at a measured surface temperature of 
115 °C instead at the set alarm threshold of 70 °C is unknown as well. It can be 
assumed that the smoke impaired the measurements of the system [8] or the hot spot 
was too small to be correctly measured before its temperature increased further. In that 
case, the smoke level must have been already quite intense before flashover and 
should have been easily detectable by the crane operator. It is not provable whether or
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not the crane operator had paid the required attention to the refuse bunker all the time.
If not, the installation of an automatic combustion detection system again seems 
advantageous, especially during the night shifts, when usually only one crane operator 
is present.
Refuse bunker fire at the municipal refuse incinerator Cronenberg
Description [14]
On Tuesday, 5th December 2000 at 10:42 an uncontrolled combustion inside the refuse 
bunker of the refuse incineration plant Korzert in Cronenberg was reported to the police 
and fire brigade by the plant staff. After approximately 30 minutes, the fire was under 
control. It is assumed that the fire had been caused by either self-ignition or the 
delivery of burning material into the bunker. The plant has not been damaged.
Analysis
Since only very little information on the fire is available, an analysis cannot be done.
Refuse bunker fire at an unknown municipal refuse incinerator
Description
The information about this fire has been provided by an insurance company which 
gave no information about the affected plant [12].
On Sunday, 9th August 1998 at 6:00 a.m. an explosion took place inside a 11,500 m3 
refuse bunker and a fire started near one of the refuse delivery locations. The fire 
immediately spread out over the entire refuse surface. Instantly, the crane operator 
switched on the automatic water sprinkling system that sprinkled water over the entire 
surface. As it became obvious that this would not extinguish the fire, the local fire 
brigade was called for. Using a mobile IRT camera, the fire brigade was able to localise 
the origin of the fire through the heavy smoke and fog and the fire could be 
extinguished. Nevertheless, the fire brigade decided to flood the entire bunker for 
safety reasons. The damage was £ 75,000.
156
Analysis
The fire started near one of the refuse delivery locations, leading to the conclusion that 
hot material has entered the bunker from the outside, e.g. the dust cart has carried 
already smouldering material. When the refuse has been charged into the bunker, the 
higher oxygen availability might have lead to a temperature increase and to the 
flashover. Since there is no information about the time of the last delivery at this 
specific location, no conclusions can be drawn on the start-up time of the fire or on how 
long there might have been a smouldering combustion inside the refuse matter. 
Therefore, it can be assumed that there has not been a long-term process of 
fermentation or smouldering inside the already stored refuse. Usually, the area around 
the delivery locations is frequently accessed by the crane to ensure uninterrupted 
delivery of new refuse matter.
Smouldering fire at a refuse disposal site
Description
In the winter of 1990, increased methane gas and water vapour emissions at a 
municipal refuse disposal site led to the assumption of a smouldering fire underneath 
the surface [10]. An area of approximately 10 m x 20 m was dug out by the fire brigade 
down to a depth of four metres. Smouldering combustion nests were found that started 
flaming combustion upon contact with atmospheric oxygen. At a depth of 5 metres no 
more smouldering was detected. The area was left open for a few days to monitor the 
temperatures but no further temperature increase could be detected.
Analysis
This case was an example of self-ignition due to micro-biological activity (see section 
2.2.2). Influences from the outside can be excluded because the combustion started 
underneath the refuse surface in an area where no new refuse matter had been stored.
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Fires at the refuse disposal site Konstanz
Description No 1
On Monday, 22nd June 1998 at 2:30, the fire brigade had been called for a fire at the 
refuse disposal site. 35 firemen arrived and detected an area of 250 m2 of burning 
refuse. The combustion had spread over the surface and into the bed. Thus, the fire 
brigade decided to extinguish the fire with 50,000 litres of water instead of foam. At the 
end of the fire-fighting, the firemen were supported by the site staff that used a 
bulldozer to re-stack the refuse. At 6:00 the fire had been entirely extinguished.
Analysis
The firemen noticed that the combustion took place at the surface and inside the bed. 
Since no information on the initiation of the fire can be given, it seems also possible 
that the combustion started inside the refuse heap instead of at its surface. From within 
the depth of the heap the smouldering combustion might have proceeded to the 
surface where flaming combustion occurred due to the rising availability of atmospheric 
oxygen.
Description No 2
On Sunday, 22nd July 2001 around midday, the emission of black smoke from the 
refuse bed indicated a fire at the refuse disposal site. An area of approximately 200 m2 
of refuse was burning when the fire brigade arrived. Since the fire spread over the 
surface only, it could be extinguished using foam, as shown in Figure B.1.
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Figure B.1 Extinguishing of the fire at the refuse disposal site in Konstanz, Germany 
Analysis
Since only very little information on the fire is available, an analysis cannot be done.
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B.2 Interview with the crane operators of a municipal refuse incineration plant
An interview with four crane operators by the author is now presented. The interview 
took place on July, 18th 1997 at the 'Mullheizkraftwerk Essen-Karnap', Germany.
Preliminary meeting -  Information from the plant authorities
On a yearly average, two to four fires occur inside the refuse bunker. Information on 
the causes of the fires cannot be given but based on the fact that most fires appeared 
near to the refuse delivery locations, it is assumed that their initiation followed the 
delivery of hot material to the refuse bunker. Concrete indications on fires initiated by 
self-ignition processes cannot be given, although it cannot be excluded.
All fires could be extinguished by the plant's fire fighting staff. The public fire brigade, 
that had been called for every time, just took over the co-ordination and left 
fire-watching staff to prevent possible new flashovers. In all cases, the smoke and 
exhaust ventilation systems of the bunker were closed to avoid environmental pollution. 
These systems would be opened only if there is no other possibility to fight the fire 
conventionally and if the corresponding environmental pollution could be justified.
Reliable early fire recognition systems, that must be easy to use, meet high ergonomic 
standards and have a high spatial resolution, are demanded. More information about 
the processes inside the refuse bed must be obtained to assess the available systems 
and, if necessary, to develop and facilitate reliable combustion detection systems.
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Interrogation of crane operators
Four crane operators were asked the same questions. The answers stated here are a
combination of all individual answers.
Q: Are there any indications that fires have been started due to biological processes?
A: Concrete indications are impossible to give. It was observed that mist has been 
emitted from larger quantities of grass cuttings or other compost. The mist becomes 
visible approximately 48 hours after delivery, rises up to four or five metres and then 
dilutes to invisibility inside the bunker atmosphere. It has been observed that the 
plastic bags in which the grass cuttings are packed burst after a few days, due to the 
production of fermentation gas inside the bags.
Q; How did the fires start?
A: In all cases of flashover, the crane operator had picked up refuse at the location 
where the fire started. There has not been a single case in which the fire started at a 
location that had not been recently accessed by the crane grab. Most fires started 
with a darting flame when the oxygen availability rose due to the lifting of the refuse 
by the crane grab that grabs to a depth of about 2 metres. Combustible gases can 
also be ignited by sparks from the grab hitting the bunker wall. It cannot be 
determined whether these gases arise from fermentation processes or if they are, 
for example, solvent vapours.
Q: Are there any indication for smouldering or pyrolysis inside the refuse?
A: Usually, smouldering combustions inside the bed are not visible at the bed surface. 
In some cases light blue smoke exits the bed but cannot directly be distinguished 
from mist at this point. Only a visible accumulation of this light blue smoke at the 
underneath the ceiling lamps indicates a smouldering combustion inside the bed. In 
case, that there has been no detection of smoke exiting the bed so far, a meticulous 
examination of the bed should be done to locate the smouldering. A further smoke
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source could be a fire inside the charging line of the incinerator. Usually, this fire 
cannot spread over to the stored refuse matter but normally it will be extinguished 
with water to avoid further smoke development and irritation of the crane drivers.
Q: Are there any seasonal changes in the quantity o f fires or hot spots?
A: During the cold season the risk of fires increases because some people dispose off 
hot ashes or live coals to the refuse bin. Situations occurred where the refuse inside 
a dust cart was already ignited as the car entered the site. Therefore, a special 
extinguishing location for the carts has been built. The localisation of hot spots is 
almost impossible due to the dust load of the bunker atmosphere. On some days 
there are on a few metres of visibility and even the crane grab cannot be seen.
Q: Have there been any tests o f early combustion detection systems at your plant?
A: There has not been any concrete testing so far. Measurements of the refuse have 
been undertaken in order to detect higher concentrations of fermentation gases like 
methane or carbon dioxide. No early combustion recognition system is installed at 
this plant.
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C S olutio n  of the  system  of  partial  differential  eq uatio ns
The system of partial differential equations for the fluid and particle temperatures, 
respectively has been derived in section 5.2.2 and the following equations were 
obtained:
u ^  = k(TF - T p)
w —+ CG— £
K d t  G d X  ; = k(ts - tg )
(C.1)
(C.2)
Performing a variable transformation by using the dimensionless length
£ = ax = CGw
and dimensionless time
r  = b(CGt - x )  = — (CGt -  x )
LtqU
and with
-  = bCG±d t  G d x (C.3)
and
d  d  , d—  = a ------- b —
d x  d £  d x
(C.4)
Eqn. (C.2) can be written in the form of
w\
w
(3Tg 
{  dt + CG dx ,
£II ~Tg)
d _ (  d dbCG— Tc + Cq. a----- -b — tg
V dx 7 V.\  84 dx , J
= k ( L - T G)
w bC G -~-Tg -  w C B a-§-Ts -  wbCG i - Te = k{Ts -  Tg )ox dg ox
3Tg _ k 
d% wCGa tTs-Tg). (C.5)
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Since
k = 1w C G a
it follows that
dT, = ( 7 W g) (C.6)d%
and analogously
§ -  = ( W s ) -  (C.7)
Eqns. (C.6) and (C.7) give the system of differential equations with transformed 
variables. They imply that the quantity
defined by
A (4 ,r) = e ^ ( T G - T s ) (C.8)
is a solution of the partial differential equation [87, 88]
(C.9)dig d r
The supplementary conditions that will be adopted are the constant initial temperature 
of the bed
T s(4 fl) = TSa = const. (C.10)
and the constant initial temperature of the gas from the source of combustion
Tg ( 0 , t ) = TGo = const. (C.11)
From Eqns. (C.8), (C.9) and (C.10) it follows 
7s(0 ,r) = r Go -  (TGc -  7^ )e - ’ ,
TGm  = TSo- (T So- T Go)e~t,
and so the supplementary conditions for the quantity
A(Z,t)
are
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A(Z,0)  = A (0 , t )  = TGo - T Sq. (C.12)
Eqn. (C.12) can be solved by a method of successive approximations by
A  =  A q +  4  +  A 2 + ..+  A n_^  +  A n , 
where
\  ~ Tg0 ~ TSo 
and
d^dr '
This gives 
A = (TGa
or
Tg - T s = (TGa - r So) e ^ r ll0( 2 ^ )  (C.13)
wherein l0 is the extended Bessel function of the 1st kind and 0th order (n = 0) in the 
general form of
f  v \ n+2k
00 M / I f  I
i 0( x ) = y — ^ —0 fak!r(n + k + V
Using the transformed variable s, it then follows that
r G = r Go - f r Go -7-So)e-“<c‘ ,- ’‘> ]e -sl 0{2 jb (C Gt - x ) s } ls  (C.14)
and analogously
b(CGt-x )
Ts = TSo +(Tg<j -  TSo )e~m j"e-s /0 (2-</axs > s . (C. 15)
These are the solutions of the initial differential equations and can generally be used 
for the modelling. Tests have shown that the expressions e~b(Cet'x) and e ax cause 
problems when being computed. This is due to computer programs being unable to 
calculate discrete results for e'307 and lower, but setting these results equal to zero.
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Therefore, the calculations came to an end before reasonable results could be 
obtained. Consequently, Eqns. (C.14) and (C.15) must be simplified for computing.
Introducing a factor AG
4 ; =e-blc‘ ,-x> je - sl0(2 jb (C et - x ) s } l s ,
0
the fluid temperature TG can be expressed by 
~^g = tGq -  (TGo -  TSq )• Aq .
Further substitution in the form of 
a  = 2 ylb(CGt -  x)y[s  
is introduced. The first derivation of Eqn. (C.18) is
and can be written as
ds = . ^  = d c r  = -------—------- d a .Jb(C Gt - x )  2 b(CGt - x )
Integration of Eqn. (C.19) gives
<j2s =-4b(CGt - x )
Inserting Eqn. (C.18) in Eqn (C.20) gives 
a (0 ) = 0
a (ax ) = 2yjb(CGt - x ) 4 a x  = 2  yjb(CGt - x ) a x
2 Jb(CGt-x )ax  a2
4 ,  =e- ^ >  f  i0 (a )  d a
o 2 Jb(CGt - x )
-b (C Gt - x ) 2yjb(CGt - x ) a x  ^
Aq —
(C.16)
(C.17)
(C.18)
(C.19)
(C.20)
(C.21)
(C.22)
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Introducing the abbreviations
ft = Jb(Cet - x )  (C.23)
and
v  = Tax , (C.24)
A g  can be expressed by
-ue *AG = 2T T ^  f  e (2m>2 a  !0 (<r)d<T. (C.25)\2M) o
Inserting Eqn. (C.25) in Eqn. (C.17) finally gives
Ts (x ,t)  = rGo -  (To. -  rSo )2~  T  e < ^  a  /„ (a )d a  (C.26)
( 2 / v  o
and analogously
2t*y ~
Ts (x ,t)  = Ts + (Tg -  Ts ) 2 ^  f e ^>>2 a  /0 (*)dcj  . (C.27)
\2v) o
The problem of high negative exponents of the e-function still remains and thus, for 
computing purposes, the Bessel function l0(d) will be substituted by an approximation 
in the form of
l0(a )  = - H = .  (C.28)
■yJ2n:<j
Inserting in (C.16) gives
M 2fiv — _& f  _ (?n)2 e43>ot 2(2//)2 l 6< ^
a  2 27  1
^  (2f t f  j  4 ^  ^
2 2"f- e' f W w V
^  4 ^ ( 2 Mf  /  d<T ( C ' 2 9 )
and finally by inserting Eqn. (C.29) in Eqn. (C.17)
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2 27 e ~ ^ 2+aV
W * . « - 7 V ,  | • <c »
Analogously the particle temperature can be derived from
0-2 _  2
2 27 e " ^ +ff"v
= TS0 + (Tg0 ~ TSo ) n r-  / ^  J p ^ j ^  • (C.31)V2/r(2vJ 0 ^0-
Eqns. (C.30) and (C.31) describe the fluid and particle temperatures both in time and 
location. When t -> oo, the right hand side of (C.30) becomes 0. This means 
Tg(x ,<x>) = Ts (x,co) . From (C.31) it can be seen that if t -> oo, TG converges to TGq and
consequently it follows that TG(x,co) = Ts (x,co) = TGq . Computing these solutions does
no longer bear the previously described problem and even though the model has been 
simplified, the solution has an accuracy of more than 99 % compared to the non 
simplified version when time values are greater than 1000 seconds. Figure 5.2 displays 
the qualitative solution of the simplified model equations.
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D COMBUSTION TEMPERATURE, EXCESS AIR AND DEW POINT
The maximum theoretical adiabatic combustion temperature can be obtained from a 
balance formula used in combustion theory from reference [91].
mFHu F + m FhF + m AlrhAlr = mEhE + m AhA + m RH uR + m RhR (D.1)
wherein m is the mass flow rate of a fuel, Hu the net calorific value and h the mass 
specific enthalpy. The subscripts refer to: F fuel at ambient temperature 3amb, Air air at 
&amb, e  exhaust gas at adiabatic combustion temperature &ad, A ashes at &ad and R 
residues at &aci. Divided by m , Eqn. (D.1) can be written in the form of
Hu,f +hF + ! ! ! * * „  = ^ h E + ^ h A + + 2 jay, . (D.2)mP nip nip nip nip
With [91]
h  - n  f amb Q n F ~ ' ' p , F  |0oC ^amb
" 'A ir  =  o I 
• /x,‘-min,n h'Air.nmF
h  — r  amb Q "A ir  ^ p.Air |0oq ^amb
mE _
—  i +  A L m inn p A,r nnip
h E  -  c p ,e \0%  $ a d
= 0.35nip
h A -  C p .A \oaoC $ad
h R -  Cp .r |0°c &ad
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it follows that
&amb
H u ,F  + C P.F 0 °c
(l + ZLmlnn p  Airn)c
&amb
c ..p,Air 0 °c
\ &ad)  cP.F 0 °C
^amb
* a d  +  1 ~ n u,R  +  ~ r ~ Cmr mP p>R 9 4- m F&ad +o°c • C  AmA P’A
8
o°c ad
wherein Lmjn n is the minimum amount of air required for stoichometric combustion, 
p Ajrn is the density of air at 0 °C and X denotes the excess air value. With a given or 
estimated value of X, 8ad then can be derived from
mH„ H iiD +XL
~am b
$  ad ~~
,F mF 
mR
mP P'R
P.Air 0 °C
^amb F 8o °c amb
& a d
0 °c
+(l + XLminn p Ajr n )c
PM
7a d , mF + —— C . o°c m A p>A
&ad
0 °C
(D.3)
or X can be calculated if 8ad is known, using
X=-
nt„_ 
rfir H u 'R + C P.R 80 °c ad - H “,  '  V
&amb
*^ a mb C  p
0°C P’R 0°C
•9*^ ad • C A rriA P’A 8o °c ad
L-min,n PA ir.n
f 9am b 9 a d  \
C  A 'P.Air
\ o°c amb CP.E &ad 0 °C J
(D.4)
The minimum amount of air required for stoichometric combustion can be calculated 
from
Lminn = 8.877 • c + 26.44 • h + 3.325 • s -  3.332 • o , (D.5)
using the mass fractions of the individual elements as listed in Table 5.3.
Using data from Table D.1 for Eqn. (D.3) and assuming stoichometric combustion, a 
theoretical adiabatic combustion temperature of 1760 °C can be obtained for the refuse 
and a value of 2073 °C can be obtained for the wood chips. Since such high values 
have not been measured during the experiments, super-stoichometric combustion must
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have taken place. Using the measured combustion temperature of 810 °C for the 
refuse and 800 °C for the wood chips instead of the theoretical adiabatic combustion 
temperature, an excess air value of 2.8 for the refuse combustion and a value of 3 for 
the wood combustion can be obtained from Eqn. (D.4).
Table D.1 Properties for the calculation of the theoretic adiabatic combustion 
_________ temperature &ad and excess air value X  of domestic refuse and wood chips
Domestic refuse Wood chips
a)
mF
0.08 0.08
mF
0.35 0.003
C p,A
9ad 
0 °C
1.0 kJ/(kg K) 1.0 kJ/(kg K)
H  b)n u,R 2015 kJ/kg 11000 kJ/kg
H  c)n u,F 8060 kJ/kg 13500 kJ/kg
C P.F
9amb d) 
0°C
1.92 kJ/(kg K) 1.76 kJ/(kg K)
L ■ e)‘-min.n 2.22 m3/kgFuei 3.64 m3/kgFuei
Cp.Aii
9amb f) 
0 °C
1.01 kJ/(kg K) 1.01 kJ/(kg K)
P Air,n 1.275 kg/m3 1.275 kg/m3
C P.E
9ad g) o°c
1.08 kJ/(kg K) 1.08 kJ/(kg K)
C p,R
9ad h) 
0°C
0.84 kJ/(kg K) 0.84 kJ/(kg K)
Q k) &amb 20 °C 20 °C
Q b) &ad 810 °C 800 °C
a) Estimated values
b) Measured value
c) Taken from Table 5.3
d) Value for 20 °C used for refuse and wood
e) Calculated using Eqn. (D.5) [91]
 ^ Taken from reference [57]
9) Arithmetic mean value for air from 0 °C to 800 °C
With the formulas given in reference [91] and with the excess air values of 2.8 and 3, 
respectively, the volumetric water content of the combustion gases can be calculated. 
For the refuse combustion gas, a volumetric water content of 8.2% can be calculated 
and the volumetric water content of the wood chips combustion gas is 7.4 %. A dew 
point temperature of 41 °C for the refuse combustion gas and of 40 °C for the wood 
combustion gas is obtained.
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D a s  L a g e m  i n h o m o g e n e r  R e s t m i i l l g e m e n g e  b i r g t  d i e  G e f a h r  d e r  B r a n d e n t s t e h u n g .  E n t -  
s p r e c h e n d e  s i c h e r h e i t s t e c h n i s c h e  V o r k e h r u n g e n  s i n d  d e s h a l b  u n e r l a B l i c h ,  v o r  a l l e m  f u r  d i e  u m -  
f a n g r e i c h e  Z w i s c h e n l a g e r u n g  i n  d e n  M i i l l b u n k e r n  g r o B e r  A n l a g e n  d e r  t h e r m i s c h e n  R e s t m u l l -  
v e r w e r t u n g .  I m  S i n n e  d e r  S t o r f a l l v e r o r d n u n g ,  d e r  1 2 .  B I m S c h V ,  i s t  h i e r  S o r g e  z u  t r a g e n ,  d a B  
e i n e  B r a n d e n t s t e h u n g  d u r c h  g e e i g n e t e  M a B n a h m e n  v o n  v o r n h e r e i n  v e r h i n d e r t  o d e r  d u r c h  e i n e  
s e h r  w e i t g e h e n d e  F r i i h e r k e n n u n g  s o  b e h e r r s c h t  w i r d ,  d a B  d i e  A u s w i r k u n g  u n b e d e u t e n d  g e r i n g  
b l e i b t .  D i e s e  B r a n d s c h u t z v e r p f l i c h t u n g  k a n n  d i e  L e i s t u n g s f a h i g k e i t  d e s  B e t r i e b s p e r s o n a l s ,  
s e l b s t  w e n n  e s  s i c h  u m  h o c h s t e  A u f f n e r k s a m k e i t  b e m i i h t ,  d e u t l i c h  i i b e r f o r d e m ,  s o  d a B  e s  g e -  
b o t e n  i s t ,  z u  d e s s e n  U n t e r s t i i t z u n g  a u t o m a t i s c h  w i r k e n d e  S i c h e r h e i t s e i n r i c h t u n g e n  e i n z u s e t z e n .  
A u c h  d i e  s o g e n a n n t e  A b f a l l v e r b r e n n u n g s v e r o r d n u n g ,  d i e  1 7 .  B I m S c h V ,  z i e l t  i n  d i e s e  R i c h -  
t u n g ,  i n d e m  s i e  e m i s s i o n s b e z o g e n  f o r d e r t ,  M i i l l b u n k e r  z u m  Z w e c k e  d e r  F r i i h e r k e n n u n g  v o n  
B r a n d e n  m i t  e i n e r  a u t o m a t i s c h e n  B r a n d i i b e r w a c h u n g  a u s z u r i i s t e n .
A l s  e i n e  d e n  g e n a n n t e n  V e r o r d n u n g e n  e n t s p r e c h e n d e  t e c h n i s c h e  M a B n a h m e  i s t  d i e  A n w e n -  
d u n g  d e r  I n f r a r o t - S t r a h l u n g s t h e r m o m e t r i e  v o r g e s c h l a g e n  w o r d e n .  V o n  d i e s e r  w i r d  e r w a r t e t ,  
d a B  s i e  n e b e n  d e r  B r a n d f f u h e r k e n n u n g ,  w e n n  e r f o r d e r l i c h ,  a l s  z u s a t z l i c h e  B r a n d s c h u t z f u n k t i o n  
a u c h  e i n e  e f f e k t i v e  B r a n d b e k a m p f u n g  e r m o g l i c h t  [ 1 , 2 ] .
M i t  F l i l f e  d e r  S t r a h l u n g s t h e r m o m e t r i e  k a n n  d i e  v o n  d e r  O b e r f l a c h e  d e s  g e l a g e r t e n  A b f a l l s  a u s -  
g e h e n d e  I n f r a r o t s t r a h l u n g  e r f a B t  u n d  d a m i t  d i e  T e m p e r a t u r  d e r  O b e r f l a c h e  b e r i i h r u n g s f r e i  u n d  
a u s  g r o B e r  D i s t a n z  e r m i t t e l t  w e r d e n  [ 3 , 4 ] .  Z i e l  i s t  e s ,  d u r c h  d i e  F e s t s t e l l u n g  o r t l i c h  e r h o h t e r  
T e m p e r a t u r w e r t e  f r u h z e i t i g  S c h w e l v o r g a n g e  s o w i e  B r a n d -  u n d  G l u t n e s t e r ,  d . h .  d e n  m o g l i c h e n  
B e g i n n  e i n e r  B r a n d e n t s t e h u n g ,  z u  e r k e n n e n .  M a n  m i B t  d a m i t  j e d o c h  k e i n e s f a l l s  i n  d i e  A b f a l l -  
s c h i i t t u n g  h i n e i n .  W a s  d e r e n  I n n e r e s  b e t r i f f l ,  s o  i s t  m a n  v i e l m e h r  a u f  e i n e n  W a r m e -  u n d  S t o f f -  
t r a n s p o r t  a n g e w i e s e n ,  d e r  d a z u  f u h r t ,  d a B  a u c h  v e r b o r g e n e  S c h w e l -  o d e r  G l i m m b r a n d n e s t e r  
d i e  T e m p e r a t u r v e r t e i l u n g  a u f  d e r  O b e r f l a c h e  a u s r e i c h e n d  p r a g e n ,  [ 1 , 2 ] .  D i e s e  B e e i n f l u s s u n g  
d e r  V e r t e i l u n g  d e r  O b e r f l a c h e n t e m p e r a t u r  w i r d  n a t i i r l i c h  d u r c h  d i e  z u f a l l i g e  A r t  d e r  i i b e r d e k -  
k e n d e n  S c h u t t u n g  u n d  d u r c h  d e r e n  M a c h t i g k e i t  b e s t i m m t .  W i e  t i e f g e h e n d  d i e  D e t e k t i o n  e i n e s  
S c h w e l -  o d e r  G l i m m b r a n d n e s t e s  g e l i n g t ,  h a n g t  a b e r  i n  j e d e m  F a l l  v o n  d e m  V e r m o g e n  d e r  
S t r a h l u n g s t h e r m o m e t r i e  a b ,  d i e  T e m p e r a t u r v e r t e i l u n g  a u f z u l o s e n .  D a b e i  i s t  n e b e n  d e r  t h e r m i ­
s c h e n  A u f l o s u n g  i n s b e s o n d e r e  d i e  g e o m e t r i s c h e  A u f l o s u n g  e n t s c h e i d e n d ,  d a s  h e i B t  d i e  F a h i g -  
k e i t ,  a u c h  s e h r  k l e i n e  e r w a r m t e  M i i n d u n g s f l a c h e n  v o n  W a r m e t r a n s p o r t k a n a l e n  a u f z u s p i i r e n
[ 2 ] ,  D a  s o l c h e  e r h i t z t e n  F l a c h e n e l e m e n t e  i m m e r  B e s t a n d t e i l  e i n e s  g r o B e r e n  T e m p e r a t u r f e l d e s  
s i n d ,  d a s  n u r  i n  F o r m  e i n e s  T h e r m o g r a m m e s ,  d . h .  d u r c h  d i e  g l e i c h z e i t i g e  A u f n a h m e  e i n e r  g r o -  
B e n  Z a h l  v o n  M e B p u n k t e n  e r f a B t  w e r d e n  k a n n ,  i s t  e s  z w e c k m a B i g ,  d i e  S t r a h l u n g s t h e r m o m e t r i e  
i n  F o r m  e i n e r  I n f r a r o t - T h e r m o g r a p h i e  a n z u w e n d e n .
D i e  T e c h n i k  d e r  I n f r a r o t - T h e r m o g r a p h i e  i s t  s e i t  l a n g e m  v e r f i i g b a r  [ 3 ,  4 ] .  S i e  a r b e i t e t  m i t  e i n e m  
B a n d s t r a h l u n g s p y r o m e t e r ,  d . h .  m i t  e i n e m  S e n s o r ,  d e s s e n  E m p f i n d l i c h k e i t  s i c h  a u f  e i n e n  k l e i n e n  
T e i l  d e s  I n f r a r o t b e r e i c h s  d e s  e l e k t r o m a g n e t i s c h e n  S p e k t r u m s  b e s c h r a n k t .  D i e s e r  S p e k t r a l b e -  
r e i c h  w i r d  d e r  M e B a u f g a b e  a n g e p a B t ,  w o b e i  d i e  z u  b e r i i c k s i c h t i g e n d e  T e m p e r a t u r  d e s  s t r a h -  
l e n d e n  M e B o b j e k t e s  u n d  d i e  s p e k t r a l e  D u r c h l a s s i g k e i t  d e s  Z w i s c h e n m e d i u m s  a u s s c h l a g g e b e n d  
s i n d .  V o n  V o r t e i l  i s t ,  d a B  d u r c h  d i e  W a h l  e i n e s  S p e k t r a l b e r e i c h e s  a u B e r h a l b  d e s  s i c h t b a r e n  
L i c h t e s  d i e  v o m  M e B o b j e k t  a u s g e h e n d e  e l e k t r o m a g n e t i s c h e  S t r a h l u n g  r e l a t i v  u n g e s t o r t  e m p -  
f a n g e n  w e r d e n  k a n n .  D a m i t  l a B t  s i c h  n e b e n  d e r  B r a n d f r i i h e r k e n n u n g  g r u n d s a t z l i c h  a u c h  d i e  
z w e i t e  B r a n d s c h u t z f u n k t i o n  d a r s t e l l e n ,  d i e  U n t e r s t i i t z u n g  d e r  B r a n d b e k a m p f u n g .
F u r  d i e  M u l l b u n k e r - T h e r m o g r a p h i e  k o m m e n  z w e i  a l t e r n a t i v e  I R - S p e k t r a l b e r e i c h e  i n  B e t r a c h t ,  
e i n  " k u r z w e l l i g e r "  z w i s c h e n  d e n  W e l l e n l a n g e n  2  u n d  5  p m  u n d  e i n  " l a n g w e l l i g e r "  z w i s c h e n  d e n  
W e l l e n l a n g e n  8  u n d  1 2  p m .  D i e  b i s h e r i g e n  R e a l i s i e r u n g e n  d i e s e r  B e r e i c h e  u n t e r s c h e i d e n  s i c h  
d u r c h  d i e  j e w e i l s  e i n g e s e t z t e  S e n s o r k i i h l u n g .  I m  k u r z w e l l i g e n  B e r e i c h  i s t  b e r e i t s  e i n e  B c t r i e b -  
s t e m p e r a t u r ,  d i e  n u r  1 0 0  K  u n t e r h a l b  d e r  U m g e b u n g s t e m p e r a t u r  l i e g t ,  a u s r e i c h e n d .  D i e s e  k a n n  
m i t  e i n e r  e i n f a c h e n ,  w a r t u n g s a r m e n  t h e r m o e l e k t r i s c h e n  K i i h l e i n r i c h t u n g  a u f r e c h t e r h a l t e n  w e r ­
d e n ,  w a s  r e l a t i v  k o s t e n g u n s t i g e  S y s t e m l o s u n g e n  e r l a u b t .  E i n  e n t s p r e c h e n d e s  S y s t e m  i s t  e r s t -  
m a l i g  1 9 9 5  i n  e i n e m  M i i l l b u n k e r  i n s t a l l i e r t  w o r d e n  [ 5 ] .  W e g e n  d e r  k n a p p e n  K i i h l u n g  d e s  S e n ­
s o r s  r e i c h t  d e s s e n  E m p f i n d l i c h k e i t  n i c h t  a u s ,  u m  b e i  U m g e b u n g s t e m p e r a t u r ,  a l s o  b e i  e i n e m  
r e l a t i v  n i e d r i g e n  T e m p e r a t u m i v e a u  d e r  A b f a l l s c h i i t t u n g ,  d a s  M e B f e l d  t h e r m i s c h  s o  w e i t  a u f z u -  
l o s e n ,  d a B  e i n e  O r i e n t i e r u n g  i m  S i n n  d e r  r a u m l i c h e n  Z u o r d n u n g  d e r  M e B o b j e k t e  m o g l i c h  i s t .  
Z u r  U b e r w i n d u n g  d i e s e s  D e f i z i t e s  w i r d  i m  S p e k t r a l b e r e i c h  z w i s c h e n  0 , 4  b i s  2  p m  m i t  H i l f e  
e i n e r  C C D - K a m e r a  z u s a t z l i c h  e i n  V i d e o b i l d  a u f g e n o m m e n ,  d a s  d e m  T h e r m o g r a m m  a l s  H i n t e r -  
g r u n d b i l d  b e i g e f l i g t  w i r d ,  e i n e  M a B n a h m e ,  d i e  a l l e r d i n g s  i m  B r a n d f a l l  d u r c h  R a u c h  u n d  W a s -  
s e r n e b e l  s t a r k  b e e i n t r a c h t i g t  i s t .
I m  a l t e m a t i v e n ,  l a n g w e l l i g e  S p e k t r a l b e r e i c h  s i n d  d i e  h i e r  b i s h e r  e i n g e s e t z t e n  I R - S e n s o r e n  i n  
d e r  R e g e l  d e u t l i c h  a u s g e d e h n t e r  g e k u h l t  w o r d e n .  M a n  h a t  e i n e  B e t r i e b s t e m p e r a t u r  a u f r e c h t e r ­
h a l t e n ,  d i e  2 1 5  K  u n t e r h a l b  d e r  U m g e b u n g s t e m p e r a t u r  l i e g t .  S o i l  d i e s  a u s r e i c h e n d  p r a x i s t a u g -  
l i c h  d u r c h g e f u h r t  w e r d e n ,  s o  i s t  d i e  V e r w e n d u n g  e i n e s  r e l a t i v  a u f w e n d i g e n  S t i r l i n g -  
M i k r o k i i h l e r s  e r f o r d e r l i c h ,  d e s s e n  S t a n d z e i t  z u d e m  a u f  c a .  8 6 0 0  h  b e g r e n z t  i s t ,  w a s  i m  V e r -  
g l e i c h  z u m  t h e r m o e l e k t r i s c h  g e k u h l t e n  S y s t e m  z u  h o h e r e n  S y s t e m k o s t e n  f l i h r t ,  d e r e n  G e g e n -  
w e r t  a l l e r d i n g s  d a s  e r z i e l b a r e  h e r v o r r a g e n d e  A u f l o s u n g s v e r m o g e n  b i l d e t .  D a s  l a n g w e l l i g e  S y ­
s t e m  i s t  b e r e i t s  i n  m e h r e r e n  g r o B e n  M i i l l b u n k e m  r e a l i s i e r t  w o r d e n .  D i e  e r § t e  I n s t a l l a t i o n  e r -  
f o l g t e  1 9 9 1  [ 6 ] ,  Bild 1 z e i g t  e i n  B e i s p i e l  d e r  p r o d u z i e r t e n  s o g e n a n n t e n  G r a u s t u f e n - T h e r m o -  
g r a m m e .  E s  b e l e g t ,  d a B  d i e  e r z i e l t e  t h e r m i s c h e  A u f l o s u n g  b e r e i t s  a u f  d e m  N i v e a u  d e r  U m g e ­
b u n g s t e m p e r a t u r  s o  g u t  i s t ,  d a B  d i e  e r f o r d e r l i c h e  r a u m l i c h e  O r i e n t i e r u n g  o h n e  w e i t e r e  H i l f e  
s i c h e r g e s t e l l t  w e r d e n  k a n n .
S e i t  e i n i g e n  M o n a t e n  s t e h e n  f l i r  d i e  t h e r m o g r a p h i s c h e  B r a n d f r i i h e r k e n n u n g  a u c h  s o l c h e  S y -  
s t e m e  z u r  V e r f l i g u n g ,  d i e ,  o b w o h l  s i e  i m  l a n g w e l l i g e n  S p e k t r a l b e r e i c h  a r b e i t e n ,  d e n n o c h  o h n e  
d i e  s o n s t  u b l i c h e ,  a u f w e n d i g e  K i i h l u n g  b e t r i e b e n  w e r d e n  k o n n e n .  E s  w i r d  e i n  s o g e n a n n t e r  M i -  
k r o b o l o m e t e r - A r r a y - D e t e k t o r  v e r w e n d e t ,  d e r  d a s  T h e r m o g r a m m  m i t  H i l f e  e i n e r  s e h r  g r o B e n  
Z a h l  e i n z e l n e r  I R - S e n s o r e n  e r z e u g t .  D a  d i e  i n  k o n v e n t i o n e l l e n  S c a n n e r - S y s t e m e n  e r f o r d e r l i -  
c h e n  S c h w i n g s p i e g e l m e c h a n i s m e n  u n d  C h o p p e r  e n t f a l l e n  u n d  d a  d i e  n u r  g e r i n g f u g i g e  K i i h l u n g  
i n  e i n f a c h e r  W e i s e  t h e r m o e l e k t r i s c h  e r f o l g e n  k a n n ,  e r g e b e n  s i c h  g r u n d s a t z l i c h  s e h r  w a r t u n g s -  
a r m e  u n d  k o s t e n g t i n s t i g e  L o s u n g e n .  D i e  L e i s t u n g s f a h i g k e i t  s o l c h e r  a l s  r a d i o m e t r i s c h e  T e m p e -  
r a t u r m e B t e c h n i k  a n g e b o t e n e n  S y s t e m e  s o i l  e r s t m a l i g  a n  d e n  B r e n n s t o f f s c h i i t t u n g e n  g r o B e r  
M i i l l v e r b r e n n u n g s a n l a g e n  u n t e r  B e w e i s  g e s t e l l t  w e r d e n .  H i e r i i b e r  w e r d e n  d i e  n a c h f o l g e n d e n  
S e m i n a r b e i t r a g e  b e r i c h t e n .
D a  d i e  V e r f i i g b a r k e i t  d e r  T h e r m o g r a p h i e t e c h n i k  b e r e i t s  z u  e r s t e n  A n w e n d u n g e n  i n  g r o B e n  
R e s t m i i l l b u n k e r n  v e r a n l a B t  h a t ,  s t e l l t  s i c h  d i e  F r a g e ,  o b  d i e  B r a n d s c h u t z z i e l e  a u s r e i c h e n d  s i -  
c h e r  e r r e i c h t  w e r d e n .  E s  i s t  i n s b e s o n d e r e  z u  k l a r e n ,  w e l c h e  R e s t r i k t i o n e n  b e h e r r s c h t  w e r d e n  
m u s s e n  u n d  w e l c h e  P r i i f k r i t e r i e n  a n z u w e n d e n  s i n d ,  u m  d i e  W i r k s a m k e i t  a u s g e f i i h r t e r  t h e r m o -  
g r a p h i s c h e r  B r a n d f r i i h e r k e n n u n g s s y s t e m e  z u  b e u r t e i l e n .  M i t  d i e s e n  F r a g e n  s o l l e n  s i c h  d i e  f o l -  
g e n d e n  A u s f t i h r u n g e n  u n t e r  b e s o n d e r e r  B e a c h t u n g  d e r  a l t e r n a t i v e  n u t z b a r e n  S p e k t r a l b e r e i c h e  
a u s e i n a n d e r s e t z e n .
2 Auswirkung der zu beriicksichtigenden Restriktionen
2.1 Unsicherheit der Vorgabe des Emissionsgrades des Abfallgemenges
D a s  a l s  S t r a h l u n g s t h e r m o m e t e r  a r b e i t e n d e  T h e r m o g r a p h i e s y s t e m  s c h l i e B t  a u s  d e m  e m p f a n g e -  
n e n  u n d  m e B t e c h n i s c h  b e w e r t e t e n  S t r a h l u n g s f l u B ,  d e r  v o n  e i n e m  M e B o b j e k t  a u s g e h t ,  a u f  d e s ­
s e n  T e m p e r a t u r .  D i e s  g e l i n g t  a l l e r d i n g s  n u r  d a n n ,  w e n n  b e k a n n t  u n d  d e m  S t r a h l u n g s ­
t h e r m o m e t e r  v o r g e g e b e n  i s t ,  m i t  w e l c h e m  E m i s s i o n s g r a d  8  d a s  M e B o b j e k t  S t r a h l u n g  a u s -  
s e n d e t .  E s  s t e l l t  s i c h  d i e  F r a g e ,  b i s  z u  w e l c h e r  F e h l e r g r e n z e  A b w e i c h u n g e n  d e r  g e m e s s e n e n  
T e m p e r a t u r w e r t e  t o l e r i e r t  w e r d e n  m u s s e n ,  w e i l  d i e  u n t e r s c h i e d l i c h e n  E m i s s i o n s g r a d e  d e r  
K o m p o n e n t e n  d e s  A b f a l l g e m e n g e s  u n b e k a n n t  s i n d ,  b z w .  n i c h t  d i f f e r e n z i e r t  b e r i i c k s i c h t i g t  w e r ­
d e n .
B i l d  2  z e i g t  e i n  T h e r m o g r a m m ,  d a s  a n  e i n e r  Z u s a m m e n s t e l l u n g  a u s g e w a h l t e r  A b f a l l -  
g e g e n s t a n d e  a u f g e n o m m e n  w o r d e n  i s t .  A l l e  O b j e k t e  l a g e n  a u f  e i n e m  h o r i z o n t a l e n ,  8 0  ° C  t e m -  
p e r i e r t e n ,  s c h w a r z  l a c k i e r t e n  U n t e r g r u n d .  M a n  e r k e n n t  e i n e  V i e l z a h l  u n t e r s c h i e d l i c h e r  T e m p e -  
r a t u m i v e a u s .  D i e s e  U n t e r s c h i e d e  s i n d  t e i l w e i s e  t a t s a c h l i c h  v o r h a n d e n ,  w a s  s i c h  m i t  M i n i a t u r -  
T h e r m o e l e m e n t e n ,  d i e  a l s  B e r u h r u n g s t h e r m o m e t e r  d i e  O b e r f l a c h e n t e m p e r a t u r  e r f a s s e n ,  f e s t -  
s t e l l e n  l a B t .  D i e  U r s a c h e  i s t  d e r  u n t e r s c h i e d l i c h e  W a r m e t r a n s p o r t ,  d e r  s i c h e r l i c h  a u c h  f u r  d i e  
V e r h a l t n i s s e  a n  d e r  O b e r f l a c h e  e i n e r  A b f a l l s c h i i t t u n g  c h a r a k t e r i s t i s c h  i s t .  E i n  g r o B e r  T e i l  d e r  i n  
d e n  T h e r m o g r a m m e n  a n g e z e i g t e n  T e m p e r a t u r u n t e r s c h i e d e  i s t  j e d o c h  n u r  s c h e i n b a r ,  a l s o  t a t ­
s a c h l i c h  n i c h t  v o r h a n d e n .  F l i e r  i s t  d i e  U r s a c h e  d i e  V i e l f a l t  d e r  v o r h a n d e n e n  E m i s s i o n s g r a d e ,  e i n  
U m s t a n d  d e r  n a h e r  u n t e r s u c h t  w o r d e n  i s t .
M i t  H i l f e  m e h r e r e r  m i t  E m i s s i o n s g r a d s t e l l e m  a u s g e r i i s t e t e r  B a n d s t r a h l u n g s p y r o m e t e r  u n d  
T h e r m o g r a p h i e s y s t e m e  s i n d  d i e  E m i s s i o n s g r a d e  z a h l r e i c h e r  A b f a l l g e g e n s t a n d e  e r m i t t e l t  w o r ­
d e n .  Z u  d i e s e m  Z w e c k  w a r  l e d i g l i c h  d e r e n  O b e r f l a c h e n t e m p e r a t u r  z u  m e s s e n ,  w a s  a l l e r d i n g s  
b e i  S c h i i t t u n g e n  a u s  H u m u s ,  S a n d  o d e r  S t a u b  m i t  b e a c h t l i c h e n  S c h w i e r i g k e i t e n  v e r b u n d e n  i s t .  
Z u  d e r e n  U b e r w i n d u n g  m u B t e  m i t  H i l f e  v o n  T h e r m o e l e m e n t e n  d e r  i n n e r h a l b  d e r  j e w e i l i g e n  
S c h i l t t u n g s s c h i c h t  v o r h a n d e n e  T e m p e r a t u r a b f a l l  a u f g e n o m m e n  w e r d e n ,  u m  d a r a u s  d u r c h  E x ­
t r a p o l a t i o n  a u f  d i e  O b e r f l a c h e n t e m p e r a t u r  z u  s c h l i e B e n .  M i t  d e r  a u f  d i e s e m  W e g  g l e i c h z e i t i g  
z u  b e s t i m m e n d e n  W a r m e l e i t f a h i g k e i t  d e r  S t a u b s c h i i t t u n g  k o n n t e  d a n n  a u c h  d i e  O b e r f l a c h e n ­
t e m p e r a t u r  d t i n n  e i n g e s t a u b t e r  A b f a l l s t o f f e  b e r e c h n e t  w e r d e n .
E s  i s t  s c h l i e B l i c h  a u c h  d e r  E i n f l u B  d e s  g e w a h l t e n  E m i s s i o n s g r a d e s  a u f  d i e  v o m  T h e r m o g r a p h i e ­
s y s t e m  a n g e z e i g t e n  T e m p e r a t u r w e r t e  e r m i t t e l t  w o r d e n ,  u n d  z w a r  f u r  b e i d e  i n t e r e s s i e r e n d e n  
S p e k t r a l b e r e i c h e .  Bild 3 b e t r i f f t  d a s  B e i s p i e l  G i p s .  D i e  f o l g e n d e n  A u s s a g e n  l a s s e n  s i c h  d a r a u s  
a b l e i t e n .  E i n e  1 0  %  u m f a s s e n d e  A b w e i c h u n g  d e s  e i n g e s t e l l t e n  8 - W e r t e s  v o m  w a h r e n  W e r t  
f l i h r t  i n  b e i d e n  S p e k t r a l b e r e i c h e n  g l e i c h e r m a B e n  z u  T e m p e r a t u r a b w e i c h u n g e n ,  d i e  2  K  n i c h t  
i i b e r s c h r e i t e n .  E s  w i r d  a l l e r d i n g s  a u c h  d i e  G e f a h r ,  g r o B e r e n  s - A b w e i c h u n g e n  z u  u n t e r l i e g e n ,  
d e u t l i c h .  I m m e r h i n  u n t e r s c h e i d e n  s i c h  d i e  i n  d e n  u n t e r s c h i e d l i c h e n  S p e k t r a l b e r e i c h e n  f e s t g e -  
s t e l l t e n  E m i s s i o n s g r a d e  u m  m e h r  a l s  1 0  % .  H a t t e  m a n  i m  k u r z w e l l i g e n  B e r e i c h  n i c h t  s  =  0 , 6 3 ,  
s o n d e m  d e n  f u r  d e n  l a n g w e l l i g e n  B e r e i c h  g e l t e n d e n  W e r t  0 , 8 9  b e n u t z t ,  s o  h a t t e  s i c h  e i n e  
T e m p e r a t u r a n z e i g e  e r g e b e n ,  d i e  8  K  z u  n i e d r i g  i s t .
Tafel 1 g i b t  e i n e  U b e r s i c h t  l i b e r  d i e  i n s g e s a m t  e r m i t t e l t e n  E m i s s i o n s g r a d e ,  d i e  i m  u b r i g e n  b e -  
v o r z u g t  b e i  d e r  a l s  A l a r m t e m p e r a t u r  i n  F r a g e  k o m m e n d e  T e m p e r a t u r  v o n  7 0  ° C  a u f ­
g e n o m m e n  w o r d e n  s i n d .  E s  w i r d  d e u t l i c h ,  d a B  d i e  E m i s s i o n s g r a d e  i m  l a n g w e l l i g e n  B e r e i c h  
d u r c h g a n g i g  g r o B e r  s i n d  a l s  i m  k u r z w e l l i g e n  B e r e i c h .  D i e  s e h r  k r a s s e n  U n t e r s c h i e d e ,  w i e  d e r -  
j e n i g e  b e i m  l a c k b e s c h i c h t e t e n  K o n s e r v e n d o s e n d e c k e l ,  s i n d  j e d o c h  e h e r  s e l t e n  u n d  i n s o f e r n  
n i c h t  t y p i s c h ,  a l s  s i e  d a s  O b e r f l a c h e n b i l d  z . B .  e i n e r  H a u s m i i l l s c h u t t u n g  n i c h t  v v e s e n t l i c h  p r a -
gen. Hier sind Stoffe wie Humus, Sand und vor allem Staub maBgebender. Diese aber weisen 
in beiden Spektralbereichen einen nahezu gleichen, hohen Emissionsgrad auf. Insbesondere ist 
festzustellen, da/3 bereits eine dunne Staubschicht von 0,3 mm Dicke unabhangig vom Unter- 
grund zu einem hohen Emissionsgrad zwischen 0,86 und 1 flihrt.
2.2 Storungen durch reflektierte Fremdstrahlung
Als sehr unangenehm und deshalb entsprechend kritisch einzuschatzen gilt die Gefahr der Aus- 
losung eines Fehlalarms. Diese besteht in Form von Fremdstrahlung, die durch Reflexion zum 
Thermographiesystem gelangen kann. Ziel von Laborexperimenten war es, diese moglichen 
Reflexionen zu quantifizieren. Die dabei unter praxisfemer "Miihewaltung" durch Reflexionen 
erzielbaren Storungen der wahren Temperaturverteilung waren in jedem Fall gering. So konnte 
mit Hilfe einer Miillbunkerleuchte und einer bezuglich des Mullbunkerbetriebes ungewohnlich 
wirksamen Reflexionsebene, die sich auf Umgebungstemperatumiveau befand, im Thermo­
gramm des benutzten kurzwelligen Systems ein Signal bewirkt werden, das als alarm- 
auslosendes iiberhitztes MeBobjekt einzuschatzen ist, Bild 4; es zeigte sich aber auch, daB die­
se Storung mit wachsender Strahlungsstrecke, die in diesem Fall von der Leuchte iiber die Re­
flexionsebene zum Sensor des Thermographiesystems flihrt, deutlich abnimmt. Offensichtlich 
ist dies eine Folge der begrenzten geometrischen Auflosung des Temperaturfeldes, ein EfFekt, 
der in Bild 5 erlautert wird. Er bedeutet, daB eine Flache einheitlicher Temperatur vor einem 
niedriger temperierten Hintergrund erst oberhalb einer MindestgroBe ausreichend genau erfaBt 
wird. Bei einem zu kleinen MeBobjekt wird Hintergrundstrahlung miterfaBt, was zu einer er- 
heblichen Abweichung des angezeigten Temperaturwertes fuhren kann [7]. Ausschlaggebend 
ist - dies laBt sich experimentell sehr einfach belegen - die MeBdistanz: Bei der VergroBerung 
einer geradlinigen Entfemung zwischen MeBobjekt und IR-Sensor wachst die Tempera- 
turabweichung sehr stark an, bis schlieBlich das MeBobjekt nicht mehr zu erkennen ist. Das 
bedeutet, daB die potentiell von reflektierter Fremdstrahlung ausgehende Gefahr durch eine 
unerwiinschte Schwache des Thermographiesystems deutlich gemildert wird.
In einem abschlieBenden, weiteren Experiment ist die Auswirkung einer kleinen Infrarot- 
Strahlungsquelle, die etwa einer glimmenden Zigarette vor einem auf 20 °C temperierten Hin­
tergrund entspricht, untersucht worden, Bild 6. Die Temperatur dieser Strahlungsquelle von 
500 °C ist durch ein aus 4 m Entfemung aufgenommenes Thermogramm sowohl im kurzwelli­
gen als auch im langwelligen Spektralbereich erfaBt worden: Im Spektralbereich 3,0 bis 5,3 pm 
ergab sich 279 °C und im Spektralbereich 8 bis 14 pm 74 °C. In beiden Fallen war die geome- 
trische Auflosung der Thermographie gleichermaBen unzureichend. Der kleinste auflosbare 
MeBfleck war groBer als das MeBobjekt, d.h. das MeBergebnis war ein integraler Temperatur- 
wert, der sowohl das hochtemperierte MeBobjekt als auch den niedrigtemperierten Hintergrund 
erfaBt. Die aus dem MeBfleck empfangene Strahlungsleistung war somit bei beiden Thermo- 
graphiesystemen geringer als diejenige, welche aus einem gleichmaBig auf 500 °C temperierten 
MeBfleck zu empfangen ware. DaB dabei die MeBwertabweichung im langwelligen Spektralbe­
reich deutlich groBer ausfallt als im kurzwelligen Spektralbereich, ist eine Folge der unter­
schiedlichen Temperaturkontraste. Eine Erlauterung liefert Bild 7. Hier werden die in den be­
nutzten Spektralbereichen von einem Schwarzen Strahler in Abhangigkeit von der Temperatur 
abgegebenen Strahlungsleistungen als Flachen dargestellt und verglichen. Die Gegenuberstel- 
lung der schraffierten Flachen macht deutlich, daB die Strahlungsleistung einer Potenzfunktion 
folgend progressiv mit der Strahlertemperatur ansteigt und daB dieser progressive Anstieg im 
kurzwelligen Spektralbereich wesentlich ausgepragter erfolgt. Wahrend z.B. bei den Tempe- 
raturen 20 °C und 70 °C die jeweiligen Verhaltnisse der Strahlungsleistungen in beiden Spek­
tralbereichen klein und nahezu gleich sind, ergeben sich bei der Kombination der Temperaturen
2 0  ° C  u n d  5 0 0  ° C  s e h r  u n t e r s c h i e d l i c h e  F l a c h e n v e r h a l t n i s s e .  D a b e i  e r r e i c h t  d a s  V e r h a l t n i s  i m  
k u r z w e l l i g e n  B e r e i c h  d e n  s e h r  h o h e n  W e r t  v o n  5 6 5 .
D a B  d e r  T e m p e r a t u r k o n t r a s t  b e i  h o h e n  T e m p e r a t u r e n  d e u t l i c h  u n t e r s c h i e d l i c h  a u s f a l l t ,  b e ­
d e u t e t ,  d a B  e i n e  R e d u z i e r u n g  d e r  v o m  I R - M e B s y s t e m  e m p f a n g e n e n  S t r a h l u n g s l e i s t u n g  i m  
k u r z w e l l i g e n  S p e k t r a l b e r e i c h  z u  e i n e r  g e r i n g e r e n  T e m p e r a t u r a b w e i c h u n g  f l i h r t  a l s  i m  l a n g ­
w e l l i g e n  S p e k t r a l b e r e i c h .  D i e s  i s t  e i n  b e a c h t l i c h e r  V o r t e i l  d e r  k u r z w e l l i g e n  M e B s y s t e m e ,  d e r  
z u r  F o l g e  h a b e n  k a n n ,  d a B  b e i  e i n e r  u n z u r e i c h e n d e n  g e o m e t r i s c h e n  A u f l o s u n g  d i e  M e B a b -  
w e i c h u n g  t o l e r i e r b a r  k l e i n  b l e i b t .  W a s  a l l e r d i n g s  d i e  R e f l e x i o n  d e r  v o n  e i n e m  h o c h t e m p e r i e r t e n  
S t o r s t r a h l e r  a u s g e h e n d e n  F r e m d s t r a h l u n g  b e t r i f f l ,  s o  k a n n  s i c h  d i e  i m  k u r z w e l l i g e n  S p e k t r a l b e ­
r e i c h  a l s  F o l g e  d e s  g i i n s t i g e n  T e m p e r a t u r k o n t r a s t e s  g e g e b e n e ,  a u s g e p r a g t e  E m p f i n d l i c h k e i t  a l s  
d e u t l i c h e r  N a c h t e i l  e r w e i s e n .
2.3 Extinktion der Mefistrahlung im Zwischenmedium
D e r  w e s e n t l i c h e  V o r t e i l  d e r  I n f r a r o t - S t r a h l u n g s t h e r m o m e t r i e  i s t ,  d a B  d i e  T e m p e r a t u r  b e r i i h -  
r u n g s f r e i  e r m i t t e l t  w i r d .  D i e s  i s t  m o g l i c h ,  w e i l  d i e  z w i s c h e n  d e m  M e B o b j e k t  u n d  d e m  I n f r a r o t -  
S e n s o r  a u s g e t a u s c h t e  S t r a h l u n g  a l s  M e B s i g n a l  g e n u t z t  w e r d e n  k a n n .  V o r a u s s e t z u n g  i s t  j e d o c h ,  
d a B  d i e  S t r a h l u n g s d i c h t e  d u r c h  d a s  Z w i s c h e n m e d i u m  n i c h t  u n z u l a s s i g  g e s c h w a c h t  w i r d .  E i n e  
s o l c h e ,  E x t i n k t i o n  g e n a n n t e  S c h w a c h u n g  e r g i b t  s i c h ,  w e n n  a b s o r b i e r e n d e  u n d  s t r e u e n d e  K o m -  
p o n e n t e n  d a s  T r a n s m i s s i o n s v e r m o g e n  d e s  Z w i s c h e n m e d i u m s  e i n s c h r a n k e n .  I n  d e r  M u l l b u n k e -  
r a t m o s p h a r e  k o m m e n  W a s s e r d a m p f ,  K o h l e n d i o x i d  u n d  A e r o s o l e ,  i n s b e s o n d e r e  S t a u b ,  W a s s e r -  
n e b e l  u n d  R a u c h ,  i n  B e t r a c h t ,  d e r e n  W i r k u n g  v o n  d e r  K o n z e n t r a t i o n  u n d  d e r  L a n g e  d e r  
b e l a s t e t e n  S t r a h l u n g s s t r e c k e  a b h a n g t .
D e r  d u r c h  K o h l e n d i o x i d  u n d  W a s s e r d a m p f  v e r u r s a c h t e n  A b s o r p t i o n  t r a g t  d i e  p r a k t i s c h e  
S t r a h l u n g s t h e r m o m e t r i e  d u r c h  d i e  W a h l  e i n e s  g e e i g n e t e n  S p e k t r a l b e r e i c h e s  -  e i n  s o g e n a n n t e s  
a t m o s p h a r i s c h e s  F e n s t e r s  -  R e c h n u n g .  B e i  T e m p e r a t u r e n  <  2 0 0 ° C  e i g n e t  s i c h  h i e r f l i r  d e r  
S p e k t r a l b e r e i c h  8  b i s  1 2  p m  n a h e z u  u n e i n g e s c h r a n k t  [ 4 ,  5 ] ,  I m  a l t e m a t i v e n  S p e k t r a l b e r e i c h  
2  b i s  5  p m  d a g e g e n  i s t  e i n e  S c h w a c h u n g  d e r  s p e k t r a l e n  S t r a h l d i c h t e  z u  b e r i i c k s i c h t i g e n  [ 4 ,  5 ] ,  
D a s  k a n n  d u r c h  r e c h n e r i s c h e  E l i m i n i e r u n g  d e r  d i s t a n z a b h a n g i g e n  A b s o r p t i o n  i m m e r  d a n n  e r -  
f o l g e n ,  w e n n  d i e  C O 2 -  u n d  H 2 O -  K o n z e n t r a t i o n e n  k o n s t a n t  u n d  b e k a n n t  s i n d  [ 4 ] ,  E s  i s t  i n  d i e ­
s e m  F a l l  a u c h  m o g l i c h ,  d i e  A b s o r p t i o n  d e s  Z w i s c h e n m e d i u m s  d u r c h  e i n e  S e n k u n g  d e s  d e m  
S t r a h l u n g s t h e r m o m e t e r  v o r z u g e b e n d e n  E m i s s i o n s g r a d e s  d e s  M e B o b j e k t e s  z u  k o m p e n s i e r e n .  
B e z i i g l i c h  e i n e s  B r a n d f a l l e s  s i n d  d i e s e  M a B n a h m e n  j e d o c h  w e g e n  d e r  h o h e n  u n d  u n b e k a n n t e n ,  
i n  d e r  M u l l b u n k e r a t m o s p h a r e  v o r h a n d e n e n  H 2 0 -  u n d  C 0 2 -  K o n z e n t r a t i o n e n  i n  F r a g e  z u  s t e l -  
l e n .
W a s  d i e  f u r  d e n  M i i l l b u n k e r b e t r i e b  b e s o n d e r s  r e l e v a n t e  E x t i n k t i o n  d u r c h  S t a u b  b e t r i f f l ,  s o  s i n d  
b e i d e  S p e k t r a l b e r e i c h e  g l e i c h e r m a B e n  b e t r o f f e n .  D i e s  b e l e g t  e i n  m i t  Bild 8 e r l a u t e r t e s  E x p e r i ­
m e n t ,  d a s  a n  e i n e r  k i i n s t l i c h  e r z e u g t e n  W i r b e l s c h i c h t  a u s  f e i n e m  M i i l l b u n k e r s t a u b  d u r c h -  
g e f l i h r t  w o r d e n  i s t .  D e r  h i e r  b e n u t z t e  " S c h w a r z e  S t r a h l e r "  v o n  7 0  ° C  b e w i r k t  w e g e n  d e r  
S c h w a c h u n g  d e r  S t r a h l d i c h t e  e i n  S i g n a l ,  d a s  r u n d  2 0  K  z u  n i e d r i g  i s t . .  A h n l i c h e  B e o b a c h t u n -  
g e n  s i n d  a u c h  v o r  O r t ,  d . h .  i m  M i i l l b u n k e r  s e l b s t ,  m e h r f a c h  g e m a c h t  w o r d e n .  E i n  t y p i s c h e s  
E r g e b n i s  i s t ,  d a B  d a s  z u f a l l i g e  A u f t r e t e n  e i n e r  S t a u b w o l k e  g e r i n g e r  K o n z e n t r a t i o n  a u f  e i n e r  
2 0  m  l a n g e n  S t r a h l u n g s s t r e c k e  d e n  a n g e z e i g t e n  T e m p e r a t u r w e r t  e i n e s  T h e r m o g r a p h i e s y s t e m s  
u n a b h a n g i g  v o m  b e n u t z t e n  S p e k t r a l b e r e i c h  u m  b i s  z u  1 5  K  a b s e n k t .  D i e s  i s t  a u c h  i n  B e t r a c h t  
z u  z i e h e n ,  w e n n  w e g e n  d e r  U n s i c h e r h e i t  a b s o l u t e r  T e m p e r a t u r w e r t e  z u r  U n t e r s t i i t z u n g  d e r  
A u s s a g e  d i e  z e i t l i c h e  V e r a n d e r u n g  d e r  T e m p e r a t u r  i m  R a h m e n  e i n e r  T e m p e r a t u r - T r e n d a n a l y s e  
e r f a B t  w i r d .  D i e s e  M e B s t r a t e g i e  k a n n  z u s a t z l i c h  z u r  t h e r m o g r a p h i s c h e n  B r a n d f r i i h e r k e n n u n g
beitragen, muB aber ebenfalls die zufallige Auswirkung von Staubwolken beriicksichtigen, 
denn es ist durchaus moglich, daB die Temperatur an der Oberflache der Abfallschuttung 
kurzffistig steigt, wahrend die Temperaturanzeige des Thermographiesystems wegen einer 
zunehmenden Staubbelastung des Zwischenmediums sinkt.
Tritt ein Brandfall ein, so wird der Raum oberhalb der Schtittung durch Verbrennungsgase, 
insbesondere H20  und CO2, sowie durch Rauchaerosole, insbesondere RuBpartikel und Was- 
semebel, belastet. Das grundsatzliche Vermogen der IR-MeBtechnik, die dann undurchsichtige 
Atmosphare zumindest teilweise so zu durchdringen, daB wesentliche Komponenten wie die 
Wande, die Konturen der Schuttung, der Krangreifer, das Loschmittel und der Brandherd er- 
kennbar werden, ist natiirlich eine willkommene Funktion. Die Frage in welchem Spektralbe­
reich diese Unterstiitzung der Brandbekampfung besser gelingt, war Gegenstand einer experi- 
mentell gestiitzten vergleichenden Beurteilung [10]. Deren Ergebnis ist:
- Der bei hohem Temperatumiveau im kurzwelligen Spektralbereich gegebene sehr 
giinstige Temperaturkontrast reicht nicht aus, um die hier vorhandene Extinktion der IR- 
Strahlung zu kompensieren.
- Die Extinktion wird nicht nur durch Absorption, insbesondere an gasformigem H 2O und 
CO2, sondem auch durch Streuung der IR-Strahlung an den Aerosolen Wassemebel und 
Rauchpartikel bewirkt.
- Im kurzwelligen Spektralbereich ist die Extinktion, auch bei hohen Temperaturen, deutlich 
ausgepragter als im langwelligen Spektralbereich.
- Der Beitrag der langwelligen IR-Thermographie zur Brandbekampfung im Miillbunker ist 
deutlich effizienter als deijenige der kurzwelligen IR-Thermographie.
2.4 Begrenzung des Warmetransportes in der Abfallschuttung
Da sich Brande auch aus im Inneren der Abfallschuttung vorhandenen Schwelbrand- oder 
Glimmbrandnestem entwickeln konnen, ist es eine wesentliche Aufgaben der Brandfriiherken- 
nung, die an der Schiittungsoberflache auftretenden Hinweise rechtzeitig zu erfassen. Ein sehr 
sicherer Hinweis ist in jedem Fall der Anstieg der Oberflachentemperatur und damit ein ther- 
mographisch meBbares Signal. Dieses kommt aber nur dann zustande, wenn ein ausreichender 
Warmetransport vorhanden ist, das heiBt, wenn die warmedammende Wirkung der das Schwel- 
oder Glimmnest iiberdeckenden Abfallschicht nicht zu groB ist. Experimentelle Untersuchun- 
gen belegen, daB der durch Warmeleitung bewirkte Warmetransport nahezu wirkungslos ist 
und deshalb die Temperatur selbst in dunnen Schichten so weit abfallt, daB im Temperaturfeld 
an der Oberflache keine Spuren mehr zu erkennen sind. Eine deutliche Beeinflussung des 
Oberfachentemperaturfeldes ergibt sich erst dann, wenn Konvektion als zusatzlicher Trans- 
portmechanismus auftritt, das heiBt, wenn Warme durch Luff, Wasserdampf und gasformige 
Verbrennungs- oder Pyrolyseprodukte transportiert wird, die an die Oberflache diffundieren.
Der in Bild 9 beschriebene Brandversuch betriffl ein durch Autooxidation entstandenes endo- 
genes Brandnest, das sich bis zum Oberflachenbrand ausdehnt. Man erkennt, daB wegen des 
groBen Temperaturgradienten, der als Folge des Warmetransportwiderstandes 12 K/cm und 
mehr betragt, die Oberflachentemperatur zunachst weitgehend unbeeinfluBt bleibt, daB diese 
dann jedoch mit der Ausdehnung des Brandnestes ansteigt und man schlieBlich mit der Wahr- 
nehmung von 70 °C an der Oberflache iiber eine Alarmschwelle verfligt, die 40 Minuten vor 
dem Beginn des Oberflachenbrandes erreicht wird.
Mit Bild 10 wird ein weiteres Experiment beschrieben, das mit einem elektrischen Heizkorper 
und verschiedenen Sagemehlschiittungen unterschiedlicher Porositat durchgeflihrt worden ist. 
Die Porositat i|/ ist als relatives Luckenvolumen definiert. Der Wert \\j =  0,83 entspricht in gu-
t e r  N a h e r u n g  d e m  1 9 9 3  i n  D e u t s c h l a n d  r e g i s t r i e r t e n  M i t t e l w e r t  d e s  i n  d e n  A b f a l l b e h a l t e m  g e -  
s a m m e l t e n  H a u s m i i l l s .  D e r  i n  e i n e m  M i i l l b u n k e r  g e l a g e r t e  R e s t m i i l l  w e i s t  n i e d r i g e r e ,  b i s  e t w a  
i |j =  0 , 5  r e i c h e n d e  W e r t e  a u f .  E s  z e i g t  s i c h  i m  E x p e r i m e n t ,  d a B  d e r  i i b e r d e c k t e  H e i z k o r p e r  e r s t  
d a n n  d i e  T e m p e r a t u r  a n  d e r  O b e r f l a c h e  d e r  S c h i i t t u n g  g u t  e r k e n n b a r  b e e i n f l u B t ,  w e n n  d i e  
H e i z k o r p e r t e m p e r a t u r  b i s  a u f  c a .  3 5 0  ° C  e r h o h t  w i r d .  B e i  d i e s e r  T e m p e r a t u r  w i r d  e i n e  V e r -  
b r e n n u n g s r e a k t i o n  u n d  d a m i t  a u c h  e i n  W a r m e  t r a n s p o r t i e r e n d e r  S t o f f s t r o m  a u s g e l o s t ,  d e s s e n  
W i r k u n g  o f f e n s i c h t l i c h  m i t  s t e i g e n d e r  P o r o s i t a t  g r o B e r  w i r d .
D i e  W i r k u n g  d e s  S t o f f t r a n s p o r t e s  l a B t  s i c h  m i t  e i n e m  w e i t e r e n  E x p e r i m e n t  b e s t a t i g e n ,  w e l c h e s  
m i t  n i c h t b r e n n b a r e n  h o c h p o r o s e n  G l a s w o l l e s c h i c h t e n  ( i j /  ~  1 )  d u r c h g e f l i h r t  w o r d e n  i s t .  A u s  
Bild 1 1 ,  w e l c h e s  d i e  m e B t e c h n i s c h  e r m i t t e l t e n  E r g e b n i s s e  w i e d e r g i b t ,  e r k e n n t  m a n ,  d a B  i m m e r  
d a n n ,  w e n n  a n s t e l l e  d e s  a u f  4 5 0  ° C  t e m p e r i e r t e n  e l e k t r i s c h e n  H e i z k o r p e r s  s c h w e l e n d e s  S a g e -  
m e h l  d e r  g l e i c h e n  T e m p e r a t u r  d i e  i i b e r d e c k t e  W a r m e q u e l l e  b i l d e t ,  w e g e n  d e s  k o n v e k t i v e n  
W a r m e t r a n s p o r t e s  d i e  O b e r f l a c h e n t e m p e r a t u r  d e u t l i c h  s t a r k e r  b e e i n f l u B t  w i r d .
D i e  A u s w e r t u n g  d e s  i n  B i l d  1 1  b e s c h r i e b e n e n  E x p e r i m e n t e s  b i e t e t  s c h l i e B l i c h  e i n e  w e i t e r e ,  s e h r  
w i c h t i g e  A u s s a g e :
A n  d e r  O b e r f l a c h e  d e r  p o r o s e n  S c h i c h t  t r i f f t  m a n  a u s g e p r a g t e  T e m p e r a t u r g r a d i e n t e n  a n .  I n  
e i n e m  F l a c h e n e l e m e n t  v o n  n u r  4  c m 2 u n t e r s c h i e d e n  s i c h  d i e  i m  E x p e r i m e n t  f e s t g e s t e l l t e n  M a -  
x i m a l w e r t e  d e r  O b e r f l a c h e n t e m p e r a t u r  u m  b i s  z u  8  K  v o n  d e m  j e w e i l s  g e l t e n d e n  M i t t e l w e r t .  
D i e s  w e i B t  d a r a u f  h i n ,  d a B  z u r  E r k e n n u n g  o r t l i c h e r  M a x i m a l t e m p e r a t u r e n  e i n e  h o h e  g e o m e t r i -  
s c h e  A u f l o s u n g  d e s  T e m p e r a t u r f e l d e s  e r f o r d e r l i c h  i s t .
3 Uberprufung der Wirksamkeit installierter Thermographiesysteme
3.1 Definition einer Priifplatte
D i e  W i c h t i g k e i t  d e r  S c h u t z z i e l e ,  d e r e n t w e g e n  d a s  T h e r m o g r a p h i e s y s t e m  b e i m  B e t r i e b  e i n e s  
M u l l b u n k e r s  a n g e w e n d e t  w i r d ,  v e r a n l a B t ,  d i e  n o t w e n d i g e  U b e r p r u f u n g  d e r  t a t s a c h l i c h  e r -  
r e i c h t e n  W i r k s a m k e i t  m i t  b e s o n d e r e r  S o r g f a l t  d u r c h z u f i i h r e n .  W e g e n  d e r  K o m p l e x i t a t  d e s  z u  
i n s t a l l i e r e n d e n  S y s t e m s  e i n e r s e i t s ,  u n d  w e g e n  d e r  U n z u m u t b a r k e i t  e i n e r  a n  d e n  A n w e n d e r  g e -  
r i c h t e t e n  F o r d e r u n g  n a c h  e x t e n s i v e m  D e t a i l w i s s e n  a n d e r e r s e i t s ,  i s t  e s  s i n n v o l l ,  d i e s e  A u f g a b e  
m o g l i c h s t  g a n z h e i t l i c h  z u  l o s e n .  I n  d i e s e m  S i n n e  i s t  e s  z w e c k m a B i g ,  s i c h  e i n e s  P r i i f k o r p e r s  z u  
b e d i e n e n ,  m i t  w e l c h e m  b e i  e i n e r  e r s t e n  V a l i d i e r u n g  o d e r  b e i  d e n  s i c h  w i e d e r h o l e n d e n  s i c h e r -  
h e i t s t e c h n i s c h e n  P r i i f u n g e n  e i n  e r h i t z t e r  B e r e i c h  i m  M i i l l b u n k e r  s i m u l i e r t  w i r d  u n d  d i e  F u n k t i -  
o n s e r f l i l l u n g  d e s  G e s a m t s y s t e m s  n a c h g e w i e s e n  w e r d e n  k a n n .  N a c h d e m  i n  [  1 u n d  2 ]  d e r  E i n -  
s a t z  e i n e s  d e r a r t i g e n  P r i i f k o r p e r s  b e r e i t s  e m p f o h l e n  w o r d e n  i s t ,  s t e l l t  s i c h  h i e r  a b s c h l i e B e n d  d i e  
F r a g e  n a c h  d e s s e n  G e s t a l t u n g .
G e h t  m a n  d a v o n  a u s ,  d a B  d i e  H a u p t f u n k t i o n  d e s  T h e r m o g r a p h i e s y s t e m s  d a r i n  b e s t e h t ,  d a s  a u f  
d e r  O b e r f l a c h e  d e r  A b f a l l s c h u t t u n g  v o r h a n d e n e  T e m p e r a t u r f e l d  z u  e r f a s s e n ,  s o  i s t  e s  k o n s e -  
q u e n t ,  d i e  P r i i f i i n g  m i t  H i l f e  e i n e s  d e f i n i e r t  t e m p e r i e r t e n  F l a c h e n e l e m e n t e s  v o r z u n e h m e n ,  w e l ­
c h e s  a l s  B e s t a n d t e i l  d e r  O b e r f l a c h e  p l a z i e r t  w i r d .  E s  i s t  s o m i t  e i n e  P r i i f p l a t t e  u n d  n i c h t  e t w a  
e i n  r a u m l i c h e s  G e b i l d e ,  w i e  e s  i n  [ 1 1 ]  d i s k u t i e r t  w i r d ,  e r f o r d e r l i c h .  V e r w e n d e t  m a n  e i n e  K u g e l ,  
e i n e n  Z y l i n d e r  o d e r  e i n e n  K u b u s ,  s o  w e r d e n  F l a c h e n r i c h t u n g e n  a u B e r h a l b  d e i j e n i g e n  d e r  
S c h i i t t u n g s o b e r f l a c h e  a n g e b o t e n .  E s  e n t s t e h t  e i n e  " P o s i t i o n s l e u c h t e " ,  d i e  z u  l e i c h t  z u  e r k e n n e n  
i s t  u n d  d e s h a l b  n i c h t  d i e  n o t w e n d i g e  P r i i f s t r e n g e  a u f w e i s t .  D i e s b e z u g l i c h  i s t  i m  i i b r i g e n  a u c h  
b e i  d e r  P r i i f p l a t t e  d a r a u f  z u  a c h t e n ,  d a B  d e r e n  P o s i t i o n i e r u n g  z u m  Z w e c k e  d e r  A b s i c h e r u n g  
d e s  P r i i f e r g e b n i s s e s  m o g l i c h s t  u n g i i n s t i g  e r f o l g t ,  d . h .  m i t  m o g l i c h s t  u n g i i n s t i g e r  D i s t a n z  u n d  
B l i c k r i c h t u n g .  E i n e  e n t s p r e c h e n d e  q u a d r a t i s c h e  P r i i f p l a t t e  i s t  e n t w i c k e l t  u n d  e r p r o b t  w o r d e n
[12]. Sie wird elektrisch beheizt, und die Temperatur der weitgehend isothermen Oberflache 
wird mit einem kalibrierten elektrischen Widerstandsthermometer erfaBt. Der Emissionsgrad 
betragt 0,96 im langwelligen und 0,93 im kurzwelligen Spektralbereich. Es lassen sich beliebig 
wahlbar sowohl konstante Temperaturen als auch Aufheizraten einstellen, letzteres zum Zwek- 
ke der Uberprufung von Trendanalysen.
3.2 Priifungsbeispiele
M it Hilfe der beschriebenen Priifplatte sind in neun groBen Miillbunkeranlagen die dort bereits 
fest installierten Thermographiesysteme uberpriift worden. Es handelte sich um vier verschie- 
dene Systeme, ein langwelliges und drei kurzwellige. Tafel 2 gibt ein Beispiel der ermittelten 
Priifergebnisse wieder. Es betriffl das langwellige System, dessen Sensor mit einem Sterling- 
Mikrokiihler gekiihlt wird [6].
Das fur eine Systembewertung deutlich wichtigste Kriterium ist die geometrische Auflosung 
des zu erfassenden Temperaturfeldes. Zusatzlich ist aber auch die Priifung wichtig, ob sich 
Alarmschwellen sicher darstellen lassen, das heiBt, ob das Thermogramm ausreichend genau an 
die Temperaturskala angebunden ist. Zu diesen Prufkriterienkombinationen werden in [1] Er- 
wartungen mitgeteilt, daB unter realen Bedingungen, d.h. bei ausreichend groBem Blickfeld 
und ausreichend groBer iiberwundener MeBdistanz die Temperatur eines isothermen MeBob- 
jektes, dessen Oberflache 5 cm x 10 cm betragt, mit einer Fehlergrenze von 5 K  an der Ober­
flache der Abfallschuttung detektiert wird, so daB bei Erreichen eines vorgegebenen Schwel- 
lenwertes - es wird 70 °C empfohlen - der erforderliche Alarm ausgelost werden kann. Bei 
Vorversuchen, die unter Laborbedingungen durchgeflihrt wurden, ergab sich, daB keines der 
derzeit verfligbaren Systeme einer solchen Qualitatsanforderung entsprechen kann. Diese ist 
jedoch weitgehend willkiirlich gestellt, so daB eine Reduzierung nicht zugleich eine MiBach- 
tung des Schutzzieles bedeuten muB. Unter Beriicksichtigung des technisch Machbaren konnte 
man deshalb als kleinsten aufzulosenden MeBfleck die Flache von 30 cm x 30 cm wahlen und 
eine Fehlergrenze von 5 K bei der Temperaturbestimmung festlegen. Der solchermaBen redu- 
zierten Vorgabe konnte das in Tafel 2 beurteilte System entsprechen, dies auch bei einer gro­
Ben MeBdistanz und bei einem sehr groBen, durch die Blickwinkel 30° und 40° gekennzeich- 
neten Blickfeld.
Ausschlaggebend fur eine vergleichende Beurteilung sollte nicht die absolute, sondem die 
vielmehr die relative geometrische Auflosung sein, d.h. das Verhaltnis der kleinsten detektier- 
baren MeBflache A  zum gesamten Blickfeld FOV. Diesbeziiglich zeigte sich, daB das hier an- 
geflihrte Beispiel unter alien untersuchten Systemen die deutlich hochste Qualitat aufwies.
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Bild 1. Graustufen-Thermogramm der Schiittungsoberflache eines Hausmiillbunkers 
einschlieBlich der Abkippstellen;
System:
IMUS, Horotron GmbH, Elmshom;
IR-MeBtechnik:
740/760 Radiometer Inffametrics, Spektralbereich 8 -1 2  pm
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Blei-Platte
oxidiert
to = 73,1 °C
Polyatherschaum
Polsterschaumstoff
t0 = 48,0 °C
Sepeolith-Mineral
Katzenstreu 
s «  5 mm
Bild 2. Graustufen-Thermogramm ausgewahlter Komponenten des Abfallgemenges; den hori- 
zontalen Untergrund bildet eine auf 80 °C temperierte schwarze Platte;
Spektralbereich 3,0 bis 5,3 pm (Avio, TVS 2000 Nippon Avionics), t0 gibt die mit 
Miniatur-Thermoelementen gemessene Oberflachentemperatur an
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Lampe,
Reflektoroffnune D = 320 mmglanzende Al-Platte 
als Reflexionsebene, 
200 x 200 mm, 
t = 20 °C
Hintergrund und Umgebung 20 °C
IR-Thermographiesystem (Avio, TVS 2000 Nippon Avionics): 
spektrale Empfindlichkeit 3,0 bis 5,3 pm,
FOV 10° x 15°
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Bild 4. Experimentelle Ermittlung des distanzabhangigen Einflusses einer 
reflektierten Storstrahlung
MeBfleck
MeBobjekte
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Messung Messung
Bild 5. Mogliche systematische Abweichung des gemessenen vom wahren Temperaturwert 
als Folge einer nicht ausreichenden geometrischen Auflosung [8]
Schwarzer Strahler Emissionsgrad s « 1Durchmesser 30 mm, 500 °C
4m
\r
ik c
IR-Mefisystem
spektrale Empfindlichkeit: 3,0 bis 5,3 pm Anzeige bei e = 1: 480 °C
spektrale Empfindlichkeit: 8 bis 14 pm Anzeige bei e = 1: 480 °C
Lochblende mit 5 mm Offhungsdurchmesser und t = 20 °C
f t
4m
IR-MeBsystem
spektrale Empfindlichkeit: 3,0 bis 5,3 pm Anzeige bei e = 1: 279 °C
spektrale Empfindlichkeit: 8 bis 14 pm Anzeige bei e = 1: 74 °C
Bild 6. Auswirkung eines ’’Storfleckes” von 500 °C innerhalb eines deutlich grofieren 
MeOfleckes von 20 °C auf die Temperaturanzeige unterschiedlicher Band- 
strahlungspyrometer
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B ild  7. Spektrale Strahldichte eines Schwarzen Korpers bei verschiedenen Temperaturen
[9]; die schraffierten Flachen betrefFen die von den zwei zu vergleichenden 
Bandstrahlungspyrometem (3 bis 5,3 pm und 8 bis 14 pm) jeweils empfangenen 
Strahlungsleistungen
Schwarzer Strahler (Emissionsgrad e « 1)Durchmesser 30 mm, 70 °C
Atmospharische Staubwirbelschicht 
23 °C
11,3 g/m3 ± 1,4 g/m3 
PartikelgroBe:
Lange, 96%, <100 pm 
Durchmesser, 76%, < 50 pm
22%, > 50 pm, < 100 pm
1 T
2 bis 5 pm 
Anzeige bei e = 1: ca. 50 °C
430 mm
8 bis 12 pm
Anzeige bei 8 = 1: ca. 51 °C
Verschiebbar angeordnete IR-Thermographiesysteme 
unterschiedlicher spektraler Empfindlichkeit
Bild 8. Experimentelle Ermittlung der durch Absorption der IR-Strahlung in aufgewirbelten 
Miillbunkerstaub bewirkten Abweichung des angezeigten Temperaturwertes vom 
wahren Wert.
Spektrale Empfindlichkeit der benutzten IR-Thermographiesysteme:
2 bis 5 pm (Agema IS THV 900 SW/TE) und 8 bis 12 pm (Agema IS THV 900 LW/ST)
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Tafel 1. Ermittelte Emissionsgrade ausgewahlter Komponenten des Abfallgemenges
Abfallstoff Oberflachentemperatur
°C
Emissionsgrad c 
Wellenlangenbereich 
3,0 pm bis 5,3 pm
Emissionsgrad s 
Wellenlangenbereich 
8 pm bis 14 pm
gelbe PE-HD Folie,
0,1 mm, auf geschwarztem 
Untergrund von 80 °C
69,9 0 1,00 1,00
blaue PE-LD Folie,
0,1 mm, auf geschwarztem 
Untergrund von 80 °C
72,9 0 0,91 0,95
blaue PE-LD Folie,
0,1 mm, auf blankem 
Al-Untergrund von 80 °C
72,9 0 0,48 0,61
Hart PVC, grau 60,4 0 0,99 0,99
weifies Papier 
auf geschwarztem 
Untergrund von 80 °C
71,9 0 0,73 0,92
farbiger Karton 
auf geschwarztem 
Untergrund von 80 °C
68,5 0 0,69 0,88
Gips 69,4 0 0,63 0,89
Keramik-Fliese 71,1 0 0,64 0,79
Konservendosendeckel, 
hellgrau lackiert 71,9 0 0,38 0,77
Weiftblech, glanzend 73,8 0 0,14 0,18
glatte Al-.Platte, oxidiert 67,3 0 0,30 0,35
Blei-Platte, oxidiert 73,1 0 0,53 0,67
Sand, 0,1-0,5 mm Komung 22,0 2) 0,96 0,93
Sepeolith (Katzenstreu) 22,0 2) 0,97 0,97
Humus, trocken 22,0 2) 0,95 0,96
Humus, feucht 22,0 2) 0,97 0,97
Miillbunkerstaub 4) 22,0 2) 0,92 5) 0,94 5)
glattgestrichene Staub- 
schichten auf Al-Platte 4>
0,0 mm 22,0 2) 0,30 0,35
0,3 mm 22,0 2) 0,91 0,93
0,5 mm 22,0 2) 0,91 0,93
1,0 mm 22,0 2) 0,91 0,93
Sand, 0,1-0,5 mm Komung 70,13) 0,92 0,98
Sepeolith (Katzenstreu) 74,8 3) 1,00 1,00
Humus, trocken 71,7 3) 1,00 1,00
Humus, feucht 60,5 3) 0,86 0,92
Miillbunkerstaub 4) 69,3 3) 0,86 1,00
0 gemessen mit kalibrierten Miniatur-Mantelthermoelementen
2) bei Umgebungstemperatur, s-Bestimmung iiber einen Hintergrund von 150 °C nach [3]
3) Aufhahme des Temperaturverlaufs in der Schtittung mit 4 eingebrachten Miniatur-Mantelthermoelementen; 
Ermittlung der Oberflachentemperatur durch lineare Extrapolation
4) feine Struktur, aus dem Bereich des oberen Bunkerrandes
5) bestatigt mit Hilfe einer spektralen Vermessung des difFusen Reflexionsvermogens
Tafel 2. Uberpriifung eines verfugbaren Thermographiesystems an einer 
definierten ebenen Prufplattenoberflache
Thermographiesystem
langwelliger Spektralbereich 8 bis 12 mm
Detektorktihlung DT « 215 K unterhalb 
Umgebungstemperatur mit Stirling- 
Mikroktihler
Bildaufbau: 25 Hz Bildfrequenz
Prufort Labor Miillbunker
Priifkorper: Emissionsgrad 
Flache
Oberflachentemperatur^
s = 0,96
A = 5 cm x 10 cm 
70,0 °C
s = 0,93
(mit dtinner Staubschicht) 
A = 30 cm x 30 cm 
64,0 °C
MeBdistanz d = 7 m d = 47,4 m
Zwischenmedium weitgehend staubfreie, 
trockene Luft
Staub oder Wasser 
nicht wahmehmbar
eingestellter Emissionsgrad 8 = 0,922) s = 0,933)
gewahlter Temperatur-MeBbereich -19 °C bis 81 °C -19 °C bis 81 °C
Blickfeld: Blickwinkel (Offnungswinkel) 
BlickfeldgroBe FOV bei d
30° x 40° 
3,8 m x 5,1 m
30° x 40° 
25,4 m x 34,5 m
Winkel zwischen der Blickrichtung und 
der Flachennormalen des Priifkorpers 0° o00
Abweichung der ermittelten 
von der wahren Temperatur 5,0 K 15,2 K
relative geometrische Auflosung A/FOV 
bei Tolerierung der Abweichung 0,26 • 10'3 0 , 1 0  • io '3
erfaBt mit einer kalibrierten Pt 100-MeBeinrichtung bei einer Fehlergrenze von ± 0,5 K
2) mit dem Thermographiesystem bei einer Probemessung aus sehr kleiner MeBdistanz fur die Richtung der 
Flachennormalen festgestellt
3) zur Erfassung des Thermogrammes der gesamten Oberflache der Miillschuttung gewahlter konstanter Wert
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ABSTRACT
Combustion arising from an endogenous source o f ignition in domestic refuse is analysed in 
terms o f the associated heat and mass transfer processes. The potential use o f IR- 
Thermography for the early detection o f such fires is discussed.
1 INTRODUCTION
Following a number o f disastrous fires in the storage bunkers o f municipal refuse incineration 
plants in Germany, legislation has been introduced requiring the installation o f automatic 
combustion detection systems (1). It has been proposed that such systems should use IR- 
Thermography for the measurement o f the surface temperature o f the refuse bed. It is believed 
that a source o f endogenous combustion deep within the refuse, would be detectable from the 
surface temperature distribution (2), thus giving the possibility for automatic warning o f a 
potential fire by using an appropriate alarm threshold surface temperature (3). As yet, not all 
plants are equipped with such systems and o f the more than twenty existing plants that are, in­
stallations and operating practices are not standardised. This situation has arisen because 
opinion varies as to the effectiveness o f such systems and how best to apply and interpret the 
results they give. Additionally, quantitative understanding o f the effect o f an endogenous 
combustion source on the surface temperature distribution o f the refuse bed, has until now not 
been investigated. This paper presents the results o f an experimental investigation carried out 
to analyse the heat and mass transfer processes inside refuse and similar particulate beds. A 
mathematical model has been developed to simulate the processes taking place and, verified 
by experimental procedures, predict the temperature distribution inside and at the surface o f a 
refuse bed. The results obtained have been used to assess the effectiveness o f IR- 
Thermography for early combustion detection systems.
2 M O DELLING APPROACH AND EXPERIMENTAL PROCEDURES
Theoretical analysis and the results o f small-scale experiments (4) have shown that heat and 
mass transfer from smouldering fires inside refuse beds can be mathematically modelled us­
ing the following simplifying assumptions:
(a) Heat is predominantly transferred by the gaseous combustion products and hence conduc­
tion can be neglected.
(b) The properties o f the particles and gaseous phase are constant and the latter does not un­
dergo a phase change.
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(c) The gas flow is driven by buoyancy almost vertically through random channels arising 
from the voids inside the bed such that heat transfer can be considered to be one-dimensional.
The corresponding partial differential equations, derived from an energy balance in a volume 
element o f the bed, have been solved analytically and the solution presented as the dotted 
lines in Figures 1 and 2, superimposed on the results o f experimental measurements. The 
mathematical predictions have been experimentally verified by initiating local endogenous 
combustion at the bottom centre o f a 2.0 m x 2.3 m x 6.5 m bed o f typical refuse and meas­
uring the temperature distribution inside and at the surface o f the bed. A row o f twenty ther­
mocouples was placed at the centre o f the bed for temperature measurements in the direction 
in which the combustion proceeds, i.e. vertically upwards. For comparison, the surface tem­
perature distribution was measured using two IR-Thermography systems: one measuring in 
the spectral range 2 to 4 pm and the other in the spectral range 7.5 to 13 pm. During the ex­
periment, the longer wavelength system proved to be more reliable, being less sensitive to the 
effects o f absorption o f IR-radiation from the intermediate medium (3). After 72 minutes, the 
experiment was aborted, due to heavy smoke emission, when combustion had proceeded to 
within approximately 120 cm o f the surface o f the bed. A second experiment was undertaken 
with a bed o f wood chips that could be combusted until flashover occurred, without the prob­
lem o f harmful smoke being generated. A barrel ( 0  58 cm x 85 cm) was filled with wood 
chips < 100mm. Such a bed has nearly the same porosity and particle density as refuse and 
can thus be used as a substitute in terms of heat transfer parameters.
3 RESULTS
Figure 1 shows that there is good agreement between measured and predicted results at higher 
temperatures, but less so at lower temperatures, especially below 100 °C. In this zone, the 
measured temperatures are clearly higher than the calculated values. This must in part be at­
tributed to the non one-dimensional conditions assumed in the model, compared with the real 
situation inside a heterogeneous refuse bed, together with the effect o f condensation o f the 
water content o f the combustion product gases in the cooler part o f the bed. The latent heat o f 
condensation clearly influences the development o f the temperature profile in Figure 1 in the 
layer between the fire pocket and the surface. These conclusions are further supported by the 
results obtained from the much longer second experiment conducted in a bed o f wood chips, 
presented in Figure 2. When temperatures in the bed are predominately above 100 °C and all 
the water has returned to the vapour phase, good agreement exists between the theoretical 
model and experimental observation. This is demonstrated in Figure 2 for the second experi­
ment by the good agreement between the measured and theoretically predicted value o f the 
flashover time.
The thermal effects o f water condensing mean that the surface temperature o f the bed reaches 
an alarm threshold temperature which is detectable by IR Thermography far earlier than 
would be the case with a permanent gas mixture alone. The advance warning time for the 
presence o f combustion in the refuse experiment, using a threshold warning temperature o f 
70 °C, was 191 minutes. Whereas in the absence o f water vapour with the combustion prod­
ucts composed only o f permanent gases, it would in theory have been only 51 minutes. Simi­
lar conclusions apply for the wood particle experiment: 157 minutes warning in the actual ex­
periment, compared with a theoretical value o f 65 minutes in the absence o f water vapour.
The IR thermogram presented in Figure 3, taken after 72 minutes combustion, exhibits a 
clearly defined hot spot on the surface o f the refuse bed, with an indicated temperature o f
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104.6 °C and steep surface temperature gradients away from it o f more than 10 °C/cm. The 
primary hot spot is positioned immediately above the fire pocket, confirming the assumption 
made in the theoretical model that the flow o f combustion product gases is vertical. Minor de­
viations from vertical flow, suggested by the secondary peaks in Figure 3, may occur due to 
the heterogeneous composition and the widely differing particle sizes o f the refuse.
900 Surface level
Calculated advance warning time 
251 min. -  200 min. = 51 minutes700
Measured advance warning time 
251 min - 60 mm *  191 minutes*  600
200 min 2 5 1  m m40 min 70 min
£  500
Ignition 
temperature 
-  -  350*C
300
200
Surface
temperature100
70‘C
temperature115 13535 55 75 95 155 cm 17515
D is tan t* from th t  bottom o f th *  b *d
Figure I Temperature distribution vertically above the endogenous smouldering combustion 
at the bottom o f a 30 m3 municipal refuse bed, versus time. Bold curves: measured particle 
temperatures along the thermocouples row; Dotted curves: calculated particle temperatures.
800 T Surface level
Calculated advance warning time: 
405 min. - 340 mm = 65 minutes7 0 0
180 min 248 min 340 rrun 340 min 405 min Measured advance warning time 
405 min. -  248 min. = 157 mmutes600 ■■
Ignition 
. temperature 
- — 350*C
*  400 - -
o 300 ->120 min
200
Surface 
temperature 
alarm threshold 
■70 *C
100 - -
— Initial bed 
temperature75 cm
D is ta n t*  from  th *  bottom  o f th *  b *d
Figure 2 Temperature distribution vertically above the endogenous smouldering combustion 
at the bottom o f a 0.22 m3 wood particles bed, versus time. Bold curves: measured particle 
temperatures along the thermocouples row; Dotted curves: calculated particle temperatures.
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4. DISCUSSION
The potential benefits o f early combustion detection are derived from the time available be­
tween the first appearance o f a hot spot at the surface whose temperature is above the selected 
alarm threshold, usually 70 °C, and the ignition temperature. This time is vital for the early 
implementation o f counter measures. Current standard IR-Thermography systems have a 320 
x 240 pixels micro-bolometer detector chip and use 30° x 40 ° lenses. Their smallest theoreti­
cal resolvable area from a measuring distance o f 40 m, which is typical for their use in refuse 
bunkers, is 9.1 cm x 9.1 cm. For the data shown in Figure 3, the integrated average tempera­
ture for this area would be 62.7 °C and thus below an alarm threshold o f 70 °C, even though 
the maximum observed temperature was 104.6 °C. To be effective, an IR-Thermography 
system with a very high geometrical resolution is required. This could be achieved by either 
employing a more sensitive detector chip with a greater number o f pixels or by using a tele­
photo lens. With current detector chips, a telephoto lens must have a viewing angle o f ap­
proximately 3° x 4° to successfully detect a small hot spot. This represents an extremely small 
area that can be observed by the IR-Thermography system. To cover the entire area o f a ref­
use bed would require a single thermal imaging device to rapidly scan the surface about every 
two minutes [2],
:ioo.o*o
Photograph of the bed surface
Smallest theoretical resolvable 
area from a distance of 40 m: 
82 cm*
thermographically measured 
average temperature:
62.7 °C
Figure 3 IR-Thermogram, spectral range 7.5 to 13 pm, o f the refuse surface, 
emissivity 0.95,72 minutes after ignition
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Kurzfassung
Warmetransport und Brand­
fruherkennung in Hausmullschuttung
Endogene SchwelbrSnde in Hausmullschuttun- 
gen beeinflussen deren Oberflachentemperatur. 
Das wirdnahezu vollstandig durch konvektiven, 
von den Verbrennungsgasen verursachten War­
metransport bewirkt. Der Transportmechanis- 
mus Warmeleitung ist unbedeutend. Theoreti- 
sche Untersuchungsergebnisse, die experimen­
tal! verifiziert wurden, belegen dies.
Der Gasmassenstrom wird durch Auftrieb er- 
zeugt und flieBt innerhalb der Schiittung durch 
kleine, von den Luckenvolumina gebildete Ka- 
nale. Aus dem im Brennstoff enthaltenen 
Wasser und Wasserstoff resultiert ein entspre- 
chendes Partialvolumen an Wasserdampf im 
Verbrennungsgas. Bei der Abkuhlung in den 
hoher gelegenen Schichten erreicht dieser 
Wasserdampf den Sattigungszustand und 
kondensiert. Dieser Aggregatzustand des 
Wassers bleibt so lange erhalten, bis der sich 
ausdehnende Brandherd fur eine Ruckver- 
dampfung sorgt. Die dabei freigesetzte Kon- 
densationsenthalpie und die sp£ter aufgenom- 
mene Verdampfungsenthalpie bewirken in den 
Schichten oberhalb des Brandherdes ein weit- 
gehend gleichmaBiges Temperaturniveau, das 
sehr langsam, d. h. in einem Zeitraum von 
mehr als zwei Stunden, von 65 auf 85 °C an- 
steigt. In dieser Zeit resultieren an der Ober- 
fiache kleinste Oberflachenerwarmungen, so 
genannte „hot spots'4 und Spuren von Wasser- 
nebel. Letztere bieten sicherlich ein Potential 
zur Brandfruherkennung. Eine konkrete Mess- 
technik ist allerdings noch nicht vorgeschlagen 
worden. Was die hot spots betrifft, so ist die 
IR-Thermographie sicherlich ein geeignetes 
Hilfsmittel zur Brandfruherkennung.
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Die hot spots haben bis circa 45 Minuten vor 
Ausbruch eines OberflSchenbrandes eine 
Temperatur von maximal 85 °C und, bedingt 
durch die kleinen Offnungen der Stromungs- 
kanale, eine FISche von nicht mehr als 10 cm2. 
Urn diese kleinen hot spots uber die gefor- 
derte Distanz hinweg zuverlassig detektieren 
zu konnen, muss ein zur Brandfruherkennung 
eingesetztes IR-Thermographiesystem eine 
sehr hohe geometrische Auflosung bieten. 
Wird diese Grundanforderung erfullt und wird 
die Alarmschwellentemperatur im Bereich des 
vorherrschenden Wasserdampftaupunktes 
zwischen 65 und 85 °C gewahlt, so bietet sich 
die Moglichkeit, einen endogenen Brandherd 
bis zu zwei Stunden vor Durchbruch an die 
Oberflache zu detektieren.
Etwa ein Stunde vor Brandausbruch kommt 
wegen der hohen Schuttungstemperaturen 
keine Kondensation mehr zustande und die 
Verdampfung trocknet die Schuttung, so dass 
die Nebelspuren weitgehend verschwinden. 
Die Temperatur der hot spots steigt dann 
schnell an, dies allerdings ohne deutliche Zu- 
nahme der Ausdehnung. In den Experimenten 
zeigte sich als typische Endsituation, wenige 
Minuten vor Brandausbruch, z. B. ein er- 
warmter Oberflachenbereich von 20 cm2 mit 
einer thermographisch gemessenen Mittel- 
temperatur von 103,4 °C, der einen 2 cm2 
groBen hot spot von 320 °C enthielt. Diese 
Schlussphase laBt keine verwertbare Moglich­
keit zur Brandfruherkennung und damit zur 
Ergreifung geeigneter GegenmaBnahmen zu.
introduction
Following a number o f disastrous fires in the 
storage bunkers o f municipal refuse inciner­
ation plants [1], legislation requiring the in­
stallation of automatic combustion detection 
systems was introduced in Germany in 1991
[2]. It has been proposed that such systems 
should use IR-thermography (IRT) for the 
measurement o f the surface temperature o f 
the refuse bed. It has also been suggested that 
a source of endogenous combustion deep 
within the refuse would be detectable from 
the surface temperature distribution [3], 
thereby providing the means for automatic 
warning of a potential fire using an appropri­
ate alarm threshold surface temperature [4].
As yet, not all plants in Germany are 
equipped with such systems, but o f the more 
than twenty existing plants that are, the 
equipment used and their installation and op­
erating practices are not yet standardized. 
This situation has arisen because opinion 
varies as to the effectiveness o f such systems 
and how best to apply and interpret their re­
sults. Additionally, quantitative understand­
ing o f the effect o f an endogenous com­
bustion source on the surface temperature 
distribution o f the refuse bed has, until now, 
not been investigated.
This paper presents the results o f an experi­
mental investigation carried out to analyse 
the heat and mass transfer processes inside 
refuse and similar particulate beds. A  math­
ematical model has been developed to simu­
late the processes taking place. The model, 
verified by experiment, predicts the tempera­
ture distribution inside and at the surface o f a 
refuse bed. The results have been used to as­
sess the effectiveness o f IRT for early com­
bustion detection systems.
Mode! Approach
Theoretical and experimental analysis [5] 
have shown that heat and mass transfer from 
smouldering fires inside refuse beds can be 
modelled using the following simplifying as­
sumptions:
— Heat is predominantly transferred by the 
gaseous combustion products and hence 
conduction and radiation can be ne­
glected.
—  The properties o f the particles and gas­
eous phase are constant and the latter 
does not undergo a phase change.
—  The gas flow is driven by buoyancy al­
most vertically through random channels 
arising from the voids inside the bed such 
that heat transfer can be considered to be 
one-dimensional.
Consideration o f an energy balance for a vol­
ume element o f a particulate bed above the 
combustion results in the following partial 
differential equations.
For the solid particles:
( I - * )  ps cPs| s = a a s (TG- T S) (1)
For the gaseous phase: 
BTq i f 6 u PCi- 'I'P o CrTj. Al|l
-  a as (Tq -  Ts) 
Nomenclature:
3TG
c)x
(2)
T q , Ts temperature o f the gaseous phase
and solid particles, respectively 
ip void fraction
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PG, PS d e n s ity  o f  th e  g as eo u s  p h a s e  a n d  
s o lid  p a r t ic le s , re s p e c tiv e ly
CP s p e c if ic  h e a t c a p a c ity
a c o n v e c t iv e  h e a t  t ra n s fe r  c o e f ­
f ic ie n t  gas p h a se  to  p a r t ic le
as p a r t ic le  s u rfa c e  p e r  u n it  v o lu m e
m g gaseous m ass f lo w  ra te
A c ro s s -s e c tio n a l a re a  o f  th e  b e d
t t im e
X v e r t ic a l d is tan ce  th ro u g h  th e  b e d
The boundary conditions can be derived [5] 
from the assumptions o f constant gas inlet 
temperature TG(0,t) = To0 and constant initial 
solid temperature Ts(x,0) = Ts(). Equations 
(1) and (2) have been analytically solved by 
variable transformation and have been further 
simplified for computing purposes by sub­
stitution to obtain the following relationships:
For the solid particles:
Ts(x,t) = TSo+ (T Go~ T So) V27t(2v)2
2(iv e
/  ~0
(4vp
V?-1
For the gaseous phase:
To(x,t) = Tg0 -  (To0 -  TSo)
da (3)
V2tt(2}jl)2
2(-tv e
f  ~  0
(4nF
Va
• (J JJL2
rr— da (4)
Therein, the parameters to be varied are 
given by
a ■ asV Cq • • po ' Cp x and p ~
a  • as
cG • (1 ~ l}() • ps • Cps 
and a  is the integration variable
■(cG - t - x )
ly employ a surface temperature alarm 
threshold o f 70 °C [3, 4]. This is considered 
to be the lowest reasonable temperature that 
w ill avoid false alarms caused by heat gener­
ated by microbiological processes.
Experimental Procedure
Substitution o f appropriate values for the 
properties o f typical municipal refuse [5] into 
the model equations (3) and (4) produces the 
curves presented in F igu re  1 that shows 
how the temperature profile o f the solid 
particles throughout the height o f the bed 
above the heat source changes as a function 
o f time. The curves identified for time ‘t ‘ and 
‘t + At* correspond respectively to the first 
appearance at the surface o f the bed o f a hot 
spot, whose temperature is above a selected 
alarm threshold and to the point at which ig­
nition occurs. The potential for early com­
bustion detection and the implementation o f 
countermeasures is thus represented by the 
time At. It is desirable that At should be as 
large as is practicably possible to permit the 
early introduction o f countermeasures either 
to extinguish the combustion inside the bed, 
i f  necessary by digging out the affected area, 
or at least to prevent flashover using an extin­
guishing agent. The IRT systems employed 
on many refuse plants in Germany common-
To test the validity o f the proposed math­
ematical model two experiments have been 
undertaken. These involved monitoring the 
temperature distribution inside and at the sur­
face o f a bed o f combustible particulate ma­
terial after initiating a localized source o f en­
dogenous combustion at the base of the bed.
A row o f 20 thermocouples, mounted on a 
stainless steel beam to fix their vertical posi­
tion, was placed at the centre of the bed, di­
rectly above the source o f combustion. Since 
the thermocouples themselves act as particles 
in terms o f heat transfer, the measured tem­
peratures can be considered as particle tem­
peratures and not as fluid temperatures. The 
surface temperature distribution o f the bed 
was monitored using two IRT systems, one 
measuring in the spectral range 2 to 4 pm and 
the other in the spectral range 7.5 to 13 pm. 
During the experiment, the longer wave length
system proved to be more reliable, _
being less sensitive to the effects o f j 
absorption o f IR-radiation by air­
borne particles [6].
For the first experiment, a batch o f 
typical German municipal refuse 
[5], was used as the bed material in 
a 2.0 X  2.3 X  6.5 m, 30 m3 con­
tainer, as shown in F igu re  2. The 
bed was locally ignited by the intro­
duction o f a propane gas burner 
flame through small holes in the 
bottom o f the container, directly be­
low the row o f thermocouples. The 
flame was turned o ff immediately 
after ignition o f the refuse had been 
achieved. The experiment was 
aborted after 72 minutes, due to
heavy smoke emission, when combustion 
had proceeded to within approximately 
120 cm below the surface of the bed.
Since the first experiment had to be termin­
ated before the desired flashover could be 
achieved, a second experiment was under­
taken with a bed o f wood particles that could 
be combusted until flashover occurred with­
out the problem o f harmful smoke being gen­
erated. A 0.22 m3 (0  58 cm, height 85 cm) 
barrel (F ig u re  3), was filled with a sieved 
fraction (100 mm mesh) o f particles. Such a 
bed has almost the same porosity and particle 
density as refuse [5] and can thus be used as 
a substitute in terms o f heat transfer parame­
ters. Once ignited, smouldering endogenous 
combustion was allowed to proceed until ig­
nition occurred at the surface o f the bed 
allowing observation o f heat transfer pro­
cesses inside the bed, the development o f the 
surface temperature distribution, and tire way 
in which the flashover occurred.
Comparison of the Predicted with the 
Experimental Results
The results o f the experiment using munici­
pal refuse are presented in F ig u re  4, as
Combustion 
,• gas temperature
Time advantage Af  Surface 
for countermeasures level
ignition
temper­
ature
Surface
temper-
aiarm
threshold
^  Initial bed
Distance along refuse bed temper­
ature
Figure 1. Qualitative solution of the partial differential 
equations for the particle temperature inside 
a bed with typical municipal refuse subjected 
to an endogenous smouldering combustion 
at the bottom. Permanent combustion gas 
without phase change and constant particle 
and fluid properties are assumed.
/ I 30 m2; refuse
IR-Thermography systems, jj 
spectral ranges 
7.5-13 gm 
2 -4  pm
Vertical row of 
20 thermocouples
Gas burner, for ignition only
. .SET v-iCar-i
Figure 2. Set-up of the large-scale municipal refuse experiment.
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plots o f the temperature distribution inside 
the bed after various time intervals from first 
ignition. The results o f the theoretical model 
are superimposed as broken lines for com­
parison.
Figure 4 shows that there is good agreement 
between measured and predicted results at 
higher temperatures, but less so at tempera­
tures below 200 °C. In this zone, the meas­
ured temperatures arc clearly higher than the 
calculated values. This must in part be at­
tributed to the particular heterogeneous ref­
use bed because different combustion gas 
flow channels become available with the pro­
ceeding o f the combustion towards the sur­
face. From the experimental results, a dew 
point temperature range o f 65 °C to 85 °C
was obtained and hence, the temperature dif­
ferences below 85 °C must be attributed to 
the effect o f condensation o f the water con­
tent o f the combustion product gases in the 
cooler part o f the bed. On condensing, water 
vapour releases latent heat, which produces a 
local heating effect in the upper layers o f the 
bed and which has not been included in the 
model.
The magnitude o f the heat release is given by 
the difference between the gross calorific 
value and the net calorific value o f the refuse. 
Deriving these values from an average ele­
mentary analysis o f municipal refuse, see 
T ab le  1, the difference 1050kJ/kg, which 
is 13 % of the net calorific value. This ad­
ditional 13 % o f heat is released within the
cooler part o f the bed and, due to the large lo­
cal heat transfer coefficients during con­
densation o f about 6000 W/(m2 K), arrests 
the temperature drop throughout the bed. As 
combustion progresses and the temperature 
in the upper layers rises, the condensate re- 
evaporates, requiring latent heat o f evap­
oration to do so, thus providing a restraining 
effect on temperature rise in these layers. 
These phase changes clearly have a great in­
fluence on the development o f the tempera­
ture profile in Figure 4 in the layer between 
the fire pocket and the surface. From 40 min­
utes after first ignition up to the abortion o f 
the experiment after 72 minutes, the lowest 
bed temperature gradually changes in the 
range o f the increasing dew point, i.e. 65 °C 
to 85 °C.
I f  the experiment had been allowed to prog­
ress the temperature profile throughout the 
bed would eventually be sufficiently high 
that no liquid water would remain. Heat 
transfer would therefore be between the solid 
refuse and what was effectively a permanent 
gas, which is the basis for the theoretical 
model. The results for the model and experi­
ment should thus converge under these con­
ditions at a surface temperature level above 
85 °C. The results from the theoretical mod­
el, indicated on Figure 4, suggest that this 
condition would have occurred after about 
206 minutes and that ignition flashover at the 
surface would have occurred after about 251 
minutes.
The thermal effects o f water condensing 
mean that the surface temperature o f the bed 
reaches an alarm threshold temperature that 
is detectable by IRT far earlier than would be 
the case with a permanent gas mixture alone. 
In addition, since not all water vapour con­
denses, traces o f mist exit the bed, being a 
potential indicator o f a combustion. The re­
sults presented in Figure 4 indicate that the 
advance warning time for the presence of 
combustion in the refuse experiment, using a 
threshold warning temperature o f 70 °C, was 
about 251 minutes -  60 minutes ~ 191 min­
utes. Whereas in the absence o f water vapour 
with the combustion products composed of 
permanent gases only, it would in theory 
have been 251 minutes -  200 minutes = 51 
minutes.
Table 1. Elementary analysis and calorific val­
ues of municipal refuse [7].
S % by mass
Carbon 22
Oxygen 8
Hydrogen 2
Ash 35
Water 25 ------------
Net calorific value 8060 kJ/kg
Gross calorific value 9110 kJ/kg
Surface level
340365
180' 248 405 min
60 min.
Bauel with wood chips 
0  58 cm, height 85 cm 
■350 °C Ignition • 
temperature
Surface temperature 
-  alarm treshold 70 °C
Initial bed temperature
35 45 55
Distance from the bottom of the bed in cm
Figure 3. Temperature distribution, measured by thermocouples, in time vertically above the
self-preserving endogenous smouldering combustion at the bottom of a 0.22 m3 bar­
rel filled with wood chips.
Bold curves: measured particle temperatures along the thermocouples row
Dotted curves: calculated particle temperatures
Surface level —
200 206 251 min40 6070
Ignition 
temperature 
350 °C
35 55 75 95 115 135 155 175
Distance from the bottom of the bed in cm
Surface 
temperature 
alarm treshold •70 °C 
Initial bed 
temperature
Figure 4. Temperature distribution, measured by thermocouples, in time vertically above the 
self-preserving endogenous smouldering combustion at the bottom of a 30 m3 muni­
cipal refuse bed.
Bold cunres: measured particle temperatures along the thermocouples row
Dotted curves: calculated particle temperatures
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Photograph of the bed surfacb]
72.4 “C ^  
in alignment with 
thermocouptes row
104.6 "C  
2 cm* 
hotspot
30 x 30 cm*
thermographicatfy measured 
average temperature; 37.2 °C
Figure 5. IR-Thermagram, spectral range 7.5 to 13 pm, of the refuse Figure 6. IR-Thermogram, spectral range 7.5 to 13 pm, of the wood 
surface, emissivity 0.95, 72 minutes after ignition, showing a chip surface, emissivity 0.95, 390 minutes after ignition,
single, very small hot spot. showing a single, very small hot spot.
The temperature profile along the dotted line shows surface The temperature profile along the dotted line shows surface
temperature gradients of more than 10 K/cm. temperature gradients of more than 10 K/cm.
Basically, the same applies to the results o f 
the experiment using wood chips that are 
presented in Figure 3. At the beginning, the 
calculated temperatures are higher than the 
measured temperatures, which must be at­
tributed to the following: The model calcu­
lations are based on a constant gas tempera­
ture o f 810 °C from the very' start o f the com­
bustion. In contrast, the experimental com­
bustion needed about 200 minutes to fully 
develop and reach 800 °C. With increasing 
time, the difference between model and 
measurement decreases. After 358 minutes, 
the lowest bed temperature has exceeded the 
dew point temperature o f 85 °C and the cal­
culated lime for a surface temperature o f 
86 °C is 365 minutes. This shows that at least 
the calculation o f the surface temperatures 
above the dew point temperature is reason­
ably close to the measured temperatures.
The prediction o f the time o f flashover agrees 
with the experimental values. It should be 
noted that the combustion gas is a permanent 
gas at flashover and also that the previously 
mentioned deviation o f the actual gas inlet 
temperature from the temperature used for 
the modelling decreases with time. This ver­
ifies the applicability o f the differential 
equations in the time period in which phase- 
changes no longer occur. Although the flash- 
over is correctly predicted by the model, the 
initial attainment o f the surface temperature 
alarm threshold is not, due to the con­
densation and re-evaporation effects. In real­
ity the non-permanent gas gives an advance 
warning time that is approximately 108 min­
utes longer than the model would predict for 
a permanent gas. This means, the modelled 
temperature distribution gives the worst case 
scenario in terms o f advance warning time. 
Nevertheless, the model prediction shows an 
advance warning time o f approximately 45 
minutes, which would be sufficient for the
implementation o f appropriate coun­
termeasures.
F igu re  5 shows a thermogram of 
the refuse surface taken 72 minutes 
after combustion started. This ex­
hibits a clearly defined hot spot on 
the surface of the refuse bed with an 
indicated temperature o f 104.6°C 
and steep surface temperature gradi­
ents away from it o f more than 
10 K/cm. The primary hot spot is 
positioned immediately above the 
fire pocket, confirming the as­
sumption made in the theoretical 
model that the flow o f combustion 
product gases is vertical. Minor 
deviations from vertical flow, sug­
gested by the secondary peaks in 
Figure 5, may occur due to the het­
erogeneous composition and the widely dif­
fering particle sizes of the refuse.
Braun and Weidener [4] have considered 
the use o f an IRT system with a geometric 
resolution that is able to resolve an isother­
mal area o f down to 30 cm X  30 cm. For 
the data presented in Figure 5, the inte­
grated average temperature o f an area o f 
this size including the hot spot, would be 
only 37.2 °C. This is far below any reason­
able alarm threshold and demonstrates the 
need for an IRT system with a much higher 
geometrical resolution. This is again em­
phasized in F igu re  6, which displays an 
IR-Thermogram o f the wood particle bed 
surface 390 minutes after ignition. A 
0.5 cm2 hot spot is evident directly above 
the smouldering fire pocket. Compared 
to the refuse experiment, the lack o f the 
deviation o f the hot spot is due to the more 
consistent particle size o f the wood. The 
temperature gradients have the same high 
values.
Ignition temperature 350 °C
Cl 300- Situation above, 
Figure 6
Surface temperature alarm 
treshold 70 CC
100 200 300
Time after ignition in min.
Figure 7. Maximum IR-measured surface temperature 
of the wood particles bed versus time. 
Condensation and re-evaporation keep the 
surface temperature in a range of 60 °C to 
85 °C for about 180 minutes before the tem­
perature increases rapidly and the flashover 
occurs.
F ig u re  7 shows the measured maximum 
surface temperature o f the wood particles bed 
versus time. As the wood particles have got a 
more consistent particle size, the influence of 
condensation and re-evaporation on the sur­
face temperature distribution can be even 
better observed. Observing Figure 7, it can 
again be suggested, that the phase-changes 
keep the surface in the dew point temperature 
range, i.e. 60 °C to 85 °C, for about 150 min­
utes. About 60 minutes before the flashover, 
condensation has ceased and re-evaporation 
begins to dry the bed. A t the end o f this pro­
cess, the temperature o f the hot spot at the 
surface increases rapidly together with a sim­
ultaneous increase in their surface area. The 
latter is not rapid and thus, the hot spot does 
not extend over a large surface area. The ex­
periments show a maximum hot spot area of 
20 cm2 with a thermographically measured 
average temperature o f 103.4 °C, within 
which occurs a 2 cm2 hot spot at ap­
proximately 320 °C about three minutes be­
fore flashover occurred.
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Summary
Experimentally verified theoretical results suggest that heat from en­
dogenous combustion processes in refuse beds is predominantly 
transferred by the combustion gas, i.e. by convection. The mass flow 
is driven almost vertically by buoyancy through small random chan­
nels which result from the void fraction. Due to the hydrogen and the 
moisture content o f the refuse, the combustion gas contains water va­
pour. Thus, condensate drops out in the cooler layer and clearly in­
fluences the temperature between the fire pocket and the surface. In 
these layers the temperature gradually changes in the range of the in­
creasing dew point, i.e. 65 °C to 85 °C, and is present at this level for 
more than two hours before the condensate is re-evaporated as the fire 
pocket extends. These condensation and re-evaporation processes re­
sult in traces of early hot spots and mist at the surface which exits the 
refuse bed and becomes progressively more apparent. The hot spots 
can be used for the early combustion detection and, although no ac­
tual technique for detecting the traces o f mist has been proposed, their 
detection might offer a potential in early combustion detection as 
well.
Whilst condensation and re-evaporation occurs, the hot spots are 
in a temperature range up to 85 °C and due to the very small 
channel apertures they have a maximum size o f not more than 
10 cm2. Therefore, an IRT system must have a very high geo­
metrical resolution to detect these very small hot spots over the 
required distance and i f  the surface temperature alarm threshold is 
chosen in the above range o f the dew point, an alarm is possible 
more than two hours before the flashover.
About one hour before the flashover, condensation no longer oc­
curs and re-evaporation begins to dry the bed. Thereafter, the 
temperatures o f the hot spots at the surface increase rapidly to­
gether with a simultaneous minor increase in their surface area. A 
few minutes before the flashover, a maximum hot spot area of 
20 cm2 with a thermographically measured average temperature 
o f 103.4 °C has been detected, within which occurs a 2 cm2 hot 
spot at approximately 320 °C. This final development is too rapid 
to offer any further potential for early combustion detection.
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